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GH-1

CU

GH-1

WALL-MOUNTED INDOOR UNIT.

MOUNT SO THAT TOP OF UNIT

IS 1" BELOW LAY-IN CEILING.

EF

GH

ECH

GH-2
ECH

GH-1

ECH

GH-3

GROUND MOUNTED

CONDENSING UNIT. SEE

ARCHITECTURAL FOR

ADDITIONAL INFORMATION.

EXTEND FULL SIZE

EXHAUST DUCTWORK UP

THRU ROOF TO FACTORY

ROOF CURB..

HEATING SETPOINT SHALL BE

SET AT A MINIMUM 5°F BELOW

COOLING SETPOINT

PROVIDE FIELD CONDENSATE

PUMP. EXTEND PIPING TO

TERMINATE AT SINK TAILPIECE .

COORDINATE P-TRAP WITH

PLUMBING CONTRACTOR.

AC

GH-1

CU

GH-2

WALL-MOUNTED INDOOR UNIT.

MOUNT SO THAT TOP OF UNIT

IS 1" BELOW LAY-IN CEILING. EF

GH

HEATING SETPOINT SHALL BE

SET AT A MINIMUM 5°F BELOW

COOLING SETPOINT

ECH

GH-5

ECH

GH-4

GROUND MOUNTED

CONDENSING UNIT. SEE

ARCHITECTURAL FOR

ADDITIONAL INFORMATION.

EXTEND FULL SIZE

EXHAUST DUCTWORK UP

THRU ROOF TO FACTORY

ROOF CURB..

PROVIDE FIELD CONDENSATE

PUMP. EXTEND PIPING TO

TERMINATE AT SINK TAILPIECE

COORDINATE P-TRAP WITH

PLUMBING CONTRACTOR.
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COPYRIGHT AND NOTES: THE COPYRIGHT FOR THIS PROJECT IS VESTED IN THE ARCHITECT. VERIFY ALL DIMENSIONS AND LEVELS ON SITE. DISCREPANCIES TO BE REPORTED IMMEDIATELY TO THE ARCHITECT. DRAWINGS TO BE READ IN CONJUNCTION WITH THE SPECIFICATION. DO NOT SCALE OFF DRAWINGS.
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