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MOUNT ALL ACTIVE TEMPERATURE

SENSORS AT NEAREST COLUMN AT 8'

AFF. (TYP. ALL WAREHOUSE UNITS).

SEE TENANTS CONTROL FLOOR PLAN

DRAWING SUBMITTALS FOR ALL

MONITORING SENSOR LOCATIONS.

LOCATIONS OF ALL CEILING FANS (CF) SHALL BE COORDINATED SUCH THAT THE HUBS (CENTER OF FANS) ARE

CENTRALLY LOCATED BETWEEN FOUR (4) SPRINKLER HEADS AND SUPPORTED BETWEEN (2) JOISTS.

SUPPORT FAN BETWEEN (2) JOISTS PER MANUFACTURE INSTALLATION REQUIREMENTS AND DETAILS. PROVIDE ALL

MOUNTING HARDWARE, INSTALLATION REQUIREMENTS/DETAILS IN SUBMITTALS. THIS INCLUDES INSTALLING SAFETY

CABLES ON ALL FANS PER MANUFACTURES REQUIREMENTS. FANS SHALL NOT BE OPERATED WITHOUT PROPERLY

INSTALLED SAFETY CABLE. FAN SHALL ALSO BE INSTALLED AT AN ELEVATION TO ENSURE THE FAN BLADES HAVE A

VERTICAL MINIMUM CLEARANCE OF 36" FROM ALL SPRINKLER DEFLECTORS (INSTALL AS HIGH AS POSSIBLE AFTER

MEETING THIS REQUIREMENT WITH MAINTAINING TENANTS CLEAR HEIGHTS).

ADDITIONALLY THE FAN SHALL BE COORDINATED WITH TENANT TO ENSURE:

• FANS SHALL BE INSTALLED A MINIMUM OF 50' (75' PREFERRED) AWAY FROM RTU SUPPLY DROP BOXES.

• FANS SHALL BE INSTALLED A MINIMUM OF 7' (10' PREFERRED) FROM ANY AREA THAT COULD BE USED FOR

STORAGE RACK PRODUCT PICKING.

• FANS SHALL ALSO BE INSTALLED A MINIMUM OF 3' FROM RIGID AND 10' FROM NON-RIGID SUPPORT (SIGNAGE).

FAN DISCONNECT/CONTROLLERS SHALL BE WALL OR COLUMN MOUNTED WITH BOTTOM OF DEVICE AT 6'-0" (72") AFF.

COORDINATE INTERFACE OF FANS WITH FIRE ALARM TO DEACTIVATE UPON FIRE ALARM PER NFPA 72. HVLS FANS

INSTALLATION SHALL COMPLY WITH CURRENT/ADOPTED NFPA 13 SECTION 11.1.7.
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COPYRIGHT AND NOTES: THE COPYRIGHT FOR THIS PROJECT IS VESTED IN THE ARCHITECT. VERIFY ALL DIMENSIONS AND LEVELS ON SITE. DISCREPANCIES TO BE REPORTED IMMEDIATELY TO THE ARCHITECT. DRAWINGS TO BE READ IN CONJUNCTION WITH THE SPECIFICATION. DO NOT SCALE OFF DRAWINGS.
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