	
	
	




AWSOM
PSW PROJECT NUMBER 993A

ADDENDUM  NO. 2
ARCHITECTURAL NARRATIVE
ISSUED: June 9, 2023
To the Construction Documents and Project Manual for


PROJECT:				AWSOM
					BENTONVILLE, AR					

AMENDING:				100% CONSTRUCTION DOCUMENTS ISSUED 02.24.2023
					ADDENDUM 1 DRAWINGS ISSUED MARCH 13, 2023
			
FROM ARCHITECT:			POLK STANLEY WILCOX ARCHITECTS
					801 SOUTH SPRING ST.
					LITTLE ROCK AR 72201

TO CONTRACTOR:			CROSSLAND CONSTRUCTION COMPANY, INC
					
	

The information on attached sheets shall be incorporated into the project documents and distributed.
to all necessary bidders by the contractor.
	
GENERAL INFORMATION:  Addendum 1 contains miscellaneous revisions and additions to the 100% Construction Documents from multiple disciplines. The Narrative Summary below is specific to Architectural sheets and specifications.



1. ARCHITECTURAL DRAWING UPDATES
Sheets listed below contain items that have been revised and clouded in the drawing set.  Revisions bear the description ‘ADDENDUM 2’ and a revision date of 06.09.2023.

a) ALS 00 – LIFE SAFETY PLAN – UNDERGROUND PARKING AND SITE PLAN
i. Detail 1
1. Added fire extinguisher cabinets to increase canister range/coverage per City of Bentonville comments
ii. Detail 3
1. Added note for fireproofing on deck (in addition to beams and columns)

b) ALS 01 LIFE SAFETY PLAN – LEVEL 1
i. Added Extinguisher cabinets per City of Bentonville comments
ii. Reversed swing of SW clinic exam door per City of Bentonville preference

c) ALS 02 – LIFE SAFETY PLAN – LEVEL 2
i. Revised dimension to north of library to 20’ max.
ii. Add Fire extinguisher in Library and education corridor
iii. Relocate fire extinguisher  near east side of kitchen
iv. Remove fire extinguisher near Stair 3.

d) ALS 03 – LIFE SAFETY PLAN – LEVEL 3
i. Relocated fire extinguisher from behind door near coffee station per City of Bentonville Comments
ii. Added fire extinguishers (2) in SE office suite
iii. Relocate fire extinguisher near north stair

e) A100 OVERALL PLAN AND NOTES – UNDERGROUND PARKING
i. Converted EV charging station spaces to standard. (EV charging removed from below building per owner request and VE)

f) A100A NOTE PLAN – UNDERGROUND PARKING AREA A
i. Converted EV charging station spaces to standard. (EV charging removed from below building per owner request and VE)
ii. Removed card readers where deleted by owner

g) A100AD DIMENSION PLAN AND DETAILS – UNDERGROUND PARKING
i. Converted EV charging station spaces to standard. (EV charging removed from below building per owner request and VE)

h) A100B NOTE PLAN AND DETAILS – UNDERGROUND PARKING
i. Detail 1
1. Added  knox box outside of Fire Riser Room 0122 per City of Bentonville Comments.
2. Expanded Fire Riser Room (and relocated Telecom + Bio Haz) to provide space for new Fire Pump.
3. Removed card readers where deleted by owner
ii. Details 2,3,4
1. Removed MWP-2 from interior side of mechanical yard and equipment yard fencing per VE approval.

i) A100BD – DIMENSION PLAN AND DETAILS – UNDERGROUND PARKING
i. Detail 1
1. Expanded Fire Riser Room (and relocated Telecom + Bio Haz) to provide space for new Fire Pump.
2. Revised exterior door at Fire Riser Room to 42” wide to provide additional wall space for electrical items.

j) A101 – OVERALL PLAN – LEVEL 1
i. L1 – 1/16” REF PLAN
1. Revised northeast corner exterior wall and soffit location to accommodate column baseplate referenced in RFI #016.

k) A101A – NOTE PLAN – LEVEL 1, AREA A
i. L1 – NOTE PLAN
1. Revised northeast corner exterior wall and soffit location to accommodate column baseplate referenced in RFI #016.
2. Removed card readers where deleted by owner
3. Flipped door swign at SW clinic corridor exit per City of Bentonville preference

l) A101AD – DIMENSION PLAN – LEVEL 1, AREA A
i. L1 – 1/8” DIMENSION PLAN – AREA A
1. Revised northeast corner exterior wall and soffit location to accommodate column baseplate referenced in RFI #016.

m) A101B – NOTE PLAN LEVEL 1, AREA B
i. Removed card readers where deleted by owner

n) A101S – SLAB EDGE PLAN
i. LEVEL 1 – SLAB EDGE PLAN
1. Revised northeast corner exterior wall and soffit location to accommodate column baseplate referenced in RFI #016.

o) A102A – NOTE PLAN – LEVEL 2 AREA A
i. Removed card readers deleted by owner.

p) A102AD – DIMENSION PLAN – LEVEL 2, AREA A
i. Revised dimensions at glass at north side of library so that dead end corridor is less than 20’ to face of glass.

q) A102S – SLAB EDGE PLAN
i. LEVEL 2 – SLAB EDGE PLAN
1. Added level area and curbing around roof drain near grid B/4.

r) A103A – NOTE PLAN – LEVEL 3 AREA A
i. Removed card readers where deleted by owner.

s) A103S – SLAB EDGE PLAN
i. LEVEL 3 – SLAB EDGE PLAN
1. Added level area and curbing around roof drains near grid B/4, 5, 6, & 7.

t) A104A – NOTE PLAN – LEVEL 4 AREA A
i. Removed card readers where deleted by owner.

u) A104S – SLAB EDGE PLAN
i. LEVEL 4 – SLAB EDGE PLAN
1. Added level area and curbing around roof drains near grid B/4, 5, 6, & 7.

v) A201 – OVERALL REFLECTED CEILING PLAN – LEVELS 0 + 1
i. OVERALL CEILING PLAN – LEVEL 1
1. Revised northeast corner exterior wall and soffit location to accommodate column baseplate referenced in RFI #016.

w) A201A – REFLECTED CEILING PLAN – LEVEL 1 AREA A
i. Clarified extents of A7 Acoustic Blades and PWD Painted Ceiling Blades in the clinic waiting area (Pre-Bid RFI 144 response)
ii. Adjusted corner extent and patterning of NE precast soffit (Pre-Bid RFI 92)

x) A201B REFLECTED CEILING PLAN – LEVEL 1 AREA B
i. Remove language noting planted vines on west fins.  No longer in project. (Pre-Bid RFI 101 response)

y) A203  REFLECTED CEILING PLAN – LEVEL 3
i. Added Exit light in NE exit of SE office suite per City of Bentonville preference.

z) A301 BUILDING ELEVATIONS – SOUTH
i. Detail 1 & 1A – SOUTH ELEVATION
1. Revised mullion locations per VE list to reduce IGU sizes.

aa) A302 BUILDING ELEVATIONS – NORTH
i. Detail 1 & 1A – NORTH ELEVATION 
1. Revised mullion locations per VE list to reduce IGU sizes.

ab) A303 BUILDING ELEVATIONS – EAST & WEST
i. Detail 1 - EAST ELEVATION
1. Revised northeast corner exterior wall and soffit location to accommodate column baseplate referenced in RFI #016.
2. Revised mullion locations per VE list to reduce IGU sizes.

ac) A414 WALL SECTIONS – WEST/EAST
i. Detail 1
1. Revised waterproofing note below water feature to ‘HOT FLUID APPLIED’  (Pre Bid RFI 119 response)


ad) A504 PLAN DETAILS – BIKE GROTTO
i. Revised waterproofing notes to remove ‘fluid applied’ language from below grade walls.  Updated waterproofing notes behind metal panels to correct type. (Pre-Bid RFI 118 Response)

ae) A510 WALL DETAILS – EXTERIOR
i. Detail B
1. Updates to steel notes – remove cont. plate
ii. Detail 10
1. Revised steel support details and notes at monumental stair edge, matching updated structural detail

af) A515 WALL DETAILS – EXTERIOR
i. Detail 7 
1. New Detail at tree anchor condition
ii. Detail 5 – ROOF DETAIL
1. Revised detail to show curb at low end of roof drain cricket.

ag) A603
i. Remove rear opening door at elevator, level 2

ah) A606 – ENLARGED STAIR PLANS – PUBLIC GALLERY
i. Detail 1
1. Added convenience steps an SE corner of gallery stair per city review comments
2. Added left rail at upper part of gallery steps per city review comments
ii. Detail 2
1. Shifted gallery access stair east 12” per RFI coordination at edge of landing above
iii. Detail 3
1. Shifted gallery access stair east 12” per RFI coordination at edge of landing. Adjusted height of wood base. No change needed at rail
iv. Detail 5
1. Added left rail at upper part of gallery steps per city review comments
v. Note to GC this page – additional changes at vestibule are still being studied to wrap/hide sloping low structure that supports the gallery access stair and is visible in the vestibule. Not finalized in Addendum 2 an omitted here. RFI response.

ai) A672 INTERIOR DETAILS
i. Detail 4
1. Revise height of PWD blades. Blades to be no taller than horizontal space between blades per requirements for sprinklering from above/through blades.

aj) A690 INTERIOR DETAILS – CEILING DETAILS
i. Detail 2
1. Revised SWP Ceiling edge from metal to wood. (Pre Bid RFI 112 response)

ak) A710 DOOR SCHEDULE AND LEGEND
i. Card Readers Removed per Owner direction at the following rooms (cost saving measure)
1. 0102A ELEC ROOM
2. 0102B ELEC ROOM
3. 0104A CLINIC AIR COMP/SUCT
4. O104B 
5. 0105 FOUNTAIN PUMP ROOM
6. 0112A MECH/ELEC
7. 0114A MECH/ELEC
8. 0122A FIRE RISER ROOM
9. 0124A MECH
10. 0124B MECH
11. 1202A ELEC
12. 1313A ELEC
13. 1506A ELEC DISTRIB.
14. 1624A ELEC
15. 2206 ELEC
16. 2208B MECH
17. 2500 ELEC
18. 3100 ELEC
19. 3302A ELEC
20. 3502A ELEC
21. 4102A ELEC
ii. Card Readers removed per City of Bentonville comments / Code requirements. Balcony hardware required to be manually locking.
1. 3124A
2. 3124B
3. 4116A
4. 4116B
iii. Panic Bars added at the following rooms per the City of Bentonville review comments
1. 0124A MECH
2. 0124B MECH
3. 0114 MECH/ELEC
iv. Door size change with new fire riser room arrangement
1. 0122B – changed to 36”W single door
v. Card Reader Removed – redundant, not needed due to CR at vestibule
1. ST1.0
vi. New Doors per City of Bentonville Comments regarding dead end corridors
1. C35.1 – closing off north service corridor on L3 (card reader added)
2. C35.2 – closing off north restroom corridor

al) A740 UNITIZED CURTAINWALL SYSTEM
i. Refer to General Notes – Added the following note 3:

ALL SPANDREL PANELS TO RECEIVE ALUMINUM BACK PANS – COLOR MATCH TO  	MULLIONS UNLESS OTHERWISE NOTED.

ii. Elevation C1.06
1. Added notes for no backpan at spandrel locations

am) A741 UNITIZED CURTAINWALL SYSTEM
i. Refer to General Notes – Added the following note 3:

ALL SPANDREL PANELS TO RECEIVE ALUMINUM BACK PANS – COLOR MATCH TO  	MULLIONS UNLESS OTHERWISE NOTED.

an) A742 UNITIZED CURTAINWALL SYSTEM
i. Refer to General Notes – Added the following note 3:

ALL SPANDREL PANELS TO RECEIVE ALUMINUM BACK PANS – COLOR MATCH TO  	MULLIONS UNLESS OTHERWISE NOTED.

ii. Detail C1.37
1. Revised height of door to 8’
iii. Detail C1.38
1. Revised height of door to 8’
iv. Detail C1.39
1. Revised height of door to 8’

ao) A743 UNITIZED CURTAINWALL SYSTEM
i. Refer to General Notes – Added the following note 3:

ALL SPANDREL PANELS TO RECEIVE ALUMINUM BACK PANS – COLOR MATCH TO  	MULLIONS UNLESS OTHERWISE NOTED.

ii. Detail C2.1
1. Revised mullion locations per VE list to reduce IGU sizes.
2. Added notes for no backpans at spandrel locations.
iii. Detail C2.2
1. Revised mullion locations per VE list to reduce IGU sizes.
2. Added notes for no backpans at spandrel locations.
iv. Detail C2.4
1. Revised mullion locations per VE list to reduce IGU sizes.
2. Added notes for no backpans at spandrel locations.
v. Detail C2.5
1. Added notes for no backpans at spandrel locations.
vi. Detail C2.6
1. Revised dimensions

ap) A744 UNITIZED CURTAINWALL SYSTEM
i. Detail 1 – NORTH GLAZING – ORTHOGRAPHIC VIEW
1. Revised mullion locations per VE list to reduce IGU sizes.
ii. Detail 3 – WEST STAIR GLAZING – ORTHOGRAPHIC VIEW
1. Revised mullion locations per VE list to reduce IGU sizes.
iii. Detail 4 – LOWER EAST GLAZING – ORTHOGRAPHIC VIEW
1. Revised mullion locations per VE list to reduce IGU sizes.

aq) A745 UNITIZED CURTAINWALL SYSTEM
i. Detail 1 – UPPER EAST GLAZING – ORTHOGRAPHIC VIEW
1. Revised mullion locations per VE list to reduce IGU sizes.
ii. Detail 2 – UPPER SOUTH GLAZING – ORTHOGRAPHIC VIEW
1. Revised mullion locations per VE list to reduce IGU sizes.

ar) A751 INTERIOR GLAZING SYSTEM ELEVATIONS – STOREFRONT – l2, l3
i. Detail S2.06
1. Revise dimension at glass lite so that divider wall is closer to main corridor (decrease dead end per City of Bentonville comments)


as) A761 PRECAST ELEVATIONS
i. EAST ELEVATION PRECAST, EAST ELEVATION PRECAST – ORTHOGRAPHIC, & PERSPECTIVE VIEW OF NORTHEAST PRECAST CORNER
1. Revised precast soffit layout, dimensions, and joint patterns.

at) A763 PRECAST ELEVATIONS
i. Detail 3 - STUDENT PLAZA PRECAST SOUTH
1. Removed precast panels below the stair from the elevation.
ii. Detail 11 – STUDENT PLAZA PRECAST SOUTH
1. This is a new detail added to show the precast panel elevation below the exterior stair connecting Level 2 to Level 3.



SPECIFICATION REVISIONS 
Full revised specification sections listed below  are included with Addendum 2. Changes are highlighted in yellow.  Page footers bear the indication  ‘ADDENDUM  No. 2’ and a revision date of 6.9.23.

1. 07 1000 WATERPROOFING
a. Clarified location of ‘Below Slab Waterproofing’

2. 08 7000 Hardware
a. Adjusted hardware sets to match with owner removal/deletion of card readers across the project.
b. Added panics at a few doors per City of Bentonville comments
c. Refer to Door schedule sheet notes above for additional information and narrative information for each door type.
3. 08 8000 Glazing
a. Removed references to Low-Iron ‘VITRO Acuity’ per VE pricing
b. Revised language at mirrored glass to ‘one way’ mirrored glass.

4. 09 5000 Wood Ceiling and Wall 
a. Revised Wood Ceiling blade description to ‘Class A’, required by code. (COB review comments)
b. Revised trim/edge language to wood (matching blade finish). Note: detail in drawings also updated)

5. 09 5100 Acoustical Ceilings
a. Clarified thickness and paint/color of tectum panels (Pre-Bid RFI 100 response)

6. 09 5400 Acoustibuilt Ceiling
a. Clarified Factory finish expectations (Pre-Bid RFI 99 Response)

7. 12 2216 Drapery Track
a. Added heading, pleat, and fullness language (Pre-Bid RFI 138 Response)


END OF ARCHITECTURAL ITEMS FOR ADDENDUM 2
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