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					801 SOUTH SPRING ST.
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The information on attached sheets shall be incorporated into the project documents and distributed to all necessary bidders by the contractor.
	

GENERAL INFORMATION:  Addendum 1 contains miscellaneous revisions and additions to the 100% Construction Documents from multiple disciplines. Refer to the Narrative Summary below for each revision.


REVISED DRAWINGS:

1) MECHANICAL:

a) Refer to Revised Sheet M100A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised FCU 56 and FCU 11 locations. 
· Detail 2: Revised EF and transfer grille locations per moved Bio-Hazard room. 
· Detail 3: Revised location of FCU 6.  
· Detail 4: Revised temperature sensor location for FCU 1. 
b) Refer to Revised Sheet M100B, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised FCU 56 and FCU 11 locations. 
· Detail 2: Removed CUH-3 and replaced it with FCU-58. 
· Detail 3: Revised VFD locations. 
c) Refer to Revised Sheet M101A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Updated FCU 18 and 19 dimensions. 
· Detail 2: Revised VAV 1-12 size and upstream ductwork size.
· Detail 3: Revised VAV 3-09 size and upstream ductwork size.
· Detail 4: Revised VAV 3-15 size and upstream ductwork size.
· Detail 5: Revised VAV 3-16 size and upstream ductwork size.
· Detail 6: Revised VAV 3-17 size and upstream ductwork size.
· Detail 7: Revised VAV 3-21 size and upstream ductwork size.
· Detail 8: Revised VAV 3-22 size and upstream ductwork size. 
· Detail 9: Revised VAV 3-24 size and upstream ductwork size. 
· Detail 10: Revised VAV 3-29 size and upstream ductwork size.
· Detail 11: Revised VAV 3-30 size and upstream ductwork size.
· Detail 12: Added transfer grilles and ductwork to restrooms. 
· Detail 13: Removed BBH thermostats. 
· Detail 14: Added keynotes M167 – M168 to Mechanical Plan Notes. 
· Detail 15: Added keynote M167 to typical room. 
· Detail 16: Added keynote M168 to VAV 1-22 thermostat. 
· Detail 17: Added keynote M169 to VAV 1-26 thermostat. 
· Detail 18: Revised keynote M12. 

d) Refer to Revised Sheet M101B, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Updated FCU 22 and 23 dimensions.
· Detail 2: Updated FCU 21 dimensions. 
· Detail 3: Removed BBH thermostats. 
· Detail 4: Added keynotes M167, M176-M177 to Mechanical Plan Notes. 
· Detail 5: Added keynote M167 to typical room. 
· Detail 6: Added keynote M176 to VAV 1-03 thermostat. 
· Detail 7: Added keynote M177 to VAV 1.13 thermostat. 
· Detail 8: Revised keynote M12. 

e) Refer to Revised Sheet M102A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised VAV 2-19 size and upstream ductwork size.
· Detail 2: Revised VAV 2-20 size and upstream ductwork size.
· Detail 3: Revised VAV 2-21 size and upstream ductwork size.
· Detail 4: Added transfer grilles and ductwork to restrooms. 
· Detail 5: Revised 60”x40” return air duct. 
· Detail 6: Removed BBH thermostats. 
· Detail 7: Added keynotes M170 – M175 to Mechanical Plan Notes. 
· Detail 8: Added keynote M170 to VAV 2-01 thermostat. 
· Detail 9: Added keynote M171 to VAV 4-06 thermostat. 
· Detail 10: Added keynote M172 to VAV 4-07 thermostat. 
· Detail 11: Added keynote M173 to VAV 4-05 thermostat. 
· Detail 12: Added keynote M174 to VAV 4-10 thermostat. 
· Detail 13: Added keynote M175 to VAV 4-12 thermostat. 
· Detail 14: Revised keynote M12. 

f) Refer to Revised Sheet M103A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised VAV 5-06 size and upstream ductwork size.
· Detail 2: Revised VAV 5-08 size and upstream ductwork size.
· Detail 3: Revised VAV 5-09 size and upstream ductwork size.
· Detail 4: Revised VAV 5-11 size and upstream ductwork size.
· Detail 5: Revised VAV 5-12 size and upstream ductwork size. 
· Detail 6: Revised VAV 5-15 size and upstream ductwork size. 
· Detail 7: Revised VAV 5-16 size and upstream ductwork size.
· Detail 8: Revised VAV 5-18 size and upstream ductwork size.
· Detail 9: Revised VAV 5-19 size and upstream ductwork size.
· Detail 10: Revised VAV 5-20 size and upstream ductwork size.
· Detail 11: Revised VAV 5-21 size and upstream ductwork size.
· Detail 12: Revised VAV 5-22 size and upstream ductwork size.
· Detail 13: Revised VAV 5-28 size and upstream ductwork size. 
· Detail 14: Revised VAV 5-29 size and upstream ductwork size. 
· Detail 15: Revised VAV 5-36 size and upstream ductwork size.
· Detail 16: Revised VAV 5-38 size and upstream ductwork size.
· Detail 17: Revised VAV 5-39 size and upstream ductwork size.
· Detail 18: Revised VAV 5-41 size and upstream ductwork size.
· Detail 19: Revised VAV 5-45 size and upstream ductwork size.
· Detail 20: Revised VAV 5-46 size and upstream ductwork size.
· Detail 21: Added transfer grilles and ductwork to restrooms. 
· Detail 22: Added keynote M57 to new wall. 
· Detail 23: Removed BBH thermostats. 
· Detail 24: Added keynotes M167 and M178 – M192 to Mechanical Plan Notes. 
· Detail 25: Added keynote M167 typical note to BBH in Mothers Room. 
· Detail 26: Added keynote M178 to VAV 4-15 thermostat. 
· Detail 27: Added keynote M179 to VAV 4-22 thermostat. 
· Detail 28: Added keynote M180 to VAV 4-27 thermostat. 
· Detail 29: Added keynote M181 to VAV 4-26 thermostat. 
· Detail 30: Added keynote M182 to VAV 4-25 thermostat. 
· Detail 31: Added keynote M183 to VAV 5-44 thermostat. 
· Detail 32: Added keynote M184 to VAV 5-34 thermostat. 
· Detail 33: Added keynote M185 to VAV 5-33 thermostat. 
· Detail 34: Added keynote M186 to VAV 5-32 thermostat. 
· Detail 35: Added keynote M187 to VAV 5-25 thermostat. 
· Detail 36: Added keynote M188 to VAV 5-24 thermostat. 
· Detail 37: Added keynote M189 to VAV 5-04 thermostat. 
· Detail 38: Added keynote M190 to VAV 5-01 thermostat. 
· Detail 39: Added keynote M191 to VAV 5-02 thermostat. 
· Detail 40: Added keynote M192 to VAV 5-03 thermostat. 
· Detail 41: Revised keynote M12. 

g) Refer to Revised Sheet M104A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised VAV 5-53 size and upstream ductwork size.
· Detail 2: Revised VAV 5-54 size and upstream ductwork size.
· Detail 3: Revised VAV 5-56 size and upstream ductwork size.
· Detail 4: Revised VAV 5-57 size and upstream ductwork size.
· Detail 5: Revised VAV 5-63 size and upstream ductwork size. 
· Detail 6: Revised VAV 5-64 size and upstream ductwork size. 
· Detail 7: Revised VAV 5-68 size and upstream ductwork size.
· Detail 8: Revised VAV 5-69 size and upstream ductwork size.
· Detail 9: Removed BBH thermostats. 
· Detail 10: Added keynotes M193 – M201 to Mechanical Plan Notes. 
· Detail 11: Added keynote M193 to VAV 5-73 thermostat. 
· Detail 12: Added keynote M194 to VAV UH2 thermostat. 
· Detail 13: Added keynote M195 to VAV 5-70 thermostat. 
· Detail 14: Added keynote M196 to VAV 5-60 thermostat. 
· Detail 15: Added keynote M197 to VAV 5-58 thermostat. 
· Detail 16: Added keynote M198 to VAV 5-49 thermostat. 
· Detail 17: Added keynote M199 to VAV 5-50 thermostat. 
· Detail 18: Added keynote M200 to VAV 5-51 thermostat. 
· Detail 19: Added keynote M201 to VAV 5-52 thermostat. 
· Detail 20: Revised keynote M12. 
· Detail 21: Removed BBH 154. 


h) Refer to Revised Sheet M200A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised FCU 56 location and associated piping. 
· Detail : Updated FCU 1 dimensions and piping connection location(s).
· Detail : Updated FCU 2 dimensions and piping connection location(s).
· Detail : Updated FCU 6 dimensions and piping connection location(s).
· Detail : Updated FCU 7 dimensions and piping connection location(s).
· Detail : Updated FCU 10 dimensions and piping connection location(s).
· Detail : Updated FCU 55 dimensions and piping connection location(s).
· Detail : Updated FCU 57 dimensions and piping connection location(s).

i) Refer to Revised Sheet M200B, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised CH-2 length.
· Detail 2: Revised FCU-11 location and associated piping. 
· Detail 3: Removed CUH-3 and replaced with FCU-58. 

j) Refer to Revised Sheet M201A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail : Updated FCU-18 and FCU-19 dimensions and piping connection location(s).
· Detail : Updated FCU-14 dimensions and piping connection location(s).
· Detail : Updated FCU-15 dimensions and piping connection location(s).
· Detail : Updated FCU-16 dimensions and piping connection location(s).

k) Refer to Revised Sheet M201B, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail : Updated FCU-22 and FCU-23 dimensions and piping connection location(s).
· Detail : Updated FCU-21 dimensions and piping connection location(s).
· 

l) Refer to Revised Sheet M202A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail : Updated FCU-28 and FCU-29 dimensions and piping connection location(s).
· Detail : Updated FCU-27 dimensions and piping connection location(s).
· Detail : Updated FCU-25 dimensions and piping connection location(s).
· Detail : Updated FCU-24 dimensions and piping connection location(s).

m) Refer to Revised Sheet M203A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail : Updated FCU-30 dimensions and piping connection location(s).
· Detail : Updated FCU-31 dimensions and piping connection location(s).
· Detail : Updated FCU-32 dimensions and piping connection location(s).
· Detail : Updated FCU-36 and FCU-37 dimensions and piping connection location(s).

n) Refer to Revised Sheet M204A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail : Updated FCU-39 dimensions and piping connection location(s).
· Detail : Updated FCU-40 dimensions and piping connection location(s).
· Detail : Updated FCU-41 dimensions and piping connection location(s).


o) Refer to Revised Sheet M600, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Added note S to Fan Coil Unit Schedule. 
· Detail 2: Added note S to FCU-8 to address City Comments.  
· Detail 3: Updated Fan Coil unit model numbers, CFM and MCA values. 
· Detail 4: Revised FCU 56 loads and size.  
· Detail 5: Added FCU 58. 
· Detail 6: Revised EF 1 and EF 2 selections per Bid RFI clarification. 
· Detail 7: Revised EF 4 selection per Bid RFI clarification. 
· Detail 8: Revised RF 2 selection per Bid RFI clarification. 
· Detail 9: Added note U to FAN SCHEDULE. 

p) Refer to Revised Sheet M601, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised simultaneous performance for Chiller 1. 
· Detail 2: Revised minimum flow rate for Chiller 2. 

q) Refer to Revised Sheet M602, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised following VAV inlet size: 
(1) VAV 1-12.
(2) VAV 3-09.
(3) VAV 3-15.
(4) VAV 3-16.
(5) VAV 3-17.
(6) VAV 3-21.
(7) VAV 3-22. 
(8) VAV 3-24. 
(9) VAV 3-29.
(10) VAV 3-30.
(11) VAV 2-19.
(12) VAV 2-20.
(13) VAV 2-21.
(14) VAV 5-06.
(15) VAV 5-08.
(16) VAV 5-09.
(17) VAV 5-11.
(18) VAV 5-12. 
(19) VAV 5-15. 
(20) VAV 5-16.
(21) VAV 5-18.
(22) VAV 5-19.
(23) VAV 5-20.
(24) VAV 5-21.
(25) VAV 5-22.
(26) VAV 5-28. 
(27) VAV 5-29. 
(28) VAV 5-36.
(29) VAV 5-38.
(30) VAV 5-39.
(31) VAV 5-41.
(32) VAV 5-45.
(33) VAV 5-46.
(34) VAV 5-53.
(35) VAV 5-54.
(36) VAV 5-56.
(37) VAV 5-57.
(38) VAV 5-63. 
(39) VAV 5-64. 
(40) VAV 5-68.
(41) VAV 5-69.

r) Refer to Revised Sheet M603, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised Variable Frequency Drives Schedule Notes. 
· Detail 2: Removed BBH 154. 
· Detail 3: Revised note B in BASEBOARD HEATER SCHEDULE (HOT WATER). 

s) Refer to Revised Sheet M901, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised Chiller Controls Sequence of Operations.
· Detail 2: Revised Chiller Plant Load Staging Matrix.
· Detail 3: Revised Chiller Plant Points List. 

t) Refer to Revised Sheet M902, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised bypass valve size in Boiler Sequence of Operations. 

2) ELECTRICAL:

a) Refer to Revised Sheet E100.1, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: 
(1) Add Teaching Farm lighting callout.
(2) Relocate three light poles to coordinate with EV charging locations
(3) Add power for security gate north of building.
· Detail 2: Add reference to Generator Load Center.
· Added Detail 4: Electrical Site – EV Charging Plan.

b) Refer to Revised Sheet E100.2, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: 
(1) Update light pole locations.

c) Refer to Revised Sheet E100.3, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1 : Update Entry lighting layout.
· Detail 2 : Add Detail “ELECTRICAL SITE PLAN – TEACHING FARM” for lighting at teaching farm lighting.
· Add Electrical Plan Notes Legend to sheet.

d) Refer to Revised Sheet E100A, with original issue date 02.24.2023 and revised date 03.13.2023
· Detail 1 : 
(1) Add (3) new remote drivers for Type SG3 light fixtures at east wall of parking garage.
(2) Update lighting in Bio Hazard Room.

e) Refer to Revised Sheet E100B, with original issue date 02.24.2023 and revised date 03.13.2023
· Detail 1 : 
(1) Update lighting in Fire Riser and Telecom/Demarc, Rooms.

f) Refer to Revised Sheet E101A, with original issue date 02.24.2023 and revised date 03.13.2023
· Detail 1 : 
(1) Update exit sign location between Clinic Corr C16.6/16.7.

g) Refer to Revised Sheet E103A, with original issue date 02.24.2023 and revised date 06.09.023
· Detail 1 : 
(1) Revise lighting fixture types, layout and controls associated with Corridor C35.1 and C35.2.
(2) Add exit sign above door between Work C32.2 and Study C34.4.
· Add plan note L35.

h) Refer to Revised Sheet E200A, with original issue date 02.24.2023 and revised date 06.09.023
· Detail 1 : 
(1) Revise equipment layout and sizing in North electrical room.
(2) Removed all EV Chargers located on level 0.
(3) Relocate Generator Emergency shutoff to building exterior within mechanical yard.
(4) Revise circuit for duplex receptacle in Stair #2.

i) Refer to Revised Sheet E200B, with original issue date 02.24.2023 and revised date 03.13.2023
· Detail 1 : 
(1) Update power layout for Fire Riser + Pump 0122 and Telecom/Demarc 0120.


j) Refer to Revised Sheet E201A, with original issue date 02.24.2023 and revised date 03.13.2023
· Detail 1 : 
(1) Update floorbox type in Debrief/Clinical Skills 1220, 1218, 1212, and 1210.
(2) Revise circuit for duplex receptacle in Stair #2.
(3) Update floorbox type in Small Group 1306 and 1308.
(4) Relocate duplex receptacle in Maker Space 1314.
(5) Add duplex receptacle and update floorbox type in Small Group 1312.
(6) Update floorbox type in Open office 1650.
(7) Add general note regarding stairway penetrations.

k) Refer to Revised Sheet E201B, with original issue date 02.24.2023 and revised date 03.13.2023
· Detail 1 : 
(1) Update floorbox type in Admin Support 1520.
(2) Revise wall mounted quad receptacle to a floor mounted receptacle in Security 1528.
(3) Add general note regarding stairway penetrations.

l) Refer to Revised Sheet E202A, with original issue date 02.24.2023 and revised date 03.13.2023
· Detail 1 : 
(1) Update floorbox type in Library 2316.
(2) Update floorbox type in Med Class 2224, and 2222.
(3) Update floorbox type in Small group 2212, 2214, 2216, 2218, and 2220.
(4) Add weatherproof receptacles to Café Balcony EX8.
(5) Revise circuit for duplex receptacle in Stair #2.
(6) Update floorbox type in Team Based Learning Hall 2400 and 2410.
(7) Add general note regarding stairway penetrations.

m) Refer to Revised Sheet E203A, with original issue date 02.24.2023 and revised date 03.13.2023
· Detail 1 : 
(1) Revise circuit for duplex receptacle in Stair #2.
(2) Add general not regarding stairway penetrations.
(3) Add receptacle in Corr C35.1.

n) Refer to Revised Sheet E204A, with original issue date 02.24.2023 and revised date 03.13.2023
· Detail 1 : 
(1) Add general not regarding stairway penetrations.

o) Refer to Revised Sheet E300A, with original issue date 02.24.2023 and revised date 03.13.2023
· Detail 1 : 
(1) Relocated power for Fancoil unit in north electrical room

p) Refer to Revised Sheet E300B, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1 : 
(1) Revise layout of equipment in 0122 Fire Riser + Pump, 0120 Telecom and 0119 Bio Haz rooms.
(2) Add power for Jockey Pump and Fire Pump
(3) Refer to One-Line diagram for fire pump electrical connection requirements.
(4) Relocate Mechanical VFD’s in Mechanical 0124.
(5) Add (2) gas solenoid valves in Mechanical 0124.
(6) Add circuit for boiler pushbutton.
· Detail 2 : 
(1) Add keynote for maintenance receptacle for Chiller #2.
(2) Add control circuit for Chiller #1
· Detail 3 : 
(1) Add detail to sheet.

q) Refer to Revised Sheet E301B, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1 : 
(1) Update disconnect size for CUH-1 and CUH-2.

r) Refer to Revised Sheet E302A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1 : 
(1) Update branch circuit for EF-3

s) Refer to Revised Sheet E304A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1 : 
(1) Add note regarding 120v wiring for Unit heaters in Shell 4200.

t) Refer to Revised Sheet E401, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1 :
(1) Update power layout  in Telecom/Demarc 0120.
(2) Update circuit designations to L6-30R receptacles.
· Detail 2:
(1) Update circuit designations to L6-30R receptacles.
· Detail 3:
(1) Update circuit designations to L6-30R receptacles.
· Detail 4:
(1) Update circuit designations to L6-30R receptacles.
· Detail 5:
(1) Update circuit designations to L6-30R receptacles.
· Detail 6:
(1) Update circuit designations to L6-30R receptacles.
· Detail 7:
(1) Update circuit designations to L6-30R receptacles.
· Detail 8:
(1) Update circuit designations to L6-30R receptacles.
· Detail 9:
(1) Update circuit designations to L6-30R receptacles.
· Detail 10:
(1) Update circuit designations to L6-30R receptacles.

u) Refer to Revised Sheet E500, with original issue date 02.24.2023 and revised date 06.09.2023
· CHARGING PEDESTAL SCHEDULE: Revise type ‘T’ to different manufacturer and type to support security components and power requirements.

v) Refer to Revised Sheet E701, with original issue date 02.24.2023 and revised date 06.09.2023
· Site Control Schedule- : Revised schedule per Lighting updates.

w) Refer to Revised Sheet E800, with original issue date 02.24.2023 and revised date 06.09.2023
· Revise Transformer TX-L0A size from 112.5kVA to 45kVA and all associated one-line breakers and feeders.

x) Refer to Revised Sheet E801, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: 
(1) Utilize 400amp 3P “SPARE” to feed panelboard H0B2.  Panelboard H0B2 increased in size related to EV charger load.  200amp 3P breaker previously serving H0B2 shall be utilized as “SPARE”.
(2) Revise Transformer TX-L0B2 size to from 45kVA to 112.5kVA and all associated one-line breakers and feeders.
(3) Add Fire Pump , Fire Pump Controller and feeder.
(4) Revise transformer TX-L0B to 75kVA and update all associated one-line breakers and feeders.
· One Line Diagram Feeder Schedule
(1) Add feeders 103, BFP1, MBJ-F and S101 to schedule.
· Add Electrical Plan Notes.
· Update load summaries.

y) Refer to Revised Sheet E900, with original issue date 02.24.2023 and revised date 06.09.2023
· Revise Fault Current Calculations for Service A

z) Refer to Revised Sheet E901, with original issue date 02.24.2023 and revised date 06.09.2023
· Revise Fault Current Calculations for Service B

aa) Refer to Revised Sheet E904, with original issue date 02.24.2023 and revised date 06.09.2023
· Panelboard Schedules : Revised Panel L0A and L3A1 schedules.

ab) Refer to Revised Sheet E905, with original issue date 02.24.2023 and revised date 06.09.2023
· Panelboard Schedules : Revised Panel LS2.1 and LS3.1 schedules.

ac) Refer to Revised Sheet E906, with original issue date 02.24.2023 and revised date 03.13.2023
· Panelboard Schedules : Revised Panel H0B, H0B2  schedules.

ad) Refer to Revised Sheet E907, with original issue date 02.24.2023 and revised date 03.13.2023
· Panelboard Schedules : Revised Panel L0B, L3B1 and L2B schedules.

ae) Refer to Revised Sheet E908, with original issue date 02.24.2023 and revised date 03.13.2023
· Panelboard Schedules : Revised Panel L0B2, LS0.2.1, LS1.2 and LS3.2 schedules.
· Panelboard Schedule: LS2.2 – Revise from 30 pole to 42 pole panel.


3) PLUMBING:

a) [bookmark: _Hlk128468292]Refer to Revised Sheet P000, with original issue date 02.24.2023 and revised date 06.09.2023
· General Notes: Updated general notes.

b) [bookmark: _Hlk133504404]Refer to Revised Sheet P100A, with original issue date 02.24.2023 and revised date 06.09.2023
· [bookmark: _Hlk136859825]Detail 1: Added plan note 49 to CP1.
· Detail 1: Added hub drain and storm piping to serve FCU4.
· Detail 1: Updated south branch of sanitary piping per RFI.
· Plumbing Plan Notes: Added note 49.

c) Refer to Revised Sheet P100B, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Added floor drain to serve water heater condensate piping.
· Detail 2: Updated storm pipe sizes based on Civil requirements. 
· Detail 2: Added floor sink and piping to serve fire riser test drain and update piping per room change.

d) Refer to Revised Sheet P101A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Added storm piping to serve hub drain addition on level 2.

e) Refer to Revised Sheet P110A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Updated RPZ in Fountain Pump Room to RPZ3.

f) [bookmark: _Hlk133839954]Refer to Revised Sheet P110B, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Added gas solenoid valves to branch piping serving boilers and water heaters.

g) Refer to Revised Sheet P202, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Added hub drain and piping to serve condensate drains from walk-in cooler and freezer.

h) [bookmark: _Hlk133504454]Refer to Revised Sheet P400, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 2: Updated piping serving floor sink add for fire riser.
· Detail 3: Added vent pipe serving floor drain for water heaters.

i) Refer to Revised Sheet P500, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 15: Updated cleanout locations.

j) Refer to Revised Sheet P600, with original issue date 02.24.2023 and revised date 06.09.2023
· [bookmark: _Hlk128554942]Plumbing Fixture Schedule: Added GSV1, WM1, WM2 and YH.
· Booster Pump Schedule: Updated booster pump to CRE 15-2 triplex system.
· Irrigation Booster Pump Schedule: Edited schedule notes.


4) FIRE PROTECTION:

a) Refer to Revised Sheet FP000, with original issue date 02.24.2023 and revised date 06.09.2023
· Fire Sprinkler Scope of Work Notes: Revised note 6 to remove reference to zone plans and increased garage sprinkler requirements.

b) Refer to Revised Sheet FP100.2, with original issue date 02.24.2023 and revised date 06.09.2023
· Fire Sprinkler Zone Schedule: Revised schedule to revise specialty zones FZ2C, FZ3C, and FZ4B.
· Detail 1 – Level 0 Zone Plan: Revised plan to remove higher density required for previous EV Charging Station area.
· Detail 2 – Level 1 Zone Plan: Revised plan to extend Zone FZ1C.
· Revised Fire Sprinkler Zone Schedule to indicate Wet system with heat trace for zones FZ2C, FZ3C, AND FZ4C.

c) Refer to Revised Sheet FP100A, with original issue date 02.24.2023 and revised date 06.09.2023
· Plan Notes: Revised plan notes to revise plan note F67 and to add plan note F85.
· Detail 1: Revised plans to add hose cabinets.
· Detail 1: Revised to add speakers to stairs.

d) Refer to Revised Sheet FP100B, with original issue date 02.24.2023 and revised date 06.09.2023
· Plan Notes: Revised plan notes to add plan note F85.
· Detail 1: Revised plans to add hose cabinets.
· Fire Pump Room clouded for reference of changes.

e) Refer to Revised Sheet FP101A, with original issue date 02.24.2023 and revised date 06.09.2023
· Plan Notes: Revised plan notes to revise plan note F67 and to add plan notes F70 and F85.
· Detail 1: Revised plans to add hose cabinets.
· Detail 1: Revised to add speakers to stairs.

f) Refer to Revised Sheet FP101B, with original issue date 02.24.2023 and revised date 06.09.2023
· Plan Notes: Revised plan notes to add plan note F85.
· Detail 1: Revised plans to add hose cabinets.

g) Refer to Revised Sheet FP102A, with original issue date 02.24.2023 and revised date 06.09.2023
· Plan Notes: Revised plan notes to revise plan note F60 and F67.
· Detail 1: Revised to add speakers to stairs.

h) Refer to Revised Sheet FP103A, with original issue date 02.24.2023 and revised date 06.09.2023
· Plan Notes: Revised plan notes to revise plan note F60 and F67.
· Detail 1: Revised to add speakers to stairs.

i) Refer to Revised Sheet FP104A, with original issue date 02.24.2023 and revised date 03.13.2023
· Plan Notes: Revised plan notes to revise plan note F60 and F67 and to add plan notes F5 and 	F88.
· Detail 1: Revised to add heat trace panel and heat trace monitoring.
· Detail 1: Revised to add speakers to stairs.

j) Refer to New Sheet FP401, with original issue date 02.24.2023 and revised date 03.13.2023
· Detail 1: Revised to add fire pump, fire pump appurtenances, and electrical equipment.
· Detail 2: Added for fire pump design and layout of fire pump, fire pump appurtenances, and electrical equipment.
· Plan Notes: Revised Fire Protection Plan Notes to add plan note F37. Added Fire Pump Plan Notes.

k) Refer to Revised Sheet FP500, with original issue date 02.24.2023 and revised date 03.13.2023
· Revised Detail 10 Antifreeze Sprinkler Detail.

l) Refer to Revised Sheet FP501, with original issue date 02.24.2023 and revised date 03.13.2023
· Revised Detail 1 Fire Alarm Riser Diagram to indicate paging zones.


5) AUDIO VIDEO:

a) Refer to Revised Sheet TA101A, with original issue date 02.24.2023 and revised date 06.09.2023
· Added web-camera to wall above flat panel display, and associated infrastructure – Small Group Rooms, Conference 1646
· Relocated room scheduling panels from glass wall to wall – Shared Med/Flex 1628 & 1634
· Added missing control panel to wall and associated infrastructure – Debrief/Clinical Skills 1210
b) Refer to Revised Sheet TA101B, with original issue date 02.24.2023 and revised date 06.09.2023
· Added web-camera to wall above flat panel display, and associated infrastructure – Facilities Conference 1504
c) Refer to Revised Sheet TA102A, with original issue date 02.24.2023 and revised date 06.09.2023
· Added web-camera to wall above flat panel display, and associated infrastructure – Small Group Rooms, Medium Classrooms

d) Refer to Revised Sheet TA103A, with original issue date 02.24.2023 and revised date 06.09.2023
· Added web-camera to wall above flat panel display, and associated infrastructure – Group Rooms, Medium Conference Room, Small Conference Rooms

e) Refer to Revised Sheet TA201A, with original issue date 02.24.2023 and revised date 06.09.2023
· Added ceiling microphone and ceiling speakers – Small Group Rooms, Conference 1646

f) Refer to Revised Sheet TA201B, with original issue date 02.24.2023 and revised date 06.09.2023
· Added ceiling microphone and ceiling speakers – Facilities Conference 1504

g) Refer to Revised Sheet TA202A, with original issue date 02.24.2023 and revised date 06.09.2023
· Added ceiling microphone and ceiling speakers – Small Group Rooms, Medium Classrooms

h) Refer to Revised Sheet TA203A, with original issue date 02.24.2023 and revised date 06.09.2023
· Added ceiling microphone and ceiling speakers – Group Rooms, Medium Conference Room, Small Conference Rooms

i) Refer to Revised Sheet TA401, with original issue date 02.24.2023 and revised date 06.09.2023
· Revised schedule

j) Refer to Revised Sheet TA404, with original issue date 02.24.2023 and revised date 06.09.2023
· Revised schedule

k) Refer to New Sheet TA405, with original issue date 06.09.2023
· Added new schedule sheet

l) Refer to Revised Sheet TA701, with original issue date 02.24.2023 and revised date 06.09.2023
· Deleted signal flow diagrams and moved to new sheet

m) Refer to Revised Sheet TA703, with original issue date 02.24.2023 and revised date 06.09.2023
· Revised signal flow diagram

n) Refer to Revised Sheet TA709, with original issue date 02.24.2023 and revised date 06.09.2023
· Revised signal flow diagram

o) Refer to New Sheet TA710, with original issue date 06.09.2023
· Added new signal flow diagram sheet 


6) TECHNOLOGY:

a) Refer to Revised Sheet TN001, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Added data tag and height to all pole mounted and wall mounted wireless access points
· Detail 1: Added wireless access point to north parking lot for EV Charging stations.
· Detail 1: Relocated pole mounted wireless access point to be the walking trail. In addition, the conduit pathway including pull box that fed the original locations have been relocated to avoid the Teaching Garden.
· Detail 1: Revised quantity of cameras on poles.
· Detail 1: Removed building mounted cameras.
· Detail 1: Added missing keynotes to conduit lines.
· Detail 1: Revised keynote legend on sheet.
· Detail 1: Added pull box south of building to feed two poles located on the walking trail.
· Detail 1: Added pull box north of garage entry.
· Detail 1: Added conduits for security gate. 

b) Refer to Revised Sheet TN100A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Removed data outlet for wireless access point for EV charging stations outside of Mech/Elec Room #0114

c) Refer to Revised Sheet TN103A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Added keynote for data requirements for area of refuge 2-way communication system at elevator in Student Lobby #3500. 
· Detail 1: Added keynote for data requirements for area of refuge 2-way communication system at elevator in Public Lobby #3000. 
· Detail 1: Added keynote for data requirements for area of refuge 2-way communication system at elevator in L3 Corridor #C31.5. 

d) Refer to Revised Sheet TN104A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Added keynote for data requirements for area of refuge 2-way communication system at elevator in Public Lobby #4000. 
· Detail 1: Added keynote for data requirements for area of refuge 2-way communication system at elevator in L4 Corridor #C41.4. 

7) SECURITY:

a) Refer to Revised Sheet TY000, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Added pedestal card reader symbol to legend.
· Detail 1: Revised camera symbol legend in its entirety.
b) Refer to Revised Sheet TY100, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Revised pole mounted camera types and reduced from (2) to (1) at most locations shown. 
· Detail 1: Removed some cameras from some poles in their entirety.
· Detail 1: Added (2) additional pole locations. One just south of the garden area and one east of the main entry.
· Detail 1: Removed exterior wall mounted cameras from building.
· Detail 1: Added general not to TY series drawings to refer to TN series drawings for pathways, fiber infrastructure and electrical pedestals. 
c) Refer to Revised Sheet TY100A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Removed card readers from Electrical Room #0102.
· Detail 1: Removed card reader from Clinic Air Comp / Suct Room #0104.
· Detail 1: Removed card reader from Room #104B.
· Detail 1: Removed card reader from Fountain Pump Room #105.
· Detail 1: Removed card reader from Mech / Elec Room #0112.
· Detail 1: Removed card reader from Mech / Elec Room #0114.
· Detail 1: Removed camera outside of Stair #2.
· Detail 1: Removed cameras along south side perimeter wall of garage.
· Detail 1: Removed camera from Sim Air Comp / Suct Room #0116.
· Detail 1: Removed camera from far southeast corner of garage.
· Detail 1: Removed camera from outside on north side of Stair #2.
· Detail 1: Removed camera above ramp leading to Stair #2.
· Detail 1: Removed card reader from Mech / Elec Room #0114.
· Detail 1: Revised all Type 07 cameras to be Type 5 in the parking area. Also reduced the number of cameras overall and repositioned.
· Detail 1: Revised cameras in elevators from Type 03 to Type 02.
· Detail 1: Removed camera Type 01 and replaced with camera Type 05 in Elevator Vestibule #0110.
· Detail 1: Removed camera from Fountain Pump Room #0105.
· Detail 1: Removed camera from Clinic Air Comp / Suct Room #0104.
· Detail 1: Removed camera from room adjacent from Clinic Air Comp / Suct Room #0104.
· Detail 1: Removed camera Type 01 and replaced with camera Type 05 in Elevator Vestibule #0103.
· Detail 1: Removed card reader from Mech / Elec Room #0114.
· Detail 1: Removed linked camera system from Elec Room #0102.
· Detail 1: Removed cameras from north perimeter wall of garage.
· Detail 1: Revised camera at garage entrance from Type 02 to Type 01.
· Detail 1: Removed linked camera system from Mech / Elec #0112 and Mech / Elec #0114,
· Detail 1: Removed camera outside of Elevator Vestibule 1 #0103. 
· Detail 1: Added general note about serving zone for all data drops.

d) Refer to Revised Sheet TY100B, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Removed card readers from Mechanical Room #0124.
· Detail 1: Removed card reader from Fire Riser + Pump Room #0122.
· Detail 1: Removed cameras in parking area.
· Detail 1: Revised camera on exterior of Mechanical Room #0124 from a Type 02 to a Type 01.
· Detail 1: Removed linked camera system from Telecom / Demarc #0120, Fire Riser + Pump Room #0122, and Mechanical #0124. 
· Detail 1: Removed linked camera system from Mechanical #0124 and Storage #0126.
· Detail 1: Removed camera from BLDG Support Storage + Irrigation Controls #1552. 
· Detail 1: Removed camera from BLDG Support-Shop #1556. 
· Detail 1: Added general note about serving zone for all data drops

e) Refer to Revised Sheet TY101A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Removed card reader from Electrical Room #1624.
· Detail 1: Removed card reader from Electrical Room #1323.
· Detail 1: Removed card reader from Electrical Room #1202.
· Detail 1: Revised card reader at Garden Vestibule #1309 from a mullion mount to a pedestal mount.
· Detail 1: Revised card reader at Clinic Vestibule #1603 to be pedestal mounted. 
· Detail 1: Revised card reader outside of Stair #1 to be pedestal mounted. 
· Detail 1: Added designation to card reader at School Entry Vestibule #1100 to a pedestal mounted card reader.
· Detail 1: Added designation to card reader at Clinic Entry Vestibule #1600 to a pedestal mounted card reader.
· Detail 1: Revised cameras in Public Gallery from Type 07 to Type 05. Also reduced the number of cameras overall and repositioned. 
· Detail 1: Removed linked camera system from Gallery Storage #1106, Mail #1104, and Gift Shop #1103.  
· Detail 1: Revised camera outside of Gift Shop #1103 from Type 05 to Type 04. 
· Detail 1: Revised cameras in Simulation Corridor #C12.1 from Type 05 to Type 04. Also reduced the number of cameras overall and repositioned. 
· Detail 1: Removed linked camera system in Data #1204, Sim A/V #1206 and AV #1112. 
· Detail 1: Added camera to Storage #1406. 
· Detail 1: Added camera to Operating Room #1214. 
· Detail 1: Added camera to Simulation Room 3 #1222. 
· Detail 1: Added camera to Simulation Room 2 #1224. 
· Detail 1: Removed camera outside of Toilet #1302.  
· Detail 1: Revised cameras in Monumental Corridor #1120 from Type 05 to Type 04 and reduced the number overall. 
· Detail 1: Revised camera in Monumental Corridor #1120 from a Type 07 to a Type 05. 
· Detail 1: Revised camera outside of Garden Vestibule #1309 from a Type 02 to a Type 01. 
· Detail 1: Revised camera in L1 Northeast Corridor #1310 from a Type 07 to a Type 05.  
· Detail 1: Revised camera in L1 Northeast Corridor #1310 from a Type 05 to a Type 04. Also relocated this camera further south.
· Detail 1: Removed linked camera system from Elec Room #1313 and Maker Space #1314.
· Detail 1: Removed camera from Northeast Vestibule #1322. 
· Detail 1: Revised camera outside of Northeast Vestibule #1322 from a Type 02 to a Type 01.
· Detail 1: Revised cameras in Clinic Corridor #C16.4 from Type 05 to a Type 04 and relocated. 
· Detail 1: Revised camera in Clinic Corridor #3153 from a Type 05 to a Type 04.  
· Detail 1: Revised cameras in Clinic Corridor #C16.2 from Type 05 to a Type 04. Also reduced the number overall and relocated. 
· Detail 1: Revised camera in Clinic Corridor #C16.1 from a Type 05 to a Type 04 and relocated. 
· Detail 1: Removed linked camera system from Data Room #1622 and Elec Room #1624. 
· Detail 1: Revised camera outside of Stair #1 from a Type 02 to a Type 01. 
· Detail 1: Revised camera in Clinic Waiting #1602 from Type 07 to Type 05.  
· Detail 1: Removed camera from Check Out #1606.  
· Detail 1: Added camera to under canopy at main entrance. 
· Detail 1: Removed camera outside of Clinic Vestibule #1600. 
· Detail 1: Removed camera outside of School Entry Vestibule #1100.
· Detail 1: Removed exterior camera outside of Corridor #C13.1. 
· Detail 1: Revised camera in Anatomy Resource Center #1400 from Type 07 to Type 05 and relocated. 
· Detail 1: Added general note about serving zone for all data drops

f) Refer to Revised Sheet TY101B, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Removed card reader from Electrical Room #1506.
· Detail 1: Revised camera in Admin Support #1520 from a Type 05 to a Type 04. 
· Detail 1: Revised camera in Services Corridor #C15.3 from a Type 05 to a Type 04. 
· Detail 1: Removed linked camera system from Stor #1536, Data #1538, and Anatomy A/V #1540.  
· Detail 1: Removed linked camera system from I.T. Stor #1542, Elect Distrib #1506, and Stor #1502.  
· Detail 1: Removed linked camera system Stor #1534 and Main HSKP #1532. 
· Detail 1: Added camera to Storage #1406.  
· Detail 1: Removed camera from Vestibule #1550. 
· Detail 1: Revised camera in Services Corridor #C15.4 from a Type 05 to a Type 04 and relocated.  
· Detail 1: Revised camera outside of Mechanical Shaft form a Type 02 to a Type 01.   
· Detail 1: Removed camera outside of Security Office #1528.   
· Detail 1: Removed both cameras outside of Lockers (W) #1414. 
· Detail 1: Added general note about serving zone for all data drops

g) Refer to Revised Sheet TY102A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Removed card reader from Electrical Room #2500.
· Detail 1: Removed card reader from exterior door from Mechanical Room #2514.
· Detail 1: Removed card reader from Electrical Room #2206.
· Detail 1: Revised cameras in Study #2306 from a Type 07 to a Type 05. Also reduced the number overall and relocated.  
· Detail 1: Revised camera in Library #2316 from a Type 07 to a Type 05.   
· Detail 1: Revised camera in Library Corridor #C23.1 to be the new Type of 05.   
· Detail 1: Revised cameras in Monumental Corridor #C22.1 from a Type 05 to a Type 04. Relocated one camera.   
· Detail 1: Revised cameras in Education Corridor from a Type 07 to a Type 05. Also reduced the number overall and relocated.  
· Detail 1: Added camera to exterior balcony outside of Stair #2.   
· Detail 1: Added camera to Café Dining #2100.  
· Detail 1: Removed cameras on north portion of exterior balcony outside of Café Dining #2100. 
· Detail 1: Removed linked camera system in Data #2219 and Elec #2206. 
· Detail 1: Removed linked camera system in Data #2502 and Elec #2500.
· Detail 1: Removed linked camera system in Mech #2514. 
Detail 1: Added general note about serving zone for all data drops

h) Refer to Revised Sheet TY103A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Removed card reader from Electrical Room #3502.
· Detail 1: Removed card reader from Electrical Room #3302.
· Detail 1: Removed card reader from Electrical Room #3100.
· Detail 1: Revised mullion reader at door #C33.1A to be on study side.
· Detail 1: Added card reader to door #4000C leading to back of house closets.
· Detail 1: Removed card readers from Exterior Balcony #EX10.
· Detail 1: Revised cameras in L3 Work Corridor #C32.1 from Type 07 to Type 05. Also reduced the number overall and relocated.  
· Detail 1: Added camera to L3 Corridor #C32.4.  
· Detail 1: Revised camera in L3 Workstations Southeast from a Type 05 to a Type 04. 
· Detail 1: Revised camera in Coffee #3010 from a Type 05 to a Type 04 and relocated further north.  
· Detail 1: Revised cameras in L3 Workstations Southwest #C31.6 from a Type 07 to a Type 05. Also reduced number overall. 
· Detail 1: Added camera to outside of Elevator in L3 Corridor #31.5. 
· Detail 1: Revised exterior balcony camera outside of Stair #2 from a Type 02 to a Type 01. 
· Detail 1: Revised camera in Break #3214 from a Type 07 to a Type 05.
· Detail 1: Removed camera from Work #C31.4N.
· Detail 1: Removed camera from Work #C31.3N. 
· Detail 1: Revised cameras in Circ. #C13.6 from Type 05 to Type 04. Also reduced number overall and relocated.
· Detail 1: Added camera to L3 Work Corridor #C31.4
· Detail 1: Added camera to L3 Work Corridor #C31.3
· Detail 1: Revised camera in Public Lobby #3000 from Type 07 to Type 05.
· Detail 1: Removed camera in Public Lobby #3000.
· Detail 1: Removed linked camera system in Data #3102, Elec #3100, and Stor #3104. 
· Detail 1: Revised cameras in Student Lounge #3300 from Type 07 to Type 05. Also reduced number overall and relocated. 
· Detail 1: Removed linked camera system in Data #3316 and Elec #3302.
· Detail 1: Removed camera from Study #C34.4 
· Detail 1: Revised cameras in Study #3400 from Type 05 to Type 04. Also reduced number overall and relocated. 
· Detail 1: Revised cameras in Study #3400 from Type 07 to Type 05. Also reduced number overall and relocated. 
· Detail 1: Added camera Type 05 to Student Lobby #3500.
· Detail 1: Removed Camera Type 01 from Student Lobby #3500.
· Detail 1: Added camera in Corridor #C33.1.
· Detail 1: Removed camera in Student Recreation #3310. 
· Detail 1: Added camera outside of Student Recreation #3310.
· Detail 1: Removed linked camera system in Data #3504, Elec #3502, and Plumbing #3506. 
· Detail 1: Added general note about serving zone for all data drops

i) Refer to Revised Sheet TY104A, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 1: Removed card reader from Electrical Room #4102.
· Detail 1: Removed card readers from Exterior Balcony #EX11.
· Detail 1: Removed camera Type 07 from Public Lobby #4000. 
· Detail 1: Revised card reader to door leading in from Green Roof from mullion style to a pedestal type. 
· Detail 1: Added (2) camera Type 04 to Public Lobby #4000. 
· Detail 1: Revised camera Type 02 to Type 01 on exterior of north doors. 
· Detail 1: Removed both cameras on Green Rooftop.
· Detail 1: Revised cameras in Shell #4200 from Type 07 to Type 05. Also reduced number overall.
· Detail 1: Added camera to L4 Corridor #C41.6.
· Detail 1: Removed camera from Office Recept. #4144.
· Detail 1: Removed Type 07 cameras from L4 Workstation South #C41.5.
· Detail 1: Added camera Type 04 to L4 Workstation South #C41.5.
· Detail 1: Revised cameras in L4 Workstation North #C41.1 from Type 05 to Type 04. Also reduced number overall. 
· Detail 1: Revised camera in L4 Corridor #C41.2 from Type 05 to Type 04.
· Detail 1: Revised camera in L4 Corridor #C41.3 from Type 05 to Type 04.
· Detail 1: Revised camera on exterior balcony outside of Stair #2 from Type 02 to Type 01.
· Detail 1: Revised camera in Break #4116 from Type 07 to Type 02.
· Detail 1: Removed exterior camera outside of Circ #C13.5.
· Detail 1: Removed linked camera system in Data #4104, Elec #4102, Mech #4100.  
· 
j) Refer to Revised Sheet TY500, with original issue date 02.24.2023 and revised date 06.09.2023
· Detail 4: Revised Exterior Pole Mounted Camera Detail.


REVISED SPECIFICATIONS

· 263600 TRANSFER SWITCHES: Updated warranty length and removed additional components per VE directive.
· 274116 Audio Video Systems Equipment: system equipment updated
· 210010 General Fire Suppression Requirements: Updated/added sections related to fire pump design and pump spec reference.
· 210500 Common Work Results for Fire Suppression: Updated/added sections related to fire pump design and pump spec reference.
· 210515 Basic Fire Suppression Piping Materials and Methods: Updated/added sections related to fire pump design and pump spec reference.
· 210553 Identification for Fire-Suppression Piping and Equipment: Updated/added sections related to fire pump design and pump spec reference.
· 211100 Fire Suppression Water Service Piping: Updated/added sections related to fire pump design and pump spec reference. Revised backflow preventer type to be specified.
· 211200 Fire Suppression Standpipes: Updated/added sections related to fire pump design and pump spec reference.
· 211313 Water Based Fire Suppression Systems: Updated/added sections related to fire pump design and pump spec reference.
· 213113 Electric-Drive, Centrifugal Fire Pumps: New spec section added for fire pump design.
· 284600 Fire Detection and Mass Notification Alarm System: Updated/added sections related to fire pump design.
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