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MATCHLINE NORTH

MATCHLINE SOUTH

EXISTING FFE: 1295.15

FFE: 1295.15

APPROX 365 LF OF 16" DUCTILE IRON (CLASS 50)

 PER CITY OF BENTONVILLE 2021 WATER
UTILITIES DEPARTMENT SPECIFICATIONS

CUT AND CAP 16" WATER MAIN MIN 5' EAST OF
PROPOSED TAPPING SLEEVE PER CITY OF BENTONVILLE

WATER DEPARTMENT STANDARD DETAIL AND
SPECIFICATIONS (SEE WATER DETAIL 13 ON WATER
DETAILS SHEET 2)

APPROXIMATELY 300 LF OF EXISTING 16" WATER MAIN TO BE

ABANDONED. NO WORK IS ALLOWED OVER THE EXISTING
WATER MAIN UNTIL THE NEW PROPOSED WATER MAIN IS

ACCEPTED BY THE CITY OF BENTONVILLE AND IS IN SERVICE.

CUT AND CAP 16" WATER MAIN MIN 5' EAST OF

PROPOSED TAPPING SLEEVE PER CITY OF BENTONVILLE
WATER DEPARTMENT STANDARD DETAIL AND

SPECIFICATIONS (SEE WATER DETAIL 13 ON WATER
DETAILS SHEET 2)

(2) 45° M.J. BENDS

PROPOSED UTILITY &

DRAINAGE EASEMENT
(WIDTH VARIES - 20' MINIMUM)

16" X 16" TAPPING SLEEVE & VALVE

EG: 1293.54
APPROX. INV: 1287.20

(ASSUMES 5'-0" COVER - CONTRACTOR
TO FIELD VERIFY EXISTING WATER

MAIN ELEVATION & COVER)

PROPOSED GAS MAIN RELOCATION

PROPOSED FIBER OPTIC RELOCATION

PROPOSED TELECOM RELOCATION

PROPOSED STORMWATER PIPES AND

STRUCTURES FOR LIBRARY EXPANSION

PROPOSED TELECOM RELOCATION

PROPOSED 16" WATER MAIN AND
18" RCP STORMWATER PIPE CROSSING

FG: 1291.28
18" RCP INV: 1284.58

16" WATER MAIN INV: 1282.54

EXISTING CLEANOUT PER COB GIS
6" CLEANOUT WITH 8" MAIN FLOWING SOUTH

INVERT UNKNOWN

TOP OF CLEANOUT: 1294.36

4" TAP CONNECTION TO EXISTING SEWER APPROX.

INV. 7'-0" BELOW GRADE: 1287.36
(CONTRACTOR TO CONFIRM)

TAP BY CITY OF BENTONVILLE AT OWNER'S EXPENSE

6" HYDRANT PROPOSED BY ADJACENT
MAIN STREET PROJECT PLANS

127 LF OF 4" PVC SANITARY SEWER

SERVICE @ MIN. 2.00% SLOPE

EXISTING ELECTRICAL TRANSFORMER

REF. MEP FOR SANITARY SEWER
SERVICE LINE CONTINUATION(S)

4" INVERT @ MEP TWCO: ~1291.24
(REF. MEP)

PROVIDE CLEANOUTS EVERY 100 FEET AND

AT ALL BENDS & CONNECTIONS PER CITY
OF BENTONVILLE SEWER DEPARTMENT

STANDARDS AND SPECIFICATIONS

WYE CONNECTION
INV: 1290.70

CONNECT PROPOSED FIBER OPTIC FROM BUILDING TO
PROPOSED FIBER OPTIC ENCLOSURE

ENCLOSURE QUAZITE BENTONVILLE LOGO, TIER 15 LID
RATING AND FIBER ON LID

30 X 48 X 36
PART NUMBER: PG3048Z1113R5

TIER 15 LID: PG 3048H8273R5

VAULT: PG3048BA36

FIBER OPTIC VAULT (30" X 48" X 24")
BENTONVILLE STANDARD VAULT (PG3048BA24)

AND LID (PG3048H8273R5)

APPROXIMATE LOCATION OF EXISTING UNDERGROUND

FIBER OPTIC SERVICE TO LIBRARY.
PROTECT & MAINTAIN THROUGHOUT CONSTRUCTION.

CONNECT PROPOSED FIBER OPTIC TO EXISTING

FIBER OPTIC @ POLE AND PROPOSED VAULT

QUAZITE  2' X 3' FIBER
OPTIC PULL BOX

BOX: PG2436BA24
LID: PG2436HA0021

W
RPZ

SINGLE 1" IRRIGATION METER. SERVICE AND TAP BY

CITY OF BENTONVILLE AT OWNER'S EXPENSE

IRRIGATION RPZ

SINGLE 1" IRRIGATION METER. SERVICE AND TAP BY
CITY OF BENTONVILLE AT OWNER'S EXPENSE

REF. MEP FOR SANITARY SEWER

SERVICE LINE CONTINUATION(S)

4" INVERT @ MEP TWCO: ~1290.98

(REF. MEP)

4" PVC SANITARY SEWER

SERVICE @ MIN. 2.00% SLOPE

8" STORM INV: 1290.51
4" SS INV: 1289.57

COMBINED DRAINAGE AND UTILITY EASEMENT

16" X 16" TAPPING SLEEVE & VALVE
EG: 1290.98

APPROX. INV: 1284.65
(ASSUMES 5'-0" COVER - CONTRACTOR

TO FIELD VERIFY EXISTING WATER
MAIN ELEVATION & COVER)

27'-6" UTILITY
& DRAINAGE

EASEMENT

26'-0" UTILITY
& DRAINAGE

EASEMENT

27'-6" UTILITY
& DRAINAGE

EASEMENT

THIS STORM PIPE IS BEING ABANDONED

AS PART OF THE MAIN STREET
RESTORATION PROJECT. NO CROSSING

CONFLICT.

1" WATER FROM BUILDING TO

DRINKING FOUNTAIN AND YARD
HYDRANTS (REF. MEP & LANDSCAPE)

EX. 8" INV IN (N): 1283.85

3" CONDUIT FROM IT CLOSET
TO FIBER HANDHOLE

(REF. MEP AND ARCH)

RELOCATE EXISTING FDC TO BE 3'
FROM BACK OF SIDEWALK.

MATCH PIPE TYPE AND SIZE.

INV: 1290.30

INV: 1290.20

QUAZITE FIBER OPTIC PULL BOX
BOX: PG1730BA12

LID: PG1730HA0021

QUAZITE  2' X 3' FIBER
OPTIC PULL BOX

BOX: PG2436BA24
LID: PG2436HA0021

16" X 6" X 16" TEE

15 LF OF 6" DUCTILE IRON
(CLASS 50) WATER LINE

PROPOSED 6" FIRE HYDRANT PER
BWU SPECIFICATIONS AND DETAILS

6" GATE VALVE
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FIBER OPTIC LINE

PROPOSED UTILITY LEGEND

WATER METER

GATE VALVE FOR WATER

FDC FIRE DEPARTMENT CONNECTION (FDC)

1
SCALE: 1" = 20'-0" NORTH

40'

0' 20'

80'

SITE UTILITY PLAN (NORTH)

C200

SITE UTILITY PLAN
(NORTH)

2
NOT TO SCALE

ENLARGEMENT AREA

MATCHLINE

6" HYDRANT PROPOSED BY OTHERS

CUT AND CAP 16" WATER MAIN EAST OF

PROPOSED 16" WATER MAIN CONNECTION PER
CITY OF BENTONVILLE WATER DEPARTMENT

STANDARD DETAIL AND SPECIFICATIONS

RELOCATED 16" WATER MAIN

EXISTING 16" WATER MAIN

CONNECT PROPOSED FIBER OPTIC TO

EXISTING FIBER OPTIC
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PROPOSED 6" HYDRANT PER BWU

SPECIFICATIONS AND DETAILS

16" x 16" x 16" TAPPING
SLEEVE AND VALVE

15 LF OF 6" DUCTILE IRON

(CLASS 50) FIRE LINE

ASI 4
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