
ALL REINFORCING BARS TO BE 1/2" CLEAR TO FACE SHELL

WIDTH PER JAMB SCHEDULE

CMU JAMB SCHEDULECMU JAMB SCHEDULE
CLEAR SPANCLEAR SPAN JAMB WIDTHJAMB WIDTH

UP TO 3'-4" 8" (2)-#4 VERT. EA. CELL

REINFORCEMENTREINFORCEMENTMARKMARK

B.L.#1

UP TO 8-1" 8"B.L.#2 (2)-#4 VERT. EA. CELL

GROUT ALL REINFORCED CELLS 
SOLID AND CONTINUE REINF. TO 
RULL HEIGHT OF WALL, TYP.

NUMBER AND SIZE OF BARS PER 
CMU JAMB SCHED.
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SEE SCHEDULE, TYP.
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*GROUT LINTELS 
SOLID FOR FULL 
DEPTH NOTED.

CMU LINTEL SCHEDULECMU LINTEL SCHEDULE
CLEAR SPANCLEAR SPAN DEPTH *DEPTH *

UP TO 3'-1" 16" (1)-#5

BOTT. REINF.BOTT. REINF. TOP REINF.TOP REINF.

NONE NONE

STIRRUPSSTIRRUPS

W (NOMINAL)
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D

MARKMARK

B.L.#1

NOTES:  
1.  ALL REINFORCING BARS TO BE 1/2" CLEAR TO FACE SHELL.
2.  AT EACH END OF LINTEL EXTEND TOP, MIDDLE, AND BOTTOM REINF. INTO CMU WALL WITH 90 DEG. HOOK 
INTO WALL.

UP TO 8'-1" 48" (2)-#5 (2)-#5 NONEB.L.#2

NONE

MIDDLE DEPTH REINF.MIDDLE DEPTH REINF.

(2)-#5

1

NOTESNOTES

1,2

END OF HOOK

EXTEND GROUTED LINTEL A MNIMUM OF 
2'-6" BEYOND FACE OF OPENING EACH 
SIDE FOR STRAIGHT LINTEL REINFORCING 
AND 1'-10" FOR LINTEL REINFORCING WITH 
STANDARD ACI HOOK.

CONTINUE VERTICAL WALL REINFORCING OVER 
OPENING. ANCHOR VERTICAL REINFORCING 
INTO LINTEL BEAM WITH STANDARD ACI HOOK

BOND BEAM

FOR OPENINGS ABOVE FINISHED 
FLOOR ELEVATION PROVIDE (1)-#5 
SILL REINFORCING.  EXTEND 2'-0" 
BEYOND OPENING EACH SIDE.

FINISH FLOOR ELEV.

TOP OF FOOTING
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4' - 0"

ARCH. DWGS

VARIES, SEE
4' - 0"

2'-6"
MIN.

1'-10"
MIN.

5
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4
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PRE-FAB JOINT REINF. 
TEES & CORNERS. 
LAP W/ TYP. JT. REINF.

CONTROL JOINT, 
RAKE & CAULK.

CORNER BARS
AT BOND BEAMS

BAR POSITIONER AT 8" MAX.
ABOVE TOP OF GROUT POUR TYP.

BOND BEAM AT TOP OF WALL
(AND AS NOTED ON DWGS.)
WITH (1)-#5 CONT. THRU
CONTROL JOINTS

VERT. WALL REINF. AS NOTED ON 
DWGS.  LOCATE REINF. AT C.L. OF 
WALL U.N.O.

SEE GENERAL NOTE #11
ON SHEET S0 FOR 
HORIZ. JOINT REINF.

HOLD TOP OF EACH GROUT POUR
2" DOWN BELOW TOP OF BLOCK TO
PROVIDE KEY FOR NEXT POUR TYP.

USE LOW LIFT METHOD OF GROUTING.   
MAX. GROUT POUR HEIGHT = 5'-0"

NOTES:
1.  GROUT SOLID ALL CELLS.
2.  USE BOND BEAM BLOCKS WITH OPEN BOTTOMS 
     ONLY AT BOND BEAM LOCATIONS.
3.  ALL MASONRY SHALL BE LAID IN RUNNING 
     (COMMON) BOND.
4.  SEE DETAILS FOR LOCATION OF ADDITIONAL 
BOND BEAMS.
5.  CONTRACTOR SHALL BE RESPONSIBLE TO 
PROVIDE AND INSTALL TEMPORARY BRACING OF 
WALL AGAINST WIND LOADING.  BRACING SHALL 
REMAIN IN PLACE UNTIL ROOF AND FLOOR DECK IS 
COMPLETED.

CONTROL JOINT DETAIL

PROVIDE VERT. WALL REINF. 
IN FIRST CELL EACH SIDE OF  
CONTROL JOINT.  MATCH 
TYP. BAR SIZE AND LOCATION 
WITHIN CELL

CONTROL JOINT
SEE ARCH.

GROUT, REINF. BARS, AND JOINT 
REINF. SHALL BE DISCONTINUOUS AT 
CONTROL JOINTS, FROM BOND BEAM 
AT ROOF DOWN TO TOP OF FOOTING.  
DO NOT LOCATE CONTROL JOINT 
WITHIN 2'-0" OF OPENINGS.

CORNER DETAIL

CORNER BARS TO 
MATCH BOND 
BEAM REINF.

NOTES:
1.  PROVIDE CORNER BARS TO 
     MATCH AND LAP WITH BOND
     BEAM REINF.
2.  EXTEND HORIZ. JOINT REINF.
     TO END OF WALL IN BOTH
     DIRECTIONS SO THAT IT LAPS
     AT THE CORNER.
3.  PROVIDE VERT. WALL REINF.
     IN THE CORNER CELL.
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LAP BARS AT
BAR POSITIONER
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CMU LAP SCHEDULECMU LAP SCHEDULE
BAR SIZEBAR SIZE

#3 19"

#4

#5

#6

#7

CENTER EDGE
LAPLAP

19"

25" 25"

31" 39"

57" 79"

79" 107"

DOWEL AS REQ'D.

EQ
EQ

CENTER
CONDITION

EDGE
CONDITION
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ELEVATOR PIT WALL

5 1/2"
CLR.
1/2"

8" LT. WT. CMU W/ #5 VERT. 
AT 24" O.C. (GROUT SOLID)

8
"

BRG. PLATE:
5 1/2"x3/4"x1'-1" (CENTER ON W-BM. 
AS AS SHOWN).  W/ (2)-3/4" DIA. 
ANCHOR BOLTS (8" EMBED).  C.L. 
OF ANCHOR BOLT AS SHOWN AND 
AT 1 1/2" FROM EA. END OF PLATE.

2 3/4"

NON-SHRINK GROUT AS REQ'D.

W-BM., SEE PLAN

JOIST, SEE PLAN

1/4 5

2ND. FLR. ELEV.

SEE PLAN

+/- 3 1/2"

1/8 4@12
TYP.

2
"

L4x4x1/4xCONT. W/ 5/8" DIA. 
THREADED ROD (5 5/8" EMBED) AT 
32" O.C. (AND AT EA. END, 4" CLR. 
OF END) W/ HILTI HIT HY 270 

L4x4x1/4xCONT. W/ 5/8" DIA. 
THREADED ROD (5 5/8" EMBED) AT 
32" O.C. (AND AT EA. END, 4" CLR. 
OF END) W/ HILTI HIT HY 270.  NOTE:  
AT MC MEMBER, L4 SHALL END AT 
CONN. PLATE.  

2
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"

8
"
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"

CONN. PLATE:
12"x3/8"x1'-8" W/ (6)-3/4" DIA. 
THREADED ROD (5 5/8" EMBED) W/ 
HILTI HIT HY 270.
NOTE:  TOP OF CONN. PLATE (AS 
SHOWN FOR W12 CONN.).  TOP OF 
CONN. PLATE = 114'-0" AT MC 
CONN.

SEE DTL. 3/S5 FOR 
SHEAR TAB CONN.

W-BM. OR MC 
MEMBER, SEE PLAN

8" LT. WT. CMU W/ #5 VERT. 
AT 24" O.C. (GROUT SOLID)

2ND. FLR. ELEV.

SEE PLAN
T.O. STL. W-BM.

SEE PLAN

NOTE:  T.O. STL. AT MC 
MEMBER = 114'-0", 
SEE DTL. 1/S6

NOTE:  CONN. AT MC SIM.

2"8"
2"

6"6"

L4x4x1/4xCONT. W/ 5/8" DIA. 
THREADED ROD (5 5/8" EMBED) AT 
32" O.C. (AND AT EA. END, 4" CLR. 
OF END) W/ HILTI HIT HY 270.

8" LT. WT. CMU W/ #5 VERT. 
AT 24" O.C. (GROUT SOLID)

2
"

1/8

TYP.
ALL
AVAIL.

1/8

TYP.
ALL
AVAIL.
2ND. FLR. ELEV.

SEE PLAN
J.B.E.

SEE PLAN

4
"

8
"

3
"

C15x33.9xCONT. (FULL LENGTH OF CMU 
WALL) W/ (2)-3/4" DIA. THREADED RODS 
(5 5/8" EMBED) (W/ HILTI HIT HY 270) AT 
8" O.C. (PROVIDE AT 4" FROM EDGE OF 
CMU EA. END)

JOIST, SEE PLAN

24" DEEP (MIN.) BOND BEAM W/ 
(1)-#5 CONT. (AND CORNER BARS), 
TYP. ALL SIDES OF ELEV. SHAFT.
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2' - 4 7/8"

1' - 0"6' - 4"

HOIST BM. ELEV.

= 126'-8"

T/CMU WALL

= 128'-0"
(NORTH, SOUTH, 
AND WEST SIDES)

T/CMU WALL

= 127'-11"
(EAST SIDE ONLY)

PROVIDE BRG. CONN. 
SIM. TO DTL. 6/S10 
EA. END.

W-BM., SEE PLAN.  EXTEND TOP 
FLANGE AS REQ'D.  PROVIDE 
L2 1/2x2 1/2x 1/4x 1'-6" LG. 
"SEAT", (N.S. & F.S. OF WEB).  
TYP., EA. END.

6"x3/8"x8" EMBED 
PLATE W/ (2)-5'8" DIA. 
x 8" HSA., TYP.

6"x3/8"x8" EMBED 
PLATE W/ (2)-5'8" DIA. 
x 8" HSA., TYP.15" DEEP (MIN.) BOND 

BEAM W/ (1)-#5 CONT. 
(EAST SIDE ONLY) 16" DEEP (MIN.) BOND 

BEAM W/ (1)-#5 CONT. 
(THREE SIDES)

1/8

TYP.
ALL
AVAIL.JOIST SEATS, AS REQ'D. 

(SHOWN SHADED)

3/16
TYP.JOIST, SEE PLAN

JOIST, SEE PLAN

8" LT. WT. CMU W/ #5 VERT. 
AT 24" O.C. (GROUT SOLID) 8" LT. WT. CMU W/ #5 VERT. 

AT 24" O.C. (GROUT SOLID)

ELEVATOR SHAFT

6' - 0 3/4"

6

T/CMU WALL

= 128'-0"
(NORTH, SOUTH, 
AND WEST SIDES 
ONLY)

T/CMU WALL

= 128'-0"
(NORTH, SOUTH, 
AND WEST SIDES 
ONLY)

T.O. W-BMs.

VARIES

6' - 8"

ELEVATOR SHAFT

8' - 0 3/4"

16" (MIN.) BOND BEAM 
W/ (1)-#5 CONT. (WITH 
CORNER BARS)

W-BM., SEE PLAN
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 1
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4
"

L8x8x1/2 x 7'-4" LG. W/ 3" LG. VERT. SLOT 
(SHOWN SHADED) W/ 5/8" DIA. THREADED 
RODS AT 24" O.C. (AND 4" FROM EA. END 
OF CMU WALL) (5 5/8" EMBED) W/ HILTI 
HIT HY 270.  TYP. NORTH AND SOUTH 
SHAFT WALLS.  

1/4 6@12
TYP.

2
 1
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"

3
"

2
 1

/2
"

4
"

16" (MIN.) BOND BEAM 
W/ (1)-#5 CONT. (WITH 
CORNER BARS)

L8x8x1/2 x 7'-4" LG. W/ 3" LG. VERT. SLOT 
(SHOWN SHADED) W/ 5/8" DIA. THREADED 
RODS AT 24" O.C. (AND 4" FROM EA. END 
OF CMU WALL) (5 5/8" EMBED) W/ HILTI 
HIT HY 270.  TYP. NORTH AND SOUTH 
SHAFT WALLS.  

1/4 6@12
TYP.

W-BM., SEE PLAN

8" LT. WT. CMU W/ #5 VERT. 
AT 24" O.C. (GROUT SOLID)

8" LT. WT. CMU W/ #5 VERT. 
AT 24" O.C. (GROUT SOLID)
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These Drawings and Specifications are the 
exclusive property of Key Architecture Inc. and 
are protected by Copyright.  Use or reproduction 
is prohibited without written consents.
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CMU DETAILS
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 3/4" = 1'-0"4 CMU JAMB SCHEDULE AND DETAIL

 3/4" = 1'-0"5 CMU LINTEL SCHEDULE AND DETAILS

 1/8" = 1'-0"2 EXT. CMU OPENING ELEVATION

 3/4" = 1'-0"3 TYP. CMU WALL INTERSECTIONS
 3/4" = 1'-0"1 TYPICAL CMU WALL REINFORCING DIAGRAM

 3/4" = 1'-0"6 W16 CONN. AT CMU
 3/4" = 1'-0"7 W12 AND MC (SIM.) CONN. AT CMU

 3/4" = 1'-0"8 LEDGER CONN. AT CMU
 3/4" = 1'-0"9 ELEVATOR SHAFT AT ROOF

 3/4" = 1'-0"10 ELEVATOR SHAFT AT ROOF W-BMs.

FOR PERMIT &
CONSTRUCTION

  6
-1

5-
26


