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| i ‘ ‘ ‘ ‘ SYMBOLS.
I | B. FOR PATIENT BED, HEADWALL, AND PATIENT LIFT SUPPORT
‘ - \ ‘ \ COORDINATION AND INFORMATION, SEE REFLECTED CEILING
. ‘ | | m m H PLAN SHEETS AE120 TO AE123, PATIENT LIFT SUPPORTS SHEET
7/ Ly ‘ ! ‘ AE501, AND TYPICAL HEADWALL ELEVATION ON SHEET D6 /
V,] W W AE405.
‘ ‘ | ‘ | C. REFER TO ALL PHASING SHEETS. GENERAL CONTRACTOR MUST
) | ENSURE THAT ALL CONTRACTORS ARE RESPONSIBLE FOR
‘ ‘ ‘ \ ‘ COORDINATION ACROSS ENTIRE SET OF CONSTRUCTION
| 30'- 8 1/2" | DOCUMENTS.
- | | e D. FOR PARTITION TYPE DEFINITIONS, SEE SHEET GI501
| \ L 167 714 E. ALL INTERIOR PARTITION WALLS MUST BE ACOUSTIC RATED
| | | * 16 e AND GO TO THE UNDERSIDE OF STRUCTURE.
‘ | MECHANICAL ‘ ‘ ‘ F. FOR DOOR SYMBOL LEGEND SEE SHEET AE601.
- G. EQUIPMENT NOT SHOWN FOR CLARITY, SEE EQUIPMENT
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H ‘ ‘ WITH #12 GALVANIZED FLAT HEAD WOOD SCREWS INTO STUDS
‘ \ ‘ - AT 16" O.C., VERTICAL AND HORIZONTAL.
N | | | - j J. EXISTING WALLS TO REMAIN SHALL RECEIVE A NEW LAYER OF
‘ ‘ 1 1 — 1/4" GYP. BD. BEFORE APPLYING FINISH.
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