= one foot

three inches

one foot

one and one half inches

= one foot

one inch

one foot

three quarters inch

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch

one foot

one eighth inch

] 1 2 3 4 | 5 | 6 |
B SEE DEDUCT ALTERNATE 5 ON PHASING NOTES: GENERAL NOTES
SHEET GI001 FOR ALTERNATE REFER TO PHASING ON SHEETS
1. COORDINATE PROJECT PHASING AND WORK AREA WITH GC120 SERIES
WORK PHASE 2. REFER GC123a GC119 THRU GC123b FOR , DRAWNGS AND SPECIICATIONS.
AND GC123b FOR MORE PHASED AREAS OF WORK. 3. UTILITY SERVICES MUST BE MAINTAINED TO THE FLOOR ABOVE OR
BELOW. ANY DISRUPTION IN SERVICES SHALL BE COORDINATED WITH
- INFORMATION. THE COR 2 WEEKS BEFORE THE DISRUPTION. SERVICES SHALL NOT BE
OUT FOR MORE THAT 8 HOURS OR AS ALLOWED BY THE COR.
4. ALL WORK ON THE FLOORS BELOW SHALL BE DONE ON NIGHTS OR WEEK
ENDS UNLESS OTHERWISE PERMITTED BY COR.
F4 ’ F5 || F6 ‘ @ ‘ G5 ‘ H ’ H3 ’ H4 ’ HS5 bﬂ @ @ @ @ N o) P 5. SEE PL001 FOR ADDITIONAL GENERAL NOTES.
‘ 6. ALLNEW DCW, DHW, DHWR SHALL BE COPPER PIPE. PROVIDE
DIELECTRIC UNIONS IF EXISTING PIPE NOT COPPER.
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| i | ) | | | [ 1. PROVIDE NEW BALL VALVES ON 2'DCW, 1 1/2'DHW AND 3/4'DHWR
. I | | RUNOUTS REMAINING AFTER DEMOLITION OF PIPE.
GENERAL | | [ [ ! 0 2. PROVIDE 3/4" CAPS ON REMAINING DCW AND DHW AFTER DEMOLITION OF
GENERAL STORAGE 0 ALARM [ [ CORRIDOR | ) PIPE.
STORAGE I 0 ' 3. EEI\O/I\(QBE gEv(v) BALL VALVES ON REMAINING 1/2" DHW AND DHW AFTER
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N | | 0 I I | | I 5. NOT USED.
I— 6. NOT USED.
N 3 . =) 1 . - - . . . . S - I - e . =l . - - . - . - . L1 N . | - - - . 1| 7. TRANSITION PIPING TO OUTLET/INLET SIZE OF BOOSTER PUMP.
| i I 0 8. COORDINATE THE INSTALLATION OF THE BOOSTER PUMP BYPASS LOOP
GENERAL | I | I | | | | WITH COR TO PREVENT LOOSE OF BUILDING FUNCTIONALITY DURING
CORRIDOR STORAGE | | I | I H | [ OPERATING HOURS.
0 I i 9. FOR ALTERNATE 6, REMOVE ALL WORK PERTAINING TO THE
[ [ [ INSTALLATION OF THE BOOSTER PUMP ASSEMBLY. SEE GI001 FOR MORE
i UNIFORM i I | [ INFORMATION.
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