ABBREVIATIONS

REV DESCRIPTION
N AMPERE FRAME
AFF ABOVE FINISHED FLOOR
AT AVWPERE TRP
ATS AUTOMATIC TRANSFER SWITCH
BC BARE COPPER
c CONDUIT
08, c/B CIRCUT BREAKER
CKT BKR -
KT CIRCUT
ccTv CLOSED CIRCUT T.V.
as CEILNG
o] DIRECT BURIAL
EC EMPTY CONDUIT
2 EQUIPNENT GROUND
23 EXSTNG
2] EXPANSION JONT
BXP, XP EXPLOSION PROOF
EMERG EMERGENCY
ELECTRIC

®33383 82732737 E36

S5T=I<sIp4BRF 328"

FIRE ALARM CONTROL PANEL
FILM ILLUMINATOR

FAN COL UNIT

AXTURE

FLUORESCENT

GROUND

GENERATOR

GROUND TERMINAL BOX
GROUND FAULT INTERRUPTER
HAND OFF AUTOMATIC
HORSE POWER
INCANDESCENT

JUNCTION BOX

LIGHTS

LIGHTING

LOW VOLTAGE

MASTER ANTENNA TELEVISION
MAIN CRCUIT BREAKER
MOTOR CONTROL CENTER
MAIN DISTRIBUTION PANEL
MAIN LUGS ONLY

MOUNTED

MOUNTING HEIGHT

RIGID GALVANIZED CONDUT
RECEPTACLE
SIGNAL
TELEPHONE
TELEVISION

UNIT HEATER
VOLTAGE

VAPOR PROOF
WRE

WTH

WEATHER PROOF
WATER TIGHT
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DESCRIPTON

NOTE: MOUNTING HEIGHT FOR THE FOLLOWNG
SWTCHES SHALL BE 48" (1100 MM) AFF.

SINGLE POLE_SWITCH WITH SUFFIX ab.c ETC. NDICATES
CONTROL  OF FIXTURE(S) WITH SAME DESIGNATION(S)-

DOUBLE POLE SWITCH
THREE-WAY SWITCH.

4 WAY SWITCH.

DIMMER SNTCH

MANUAL NOTOR STARTER SWMITCH

DUPLEX RECEPTACLE — 20A, MTD. 18" (460 MM) AFF.
GROUND FAULT TYPE.

QUADRAPLEX OUTLET — 20AMP, NTD 18" (460 MM) AFF.

DUPLEX RECEPTACLE — 20 AMP, NTD. 18" (460MM) AFF.

DUPLEX RECEPTACLE, EXISTNG
SPECIAL PURPOSE OUTLET AS NOTED

DUPLEX COMMUNICATION OUTLET WITH !1: TEL + (1)
DATA RMS RECEPTACLES, MTD. 18" (¢ ) AFF.

ICATION OUTLET WTH (1) TEL + (3) DATA RS

QUAD COMMUNI
RECEPTACLES MTD, 18" (460) AFF.

WALL NOUNTED
TELEPHONE OUTLET RJ45 NTD. 48" (460MM) AF.F.
SPEAKER, CEILING MOUNTED.

SPEAKER VOLUME CONTROL SWITCH

BEST HD CARD READER/DOOR LOCK (SEE ARCH. DETAILS AND SPECS)

ELECTRIC DOOR LOCK/BUZZER (SEE ARCH. DETAILS AND SPECS)

DOOR LOCK PUSH BUTTON (SEE ARCH. DETAILS AND SPECS)
AWPUFIER

INDICATES EXISTNG

JUNCTION OR PULL BOX, NTD 1'-8" (450 NM) AF.F. UNLESS NOTED
OTHERWISE

JUNCTION BOX WITH CABLE
TV SPUITTER OR TAP

LIGHTING OR LIGHTING/POWER PANELBOARD
(E) INDICATES EXISTNG

PANELBOARD DESIGNATION
o 1E
AREA 4'
PANEL D

CIRCUIT NO.

¢ -3

FUSED OR UNFUSED DISCONNECT SWITCH.
TOP_NUMBER INDICATES SWITCH SIZE.
BOTTOM NUMBER INDICATES FUSE SIZE. NF=NON-FUSED.

TV OUTLET
TV CONDUIT RUN. MINIWUM 3/4° (20mm) CONDUIT
BRANCH GIRCUIT CONCEALED IN CEILING OR WALLS.

FIRE ALARM CONDUIT RUN

HOME RUN TO PANEL — ARROWHEADS INDICATE
CIRCUITS. WIRES INDICATED ARE NEUTRAL AND
THREE HOT LEGS (A DIFFERENT PHASE FOR EACH
25.%121 MAXIMUM THREE CIRCUITS PER CONDUIT.

IS INCLUDE A GREEN GROUNDING CONDUCTOR

IN ADDITION TO WIRES SHOWN.

CABLE TRAY, 4" x 12" CENTER SPINE TYPE
OR 4" x 6" DOUBLE TIER WALL NOUNTED

CABLE TRAY, 4" x 18" CENTER SPINE TYPE
OR 4" x 9" DOUBLE TIER WALL NOUNTED

CABLE TRAY, 4" x 24" CENTER SPINE TYPE
OR 4" x 12° DOUBLE TIER WALL MOUNTED

mﬁ%éﬁnmniﬁ%

DESCRIPTION

Vx4’ FLUORESCENT FIXTURE

T'x4' EMERGENCY FLUORESCENT FIXTURE (INTEGRAL BATTERY BALLAST)

2x4' FLUORESCENT FIXTURE
CAP_LETTER INDICATES FIXTURE

WAEER NGRS Ghour

2x4' EMERGENCY FLUORESCENT FIXTURE
BALLAST)

(INTEGRAL BATTERY

2'x2' FLUORESCENT FIXTURE

(N

RECESSED DOWN LIGHT

CAP. LETTER INDICATES FIXTURE TYPE F8

WALL MOUNTED AIXTURE

CELING MOUNTED EXAM LIGHT, SINGLE

HEAD

CELING MOUNTED EXAM LIGHT,
DOUBLE HEAD

WITH SELF—CONTAINED EMERGENCY
FACES,

EXIT_SKGN
BATTERY, DARKENI

IED
DIRECTIONAL ARROWS AS INDICATED.

2'x2’ EMERGENCY FLUORESCENT AIXTURE.
ITEGRAL BATTERY BALLAST)

GENERAL NOTES

1. THE FINAL LOCATIONS AND ARRANGEMENTS OF LIGHTING
FIXTURES SHALL BE OBTAINED FROM THE ARCHITECTURAL
REFLECTED CEILING PLAN

2. THE MOUNTING HEIGHT OF NEW POWER AND CON. OUTLET SHALL
GENERALLY BE 18" AFF, BUT SHALL MATCH HEIGHT OF OTHER
EXISTING OUTLET IN ROON.

3. RECEPTACLES ARE NOT TO BE INSTALLED BACK TO BACK. PROVIDE
HORIZONTAL SEPARATION BETWEEN BOXES.

4. THE CONTRACTOR SHALL "TONE OUT" OR OTHERWSE IDENTIFY ALL NEW
AND EXISTING BRANCH CIRCUITS TO CREATE ACCURATE AND COMPLETE
PANEL SCHEDULES. ALL LIGHTING FIXTURES AND RECEPTACLES SHALL
BE MARKED ON AS—BUILT PLANS TO IDENTIFY THEIR SOURCE PANEL AND
CRCUT NUMBER. ALL PANEL SCHEDULES SHALL BE FILLED IN ON

AS-BUILT PLAN TO IDENTFY CIRCUIT SERVED.

SYMBOLS-FIRE ALARM SYSTEM

DESCRIPTION

FIRE ALARM STATION (MANUAL) NUMERALS DENOTE CODE
MOUNTED 48" (1220 MM) AFF TO CENTERLINE OF STATION.

FIRE ALARM AUDIBLE VISUAL DEVICE MOUNTED 7'-6" (2300 MM) AFF
UNLESS OTHERWISE NOTED.

SMOKE DETECTOR, PHOTOELECTRIC TYPE.
SMOKE DETECTOR DUCT TYPE.

ELECTROMAGNETIC TYPE DOOR HOLDER NEW.
ELECTROMAGNETIC TYPE DOOR HOLDER, EXISTING.

FIRE ALARM VISUAL DEVICE (STROBE) MOUNTED 7'-6" (2300MM) AFF UNLESS OTHERWISE NOTED.

FIRE ALARM CONTROL PANEL.

REMOTE ANNUNCIATOR PANEL.

FIRE ALARM TERMINAL CABINET.

FIRE ALARM CONDUIT RUN—MINIMUM 3/4° (20 MM).

HEAT DETECTOR, FIXED TEMPERATURE, 190 DEGREES FAHRENHEIT [88" CELSIUS] UNLESS NOTED OTHERWSE.
COMBINATION HEAT DETECTOR WITH RATE OF RISE ELEMENT (15 DEG. FAHRENHEIT/MIN.) [9.5 DEG CELSIUS/MIN]
DOOR SWTCH.

JUNCTION/PULL BOX, EXISTING.

ADDRESSABLE INTERFACE MODULE, EXISTING.

WATER FLOW SWITCH, EXISTING.
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TAMPER SWITCH, EXISTING.
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