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ABBREVIATIONS SYMBOLS - GENERAL SYMBOLS - RECEPTACLES GENERAL NOTES f )

ABBREV DESCRIPTION SYMBOL DESCRIPTION SYMBOL DESCRIPTION ALL FINAL LOCATIONS AND ARRANGEMENTS OF LIGHTING
— - TN NN N N NN FIXTURES SHALL BE OBTANED FROM THE ARCHITECTURAL
i o et el oon NOTE; MOUNTING HEIGHT FOR THE FOLLOWING o COMBINATION SWITCH & DUPLEX RECEPTACLE REFLECTED CEILING PLAN US Army Corps
AT AMPERE TRIP FLECTRICAL CLOSET, MECHANICAL ROOMS, MOUNTING @WW SEE_MECHANICAL DRAWINGS AND SCPECIFICATIONS FOR AL of Engineers
" ’ » INTERLOCK WIRING REQUIREMENTS BETWEEN MOTORS. Huntsville
ATS AUTOMATIC TRANSFER SWITCH HEIGHT SHALL BE 4'-6" (1400 MM) AFF. S DUPLEX RECEPTACLE - 20A, MTD. 18" (460 MM) AFF. MINIMUM CONTROL WIRING SHALL BE #14 AND MAY BE \Alabama y
SUBSCRIPT "GFI" INDICATES GROUND FAULT TYPE:
CONTROL OF FIXTURE(S) WITH SAME & ~
gR'P ggL‘EGTPLANT NSTROMENTATION PANEL DESIGNATION(S). INDICATES WATERPROOF . THE AREA ABOVE CEILINGS IS USED FOR ENVIRONMENTAL RETURN AR. 5
. ELECTRICAL INSTALLATION SHALL COMPY WITH NATIONAL ELECTRICAL CODE <
CB, C/B CIRCUIT BREAKER S 9 DOUBLE POLE SWITCH <_> QUADRAPLEX OUTLET 20AMP MTD 18" AF.F. REQUIREMENTS IN PARTICULAR, ARTICLE 300.22 OF THE CODE. ALL g
CKT BKR - COMMUNICATION CABLE, TELEVISION COAXIAL CABLE, SPEAKER CABLE SHALL %
KT CRCUT S THREE-WAY SWITCH. = BE RATED FOR PLENUMS, LENGTH NOT TO EXCEED 1.2M (4 FT.). m
CCTvV CLOSED CIRCUIT T.V. y PUPLEX RECEPTACLE - 20 AP FLOOR WOTNTED RECEPTACLES ARE NOT TO BE INSTALLED BACK TO BACK. PROVIDE HORZONTAL E
cLG CEILING (- S DIMMER SWITCH - WITH SILICON CONTROLLED SEPERATION BETWEEN BOXES
DM RECTIFIER '
DB DIRECT BURIAL A_/L\/\/ : A@_I SPECIAL PURPOSE OUTLET AS NOTED
EC EMPTY CONDUIT NOTE: MOUNTING HEIGHT FOR THE FOLLOWING SWITCHES SHALL BE
Eo EQUPMENT GROUND 4'-6" (1400 MM) AFF UNLESS OTHERWISE NOTED. $—> Py Ny ECTION
ey EYISTING S y MANUAL MOTOR STARTING SWITCH > ggggm\%ﬂ?r« OUTLET-VOICE/DATA W/(2) RJ45 AND EXISTING. WORK
EJ EXPANSION JOINT ' ——
EXP, XP EXPLOSION PROOF S MC MOMENTARY CONTACT SWITCH. w’ TELEPHONE OULET RJ45 AT 54" AFF. LIMIT OF DEMOLITION
EMERG EMERGENCY
S MOTOR SNAP SWITCH (THERMAL TYPE) WITH PILOT PANELBOARDS (NEW)
ELEC ELECTRIC MP LIGHT @ SPEAKER
EWC ELECTRIC WATER COOLER S SUSH BUTTON i Ee-3 z
ESM ELECTRIC STRIP MOLD PB STATION. FLOOR ‘ 5
FA FIRE ALARM %
WEATHERPROOF SWITCH. 2
FACP FIRE ALARM CONTROL PANEL > wp (N VOLUME CONTROL SWITCH AREA 2
Fl FILM ILLUMINATOR Q" PILOT UNIT PANEL ID =
FCU FAN COIL UNIT L 3
FIXT FIXTURE CIRCUIT NO. 5
C YN SO =
FLOUR FLOURECENT (52 INDICATES EXISTING AMP AMPLFIER -
FSS FUSED SAFETY SWITCH 2
ESCP FLAME SAFEGUARD CONTROL PANEL SYMBOL DESCRIPTION >
G, GND GROUND =T =
GEN GENERATOR - 3
GRC GALVANIZED RIGID CONDUIT ‘@ JUNCTION BOX, MTD 1-6" (450 MM) AF.F. UNLESS NOTED SYMBOLS SINGLE LINE 3
GTB GROUND TERMINAL BOX OTHERWISE et
GFI GROUND FAULT INTERRUPTER SISIEE
HOA HAND OFF AUTOMATIC @ MOTOR NUMBER DENOTES HORSEPOWER ———"\_— SWITCH AND FUSE UNIT NHEER
HH HANDHOLE EEEE
HP HORSE POWER - a MOLDED CASE CIRCUIT BREAKER
HV HIGH VOLTAGE [ /\\I PULL
INCAND INCANDESCENT — ) BOX @ AMMETER
JB JUNCTION BOX ﬁ A
LTCP LOCAL TEMPERATURE CONTROL PANEL 1 (E)_) LIGHTING OR LIGHTING/POWER PANELBOARD @ VOLTMETER
LTS LIGHTS (E) INDICATES EXISTING
LT6 LIGHTING @ WATT-HOUR METER
LV LOW VOLTAGE — DISTRIBUTION OR POWER PANELBOARD
MATV MASTER ANTENNA TELEVISION |
MCB MAN CIRCUIT BREAKER = GROUND CONNECTION
MCC MOTOR CONTROL CENTER X CONTROLLER,
MDP MAN DISTRIBUTION PANEL MAGNETIC DPB PUSH-BUTTON STATION z
MLO MAN LUGS ONLY z z
MH MANHOLE X COMBINATION CONTROLLER AND DISCONNECT SWITCH 8;— CURRENT TRANSFORMER x E
MTD MOUNTED = S
MTG HGT MOUNTING HEIGHT | A
NFSS NON-FUSED SAFETY SWITCH [F FUSED OR UNFUSED DISCONNECT SWITCH. Bz |9
P POLE 2| = |3
PB PULL BOX 0|23/
0 <
PN PANEL ® CONDUIT TERMINATED 6" (150 MM) AF.F. IN NURSE CALL 3258
POD POWER OPERATED = it =282
STANDARD BOX FOR EXTENSION TO EQUIPMENT AS U0 2an
DAMPER DIRECTED 3
m
PTRV POWER TYPE ROOF —®E) WAL MOUNTED EMERGENCY STATION PULL CORD S{SNSE
VENTILATION &)
PWR POWER O - CONDUIT TERMINATED W/COUPLING (FLUSH
W/FINISHED FLOOR) FOR EXTENSION TO —®0 WAL MOUNTED DOME LIGHT
RECEPT RECEPTACLE EQUIPMENT AS DIRECTED ( h
SIG SIGNAL
oS SAFETY SWITCH WALL MOUNTED NURSE CALL ANNUCIATOR
STA STATION —TV TV OUTLET
TEL TELEPHONE iy " WALL MOUNTED NURSE CALL POWER CONTROL CABINET . &
v TELEVISION TV CONDUIT RUN. MINIMUM 3/4" (20mm) CONDUIT 3 ; z
UH UNIT HEATER S|.gla |2
v VOLTAGE ( BRANCH CIRCUIT EXPOSED 3 |s28 §
VP VAPOR PROOF - T T T T T Sl e |5
EM EMERGENCY LIFE SAFETY CONDUIT L |8 |2 5
w WIRE B3 |2 S
w/ WITH S |& |5 ?
WP, WEATHER PROOF BRANCH CIRCUIT CONCEALED IN CEILING OR SYMBOL. 3 - T
wT WATER TIGHT FA a5 12 |a
YFMR TRANSFORMER FIRE ALARM CONDUIT RUN 521248 g
= [&] =
No. OF CKTS. IN CONDUI £ |12 |5 o

HOME RUN TO PANEL - ARROWHEADS INDICATE CIRCUITS.

PHASE CONDUCTORS =]
E WIRE INDICATED ARE GREEN GROUND, NEUTRAL AND THREE S
i HOT LEGS (A DIFFERENT PHASE FOR EACH CIRCUIT) Eé’
1T T —
— MAXIMUM THREE CIRCUITS PER CONDUIT.
NEUTRAL
——— GROUND
—0 RISER UP.
T
e RISER DOWN.

N

N NV OV TV OV TV TV TV T VTN
<|||||||||||||||||||||||||> CABLE TRAY

SYMBOLS - LIGHTING
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I
SYMBOL DESCRIPTION _
QO i
1'x4' FLUORESCENT FIXTURE B
[11]
1'x4' EMERGENCY FLUORESCENT FIXTURE (INTEGRAL BATTERY BALLAST)
F3 - -
2'x4' FLUORESCENT FIXTURE
O CAP LETTER INDICATES FIXTURE TYPE F3 p N
NUMBER INDICATES CIRCUIT -
8 (5]
N - |
2'x4' EMERGENCY FLUORESCENT FIXTURE 20
(INTEGRAL BATTERY BALLAST) v 00 o)
=z Ll
< E -
O X D=
O 2'x2' FLUORESCENT FIXTURE ZoX 20 O
=5< N
VYV IRV VeV 2 5O < |-
/,——~\\ — m .\.-I ...I
2'x2' EMERGENCY FLUORESCENT FIXTURE. —=>< <D
INTEGRAL BATTERY BALLAST = O m
OZ2O =Ll 8§
F8 prd 8 8 < Z CD
O RECESSED DOWN LIGHT L — L
CAP. LETTER INDICATES FIXTURE TYPE F8 L s
— Ll
O — OC o
WALL MOUNTED FIXTURE o
F17 2
:'m FIBER OPTIC ILLUMINATOR AND OPTIC CABLE L )
SHEET
CEILING MOUNTED EXAM LIGHT REFERENCE
NUMBER:

® EXIT SIGN WITH SELF-CONTAINED EMERGENCY E o ] O O
\.

BATTERY, DARKENED SECTION INDICATES FACES,
SHEET X OF XX

ARROWS REQUIRED AS INDICATED. J
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