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SCALE: 1" = 10'1 OVERALL SITE PLAN

MH-SEWER
TOP 398.48
INV SE(6.27) 392.21 6"PVC
INV SW(6.26) 392.22 6"PVC
INV NW(6.21) 392.27 6"PVC

MH-SEWER
TOP 396.30
INV NE(6.07) 390.23 8"PVC
INV NE(9.67) 386.63 6"PVC
INV SE(9.93) 386.37 6"PVC
INV SE(6.73) 389.57 6"PVC
INV SW(10.69) 385.61 8"PVC
INV SW(5.17) 391.13 8"PVC
INV NW(6.06) 390.24 6"PVC

MH-SEWER
TOP 395.56
INV SE(11.93) 383.63 8"PVC
INV SW(12.23) 383.33 8"PVC

MH-SEWER
TOP 394.15
(UNABLE TO OPEN)
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SCALE: 1" = 10'
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INSTALL 6" PVC
SANITARY SEWER
MATCH EXISTING GRADE
MINIMUM GRADE = 0.6%
NOTIFY ENGINEER IF
THIS IS NOT POSSIBLE

INSTALL 6" FIRE WATER SERVICE.
RECONNECT AND EXTEND TO NEW

CONNECTION POINT AT THE BUILDING

INSTALL 3" DOMESTIC WATER SERVICE.
RECONNECT AND EXTEND TO NEW
CONNECTION POINT AT THE BUILDING

INSTALL 1 1/2" GAS LINE. RECONNECT
TO GAS METER AND EXTEND TO NEW
CONNECTION POINT AT THE BUILDING

SEE SHEET C-002 FOR UTILITY NOTES.
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LIMITS OF CONSTRUCTION

SURVEY CONTROL POINT
WATER VALVE
FIRE HYDRANT
STORM SEWER INLET
GAS METER
ELECTRIC METER
LIGHT POLE

NATURAL GAS VALVE

TREE (DECIDUOUS)

STORM DRAIN MANHOLE
LEGEND

EXISTING SANITARY SEWER
MANHOLE

EXISTING SANITARY SEWER LINESSx

EXISTING SANITARY SEWER LINE

PROPOSED WATER PIPE

W W W W

EXISTING GAS LINEGx Gx

PROPOSED SANITARY PIPE
PROPOSED FIRE WATER PIPE
PROPOSED GAS LINE
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PROPOSED CONCRETE
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