GENERAL SHEET NOTES

1. REFER TO DOMESTIC WATER 3D PLUMBING RISER DIAGRAMS
FOR MORE INFORMATION.

2. REFER TO GAS 3D PLUMBING RISER DIAGRAMS FOR MORE
INFORMATION.

3. RESTROOM DOMESTIC WATER PIPES SHOWN ON THIS PLAN
ARE SCHEMATIC. AT CONTRACTOR'S OPTION, ROUTE PIPE IN
WALL BEHIND PLUMBING FIXTURES AS REQUIRED.

4. COORDINATE ALL FLOOR PENETRATIONS WITH STRUCTURAL
MEMBERS.
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