FLAG NOTES

I> CONTRACTOR TO REMOVE EXISTING GRILLE AND PROVIDE NEW OPENING IN WALL
TO VENTILATION SHAFT AT AN ELEVATION AT 6'-6" ABOVE FLOOR. REINSTALL
EXISTING GRILLE AT NEW OPENING IN WALL. NEW OPENING IN WALL TO MATCH
EXISTING OPENING (FIELD VERIFY SIZE).

INSTALL NEW DUCTWORK THROUGH EXISTING SHAFT WALL. LOCATE NEW
SIDEWALL SUPPLY GRILLE AT SAME BOTTOM ELEVATION AS GRILLE REMOVED AND
RELOCATED. PATCH EXISTING OPENING IN WALL AS REQUIRED SO NO OPENING IS
VISIBLE AFTER NEW GRILLE IS INSTALLED AT OPENING.

NEW VERTICALLY CONFIGURED, HI-EFFICIENCY GAS-FIRED, FURNACE WITH DX
COOLING COIL - MOUNT FURNACE IN AUXILIARY DRAIN PAN ON FLOOR. PROVIDE
FURNACE WITH BOTTOM RETURN AIR BASE ALLOWING BOTH SIDE AND BOTTOM
ONNECTION.

AIR-COOLED CONDENSING UNIT LOCATED AT ROOF ADJACENT TO THIRD LEVEL -
SUPPORT ON PREFABRICATED ROOF EQUIPMENT SUPPORT OR 6" HIGH X 6" WIDE X
36" LONG TREATED TIMBERS.

SIDEWALL RETURN AIR GRILLE AT CORRIDOR WALL.

WALL. CONTRACTOR SHALL VERIFY SIZE OF EXISTING GRILLES REMOVED AS PART
OF DEMOLITION WORK AND PROVIDE NEW GRILLES WITH SIZE TO MATCH GRILLES
REMOVED.

ROUTE DUCT ACROSS CORRIDOR IN ARCHITECTURAL SOFFIT AS HIGH AS POSSIBLE
AS DUCTWORK PASSES BELOW EXISTING BEAM AT DOORWAY OF MANAGERS
OFFICE.

PROVIDE AIR PURIFICATION SYSTEM FOR PEDIGURE AND MANICURE STATIONS.
SYSTEMS SHALL BE "HEALTHY AIR" MODEL HA-(I4S ¢-G2-3-WD OVERHEAD
SUPPORTED SOURCE CAPTURE SYSTEMS. PROVIDE EACH SYSTEM WITH 2-QTY.
7-FOOT LONG x 3" DIAMETER SELF-SUPPORTING EXTRACTION HOSES WITH
RECTANGULAR INLET HOODS WITH 50 CFM AIRFLOW PER HOOD. UNIT OPERATION
SHALL BE THROUGH REMOTE CONTROL OPERATORS. EACH SYSTEM SHALL BE
PROVIDED WITH PRE-FILTERS, HEPA FILTERS, CARBON ACTIVATED FILTERS AND 10
KV ELECTROSTATIC FIELD. SUSPEND/SUPPORT EACH UNIT FROM CONCRETE
STRUCTURE ABOVE PER MANUFACTURER'S RECOMMENDATIONS (COORDINATE
LOCATION WITH END USER). PROVIDE EACH AIR PURIFICATION SYSTEM OUTLET

I TRANSITION ALLOWING DUCTED CONDITION TO TO 6" DIAMETER EXHAUST DUCT.

D
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> PROVIDE NEW SIDEWALL VENTILATION AIR DISCHARGE GRILLES AT CORRIDOR

v

PROVIDE EACH 6" DIAMETER EXHAUST DUCT WITH 120-VOLT MOTORIZED DAMPER
TO OPEN WHEN AIR PURIFICATION SYSTEM IS ON AND CLOSE WHEN AIR
PURIFICATION SYSTEM IS OFF. ROUTE EXHAUST AIR DUCTS UP TO EXHAUST HOOD
HD-1 ON ROOF ABOVE. PROVIDE DUCT TRANSITION FROM ROUND DUCT TO CURB
] INLET AS REQUIRED.
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