10/27/2023 1:14:59 PM

SHEET NOTES:

1. ALL DARK AND DASHED EQUIPMENT,
DUCTWORK, PIPING AND ASSOCIATED
SUPPORTS ARE TO BE REMOVED IN ITS
ENTIRETY AND EXISTING PENETRATIONS

PATCHED.
2. DISCONNECT AND REMOVE ALL EXISTING
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\ ‘ ‘ KEYNOTES:

N / 1. DISCONNECT AND REMOVE EXISTING
o PROPELLER EXHAUST FAN AND ASSOCIATED
|| | | / | | I HOUSING, LOUVER, CONTROLS, AND
[ \ \ \ \ SUPPORTS.

2. DISCONNECT AND REMOVE EXISTING INTAKE

N LOUVER, DAMPER AND ASSOCIATED HOUSING,
B — = — . . — — — - - - - - . CONTROLS AND SUPPORTS.
P 3. DISCONNECT AND REMOVE EXISTING

o || \ \ \ \ Il RADIATOR AND ASSOCIATED PIPING. OWNER
| | | | RESERVES FIRST RIGHT OF REFUSAL.
4. DISCONNECT AND REMOVE EXISTING

HISTORIC THERMOSTAT. OWNER RESERVES
TN FIRST RIGHT OF REFUSAL.
[ C | | - . - . . il . - . . - . - . 5. DISCONNECT AND REMOVE EXISTING
7 | \ | \ \ I RADIATOR AND EXISTING PIPING. CLEAN
— | | | | | RADIATOR AND REINSTALL SECURLY IN SAME
LOCATION MINUS PIPING.
6. DISCONNECT AND REMOVE EXISTING
7 INTERSTS\I\?L ATTIC DUCTWORK AND ASSOCIATED SUPPORTS.
TN N | | ! 7. DISCONNECT AND REMOVE EXISTING PIPING
‘D N T W o - a | A S S s — -~ AND ASSOCIATED SUPPORTS.
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