
DRIP EDGE

8" CMU WALL

CONCRETE SLAB, SEE
STRUCTURAL DRAWINGS

DRIP EDGE

WEEP VENT AT 24" O.C. MAX

MORTAR DROPPINGS 
COLLECTION DEVICE

RIGID INSULATION; SEE SPECS

BRICK TO MATCH EXISTING

AIR & VAPOR BARRIER OVER 
CONCRETE BLOCK

AIR GAP WITH FULL HEIGHT 
CAVITY DRAINAGE MAT

LEVEL 1
0' - 0"

50.6

METAL DECK, SEE 
STRUCTURAL DRAWINGS

SLOPE TO DRAIN

5" OF CONTINUOUS INSULATION WITH 
JOINTS STAGGERED HORIZONTALLY AND 
VERTICALLY. MATCH EXISTING R-20 

FULLY ADHERED MODIFIED 
BITUMINOUS ROOF MEMBRANE

1/2" COVERBOARD

CANT STRIP

STRUCTURAL FRAMING, 
SEE STRUCTURAL 
DRAWINGS

BRICK TIE

1' - 3"

7 3/8"7 5/8"

6
"

AIR & VAPOR BARRIER 
OVER CONCRETE BLOCK

1
' 
- 

2
 1

/2
"

5
 1

/2
"

PREFINISHED 6" X 6" 
ALUMINUM GUTTER

STEEL ANGLE, SEE 
STRUCTURAL DRAWINGS

FULLY ADHERED MODIFIED 
BITUMINOUS ROOF MEMBRANE

DRIP EDGE WITH FLEXIBLE 
CONTINUOUS SEALANT

BOND BEAM

8" CONCRETE MASONRY UNITS

2" RIGID INSULATION, SEE SPECS

AIR & VAPOR BARRIER OVER 
CONCRETE BLOCK

T.O.  MASONRY
12' - 0"

WEEP VENTILATORS

GUTTER GUARD

GUTTER STRAP, LOCATED PER 
MANUFACTURER'S RECOMMENDATION

5" OF CONTINUOUS INSULATION WITH 
JOINTS STAGGERED HORIZONTALLY AND 
VERTICALLY. MATCH EXISTING R-20 

1/2" COVERBOARD

AIR GAP WITH FULL HEIGHT 
CAVITY DRAINAGE MAT

BRICK TO MATCH EXISTING 

BRICK TIES

AIR & VAPOR BARRIER

METAL DECK, SEE 
STRUCTURAL DRAWINGS

FRT WOOD BLOCKING

1/2" / 1'-0"

T.O.  MASONRY
12' - 0"

FULLY ADHERED MODIFIED 
BITUMINOUS ROOF MEMBRANE

1/2" COVERBOARD

5" OF CONTINUOUS INSULATION WITH 
JOINTS STAGGERED HORIZONTALLY 
AND VERTICALLY. MATCH EXISTING R-20 

EAVE FLASHING

AIR & VAPOR BARRIER

FRT WOOD BLOCKING

STEEL ANGLE, SEE 
STRUCTURAL DRAWINGS

METAL DECK, SEE 
STRUCTURAL DRAWINGS

CONTINUOUS SEALANT

WEEP VENTILATORS

BRICK TO MATCH EXISTING 

AIR GAP WITH FULL HEIGHT 
CAVITY DRAINAGE MAT

2" RIGID INSULATION, SEE SPECS

AIR & VAPOR BARRIER 
OVER CONCRETE BLOCK

8" CONCRETE MASONRY UNITS

BRICK TIES

SEALANT PER MANUFACTURER'S 
RECOMMENDATIONS

1/2" / 1'-0"

BOND BEAM
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ISSUED FOR BID

dA-521

AREA 565 -
WALL/SECTION

DETAILS

JM

TB

MP

JS

1241011

1900 AR-201
MOUNTAIN HOME,
ARKANSAS 72653

SCALE:  3" = 1'-0"A1
SLAB ON GRADE WITH FOOTING

SCALE:  3" = 1'-0"A3
FOUNDATION AT NEW AIR LOCK

SCALE:  3" = 1'-0"C1
PARAPET CAP DETAIL AT BREAKER PLATE ROOM

SCALE:  3" = 1'-0"C3
ROOF DETAIL - AIRLOCK ENTRANCE

SCALE:  3" = 1'-0"D3
ROOF EDGE DETAIL - AIRLOCK ENTRANCE
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