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GENERAL ARRANGEMENT - OFFICE MEZZANINE HVAC

SCALE: 1/2"=1'-0"

1. REFER TO DM001 FOR PROCESS GENERAL NOTES AND
DESIGN CRITERIA.

2. REFER TO DM002 FOR PROCESS ABBREVIATIONS AND
LEGENDS.

3. REFER TO PROCESS FLOW DIAGRAMS FOR PROCESS
INFORMATION.

4. ALL EQUIPMENT DIMENSIONS, MAINTENANCE SPACE AND
CONNECTIONS ARE TO BE CONFIRMED BY THE CONTRACTOR
PRIOR TO INSTALLATION. ALL CONNECTIONS TO EQUIPMENT
AND PIPING AND/OR DUCT TO BE CONNECTED ARE TO BE
CONFIRMED BY THE CONTRACTOR PRIOR TO INSTALLATION.
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