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AHU-3003 RETURN 
AIR DUCT DROP THRU 
ROOF. SEE DM421 
FOR CONITNUATION
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SUPPLY AIR 
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PAHU-3001 SUPPLY 
AIR DUCT DROP 
THRU ROOF. SEE 
DM420 FOR 
CONTINUATION.
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ISSUED FOR BID

DM425

DUCT - OVERALL
ROOF PLAN - 565

CL

JC

JS

JC

04/24/2026

1241011

VANTIVE
TUBING

CLEAN ROOM

1900 AR-201
MOUNTAIN HOME,
ARKANSAS 72653

1. REFER TO DM001 FOR PROCESS  GENERAL NOTES AND DESIGN 
CRITERIA.

2. REFER TO DM002 FOR PROCESS  ABBREVIATIONS AND 
LEGENDS.

3. DUCT CONNECTIONS TO EQUIPMENT CONTINUED ON DM310.

4. ALL EQUIPMENT DIMENSIONS, MAINTENANCE SPACE AND 
CONNECTIONS ARE TO BE CONFIRMED BY THE CONTRACTOR 
PRIOR TO INSTALLATION. ALL CONNECTIONS TO EQUIPMENT 
AND PIPING AND/OR DUCT TO BE CONNECTED ARE TO BE 
CONFIRMED BY THE CONTRACTOR PRIOR TO INSTALLATION.

SCALE:          

4' 8' 16'0

1/8" = 1'-0"

SCALE:  3/16" = 1'-0"A1
OVERALL ROOF PLAN - ROOM 565 DUCT

KEY PLAN
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