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16"/16"

MEZZANINE DECK,
RE:  ARCH.

18"/34"

16"/16"

BCU-1

BCU-2

58"/29"

6" CONCRETE
HOUSEKEEPING PAD

TRANSITION AS
REQ'D (TYP.)

12"/14"

18"/34"

14"/62"

29"/58"

EF-5

GV-1

14"/14"

14"/12"

2x6 STRUCTURAL
PLATFORM WITH
PLYWOOD TOP
FOR UNIT SUPPORT,
FILL INTERIOR WITH
LAYERS OF GYP.
BOARD FOR SOUND
INSULATION.

NOTE:  PIPING
NOT SHOWN
FOR CLARITY.

ROOF - MEP
130' - 0"

2ND FLR - MEP
116' - 0"

1

M201

REFRIGERANT PIPING (TYP.)

MEZZANINE DECK,
RE:  ARCH.

BCU-1

58"/29"

6" MINIMUM CONCRETE
HOUSEKEEPING PAD

3/4" CONDENSATE DRAIN TO 
DRAIN PIPING RISER IN 
ROOM (TYP.)

18"/24"

TRANSITION
AS REQ'D
(TYP.)

24"/18"

18"/10"

6"/32"

MATCH DEVICE
CONNECTION
SIZE (TYP.)

16"/16"

2x6 STRUCTURAL SUPPORT
PAD, SEE NOTES THIS SHEET.

HEATING WATER PIPING (TYP.)

14"/12"

BCU-2

EF-5

29"/58"

14"/58"

14"/14"

16"/16"

34"/18"

MEZZANINE ACCESS LADDER

ROOF - MEP
130' - 0"

2ND FLR - MEP
116' - 0"

REFRIGERANT
PIPING (TYP.)

34"/18"

16"/54"

18"/24"

1
8

"/
2
4
"

18"/48"

24"/36"

TRANSITION
AS REQ'D
(TYP.)

MATCH DEVICE
CONNECTION
SIZE (TYP.)
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SCALE: 1/8" = 1'-0"

SECTION THROUGH THIRD FLOOR E-W1 SCALE: 1/8" = 1'-0"

SECTION THROUGH THIRD FLOOR N-S2 SCALE: 1/8" = 1'-0"

SECTION THROUGH HALLWAY3
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