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EXISTING HEATING HOT
WATER BOILER TO BE 
DEMOLISHED, RE:
HVAC DRAWINGS.

EXISTING UNIT HEATER TO BE 
DEMOLISHED, RE: HVAC DRAWINGS.

EXISTING 2"
NATURAL
GAS PIPING

EXISTING
GAS METER
ASSEMBLY

NEW HEATING HOT
WATER BOILERS (725 
MBH EACH), RE:
HVAC DRAWINGS.

B-1

B-2

1 1/4" G
DROP
TO NEW
HVAC
BOILERS
(TYP.)

EXISTING
GAS METER
ASSEMBLY

CONNECT NEW 
GAS PIPING TO 
DOWNSTREAM 
SIDE OF GAS 
METER 
ASSEMBLY

NEW 1 1/2" GAS PIPING RISER 
TO ROOF, SEE ROOF PLANS 
FOR PIPING CONTINUATION.
SUPPORT PIPING AT 5'-0" ON-
CENTER SPACING (TYP.)

RTU-1

EXISTING ROOF DRAIN EXISTING ROOF DRAIN

PIPE SUPPORT (TYP.)

1 1/2" G

SUPPORT PIPING AT
EXTERIOR WALL AT
5'-0" ON-CENTER
SPACING (TYP.)

G.C. TO PAINT FULL
EXTERIOR OF PIPING
AND VISIBLE SUPPORTS
PER ARCHITECT'S
DIRECTION (TYP.)
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SCALE: 1/8" = 1'-0"

PARTIAL FIRST FLOOR DEMOLITION PLAN - PLUMBING1 SCALE: 1/8" = 1'-0"

PARTIAL FIRST FLOOR PLAN - PLUMBING2

SCALE: 1/8" = 1'-0"

PARTIAL ROOF PLAN - PLUMBING3
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