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SELECTED DETAILS FROM ADA/ABA
ACCESSIBILITY STANDARDS
DETAILS ARE TAKEN FROM THE 2010/2015 STANDARDS

FIGURE 302.3
ELONGATED OPENINGS IN FLOOR
OR GROUND SURFACES

FIGURE 302.2
CARPET PILE HEIGHT

FIGURE 303.2
VERTICAL CHANGE IN LEVEL

FIGURE 303.3
BEVELED CHANGE IN LEVEL 
AND THRESHOLDS

FIGURE 304.3.2
T-SHAPED TURNING SPACE

6
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CIRCULAR TURNING
SPACE

FIGURE 307.4
VERTICAL CLEARANCE

FIGURE 404.2.4.1
MANEUVERING CLEARANCE AT MANUAL
SWINGING DOORS AND GATES

SLOPES AT THE REQUIRED MANEUVERING CLEARANCE EXITS SHALL
NOT EXCEED 2% IN ANY DIRECTION.

FIGURE 404.2.4.2
MANEUVERING CLEARANCES AT
DOORWAYS w/o DOORS, SLIDING DOOR,
GATES AND FOLDING DOORS

FIGURE 404.2.4.3
MANEUVERING CLEARANCE AT
RECESSED DOORS AND GATES

FIGURE 305.3
CLEAR FLOOR OR
GROUND SPACE

FIGURE 404.2.6
DOORS IN SERIES AND GATES
IN SERIES

FIGURE 404.2.3
CLEAR WIDTH OF DOORWAYS

FIGURE 305.7.1
MANEUVERING
CLEARANCE
IN AN ALCOVE,
FORWARD APPROACH

FIGURE 305.5
POSITION OF CLEAR FLOOR
OR GROUND SPACE

FIGURE 308.2.1
UNOBSTRUCTED
FORWARD REACH

FIGURE 308.2.2
UNOBSTRUCTED HIGH
FORWARD REACH

FIGURE 308.3.1
UNOBSTRUCTED
SIDE REACH

FIGURE 308.3.2
UNOBSTRUCTED HIGH
SIDE REACH

FIGURE 307.2
LIMITS OF
PROTRUDING OBJECTS

FIGURE 307.3
POST-MOUNTED PROTRUDING
OBJECTS

FIGURE 306.2
TOE CLEARANCE

FIGURE 306.3
KNEE CLEARANCE

FIGURE 403.5.1
CLEAR WIDTH OF AN
ACCESSIBLE ROUTE

FIGURE 403.5.2
CLEAR WIDTH AT TURN

FIGURE 305.7.2 
MANEUVERING CLEARANCE 
IN ALCOVE, PARALLEL 
APPROACH
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NOTE: AVOID SIDE REACH TO ELEMENTS IN CORNERS

RECESSED OBJECTS

NOTE: AN ACCESSIBLE ROUTE MUST BE PROVIDED TO 
PROFESSIONAL OFFICES OF HEALTH CARE PROVIDERS 
REGARDLESS OF NUMBER OF STORIES OR FLOOR AREA

FIGURE 604.2
WATER CLOSET LOCATION

FIGURE 604.7
DISPENSER OUTLET
LOCATION

FIGURE 604.3.1
SIZE OF CLEARANCE AT
WATER CLOSETS

FIGURE 604.5.1
SIDE WALL GRAB BAR
AT WATER CLOSETS

FIGURE 604.5.2
REAR WALL GRAB BAR
AT WATER CLOSETS
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FIGURE 703.2.5
HEIGHT OF RAISED
CHARACTERS

FIGURE 703.3.2
POSITION OF BRAILLE

FIGURE 703.6
PICTOGRAM FIELD

FIGURE 703.4.1
CHARACTER HEIGHT

FIGURE 703.4.2
LOCATION OF TACTILE SIGNS
AT DOORS
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SELECTED DETAILS FROM ADA/ABA
ACCESSIBILITY STANDARDS CONT.
DETAILS ARE TAKEN FROM THE 2010/2015 STANDARDS

FIGURE 504.5
STAIR NOSINGS

FIGURE 505.10.1
TOP AND BOTTOM HANDRAIL
EXTENSION AT RAMPS

FIGURE 505.10.2
TOP HANDRAIL EXTENSION
AT STAIRS

FIGURE 607.5
BATHTUB CONTROL 
LOCATION

FIGURE 608.5.1
TRANSFER TYPE SHOHWER
COMPARTMENT CONTROL LOCATION

FIGURE 608.5.2
STANDARD ROLL-IN TYPE SHOWER
COMPARTMENT CONTROL LOCATION

FIGURE 505.4
HANDRAIL HEIGHT

FIGURE 505.5
HANDRAIL SECTION & 
CLEARANCE

FIGURE 608.2.1
TRANSFER TYPE SHOWER
COMPARTMENT SIZE
AND CLEARANCE

FIGURE 608.2.2
STANDARD ROLL-IN TYPE SHOWER
COMPARTMENT SIZE AND CLEARANCE

FIGURE 608.2.3
ALTERNATE ROLL-IN TYPE SHOWER
COMPARTMENT SIZE AND CLEARANCE

FIGURE 608.3.1
GRAB BARS FOR TRANSFER
TYPE SHOWERS

FIGURE 608.3.2
GRAB BARS FOR STANDARD ROLL-IN
TYPE SHOWERS

FIGURE 604.2
WATER CLOSET LOCATION

FIGURE 604.7
DISPENSER OUTLET
LOCATION

FIGURE 604.3.1
SIZE OF CLEARANCE AT
WATER CLOSETS

FIGURE 604.5.1
SIDE WALL GRAB BAR
AT WATER CLOSETS

FIGURE 604.5.2
REAR WALL GRAB BAR
AT WATER CLOSETS

FIGURE 610.3.2
L-SHAPED SHOWER SEAT

FIGURE 610.3.1
RECTANGULAR SHOWER SEAT

FIGURE 608.5.3
ALTERNATE ROLL-IN TYPE SHOWER
COMPARTMENT CONTROL LOCATION

FIGURE 604.8.2
AMBULATORY ACCESSIBLE
TOILET COMPARTMENT

FIGURE 605.2
HEIGHT AND DEPTH OF URINAL

FIGURE 604.8.1.1
SIZE OF WHEELCHAIR ACCESSIBLE
TOILET COMPARTMENT

FIGURE 604.8.1.2
WHEELCHAIR ACCESSIBLE
TOILET COMPARTMENT DOORS

FIGURE 604.8.1.4
WHEELCHAIR ACCESSIBLE TOILET
COMPARTMENT TOE CLEARANCE

FIGURE 602.5
DRINKING FOUNTAIN SPOUT LOCATION

FIGURE 607.2
CLEARANCE FOR BATHTUBS

FIGURE 607.4.1
GRAB BARS FOR BATHTUBS WITH
PERMANENT SEATS

FIGURE 607.4.2
GRAB BARS FOR BATHTUBS WITH
REMOVABLE IN-TUB SEATS

FIGURE 608.3.3
GRAB BARS FOR ALTERNATE
ROLL-IN TYPE SHOWERS

FIGURE 703.2.5
HEIGHT OF RAISED
CHARACTERS

DETECTABLE WARNING SURFACES AT PLATFORM BOARDING EDGES 
SHALL BE 24 INCHES (610 mm) WIDE AND SHALL EXTEND THE FULL LENGTH 
OF THE PUBLIC USE AREAS OF THE PLATFORM.

FIGURE 705.1
SIZE AND SPACING OF TRUNCATED DOMES

FIGURE 703.3.2
POSITION OF BRAILLE

FIGURE 703.6
PICTOGRAM FIELD

FIGURE 703.4.1
CHARACTER HEIGHT

FIGURE 703.4.2
LOCATION OF TACTILE SIGNS
AT DOORS

FIGURE 505.10.3
BOTTOM HANDRAIL 
EXTENSION AT STAIRS

4" - 6" PERIMETER

ROUNDED 
EDGES

2 1/4" 
max

NON-CIRCULAR CROSS 
SECTION

NOTE: AN ACCESSIBLE ROUTE MUST BE PROVIDED TO 
PROFESSIONAL OFFICES OF HEALTH CARE PROVIDERS 
REGARDLESS OF NUMBER OF STORIES OR FLOOR AREA
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CONTRACTOR TO FOLLOW THE FOLLOWING WALL PRIORITIES:

• 2 HOUR WALLS SHALL MAINTAIN CONTINUITY OVER 1 HOUR WALLS

• 1 HOUR WALLS SHALL MAINTAIN CONTINUITY  OVER SMOKE PARTITIONS

• SMOKE PARTITIONS SHALL MAINTAIN CONTINUNITY OVER ADJACENT NON-RATED WALLS

• METAL STUD GAUGE SHALL BE 20 OR GREATER PER SSMA

• AT RATED WALLS - DOOR FRAME THROAT SIZE TO BE VERIFIED BY CONTRACTOR

• STUD SIZES VARY, REF. PLANS & UL ASSEMBLY REQUIREMENTS

• GYPSUM BOARD SHALL BE 5/8" TYPE X UNLESS OTHERWISE NOTED, SPECIFIED, OR REQUIRED

• SEAL ALL PENETRATIONS

• REFERENCE PLANS FOR LOCATIONS.

• PROVIDE COATED GLASS MAT TILE BACKER BOARD AT ALL SHOWER & WET AREAS AND AS 
BACKER FOR CERAMIC WALL TILE.   TOILET & SINK AREAS TO RECEIVE MOISTURE-RESISTANT 
GYP BOARD. PROVIDE 20GA. STUDS AS REQUIRED IN TCNA AND GA-216.

• PROVIDE 20GA. DOUBLE STUDS FULL HEIGHT AT ALL INTERIOR DOOR JAMBS.

PARTITION GENERAL NOTES:

2-HOUR RATED 
WALL

1-HOUR RATED 
WALL

1-HOUR RATED 
WALL

NON-RATED 
WALL

TYPICAL CONTINUITY DETAILS

ACOUSTIC 
WALL

NON-RATED 
WALL

ACOUSTIC 
WALL

NON-RATED 
WALL

PROVIDE ACOUSTICAL SEALANT AT 

ALL ACOUSTIC WALLS/ PARTITIONS

PROVIDE SOUND ATTENUATION 

BATT INSULATION AT ALL ACOUSTIC 

WALLS/ PARTITIONS REF. SPEC

ELECTRICAL BOXES ON OPPOSITE SIDES OF 

PARTITION SHALL BE SEPARATED BY A HORIZONTAL 

DISTANCE OF NOT LESS THAN 24" (REF. ELECTRICAL)

25 GAUGE METAL STUDS SPACED AT 24" OC

ACOUSTIC INSULATION, REF. SPEC

2' - 0"

MAINTAIN 
CONTINUITY OF 
LAYERS, TYP.

MAINTAIN 
CONTINUITY OF 
LAYERS, TYP.

MAINTAIN 
CONTINUITY OF 
LAYERS, TYP.

ACOUSTIC BATT 
INSULATION WHERE 
INDICATED ON PLANS

ACOUSTIC BATT 
INSULATION WHERE 
INDICATED ON PLANS

TYPICAL RECEPTACLE LOCATION PLAN DETAIL

TYPICAL CONTINUITY PLAN DETAIL 
@ 2-HR & 1-HR RATED WALLS

TYPICAL CONTINUITY PLAN DETAIL 
@ 1-HR & NON-RATED WALLS

TYPICAL CONTINUITY PLAN DETAIL 
@ ACOUSTIC & NON-RATED WALLS

TYPICAL CONTINUITY PLAN DETAIL 
@ ACOUSTIC & NON-RATED WALLS

EXPANSION JOINT, 
TYP.

EXPANSION JOINT, 
TYP.

BASE (REF. FINISH INFORMATION & SCHEDULE)

METAL RUNNER TRACK, (TYP)

METAL STUDS

(2) LAYERS 5/8" GYPSUM BOARD

DUCTWORK (REF. MECHANICAL)

SOUND BATT INSULATION

CEILING TYPE VARIES (REF. RCP & SCHEDULES), TYP.

ACOUSTICAL SEALANT

STRUCTURAL DECK ABOVE MAY VARY - FIELD 

VERIFY

E3 PROVIDE 3 5/8" STUDS

E6 PROVIDE 6" STUDS

E8 PROVIDE 8" STUDS

ACOUSTIC SEALANT

DEFLECTION HEAD TRACK - TYP.

5/8" GYPSUM BOARD

BASE (REF. FINISH INFORMATION & SCHEDULE)

METAL RUNNER TRACK, (TYP)

METAL STUDS

5/8" GYPSUM BOARD (EACH SIDE)

DUCTWORK (REF. MECHANICAL)

SOUND BATT INSULATION

ACOUSTIC SEALANT

STRUCTURAL DECK ABOVE MAY VARY - FIELD 

VERIFY

DEFLECTION HEAD TRACK - TYP.

ACOUSTICAL SEALANT

CEILING TYPE VARIES (REF. RCP & 

SCHEDULES), TYP.

C1 PROVIDE 1 5/8" STUDS

C2 PROVIDE 2 1/2" STUDS

C3 PROVIDE 3 5/8" STUDS

C6 PROVIDE 6" STUDS

C8 PROVIDE 8" STUDS

BASE (REF. FINISH INFORMATION & 

SCHEDULE)

METAL RUNNER TRACK, (TYP)

METAL STUDS

5/8" GYPSUM BOARD

F1 PROVIDE 1 5/8" STUDS

F2 PROVIDE 2 1/2" STUDS

F3 PROVIDE 3 5/8" STUDS

DUCTWORK (REF. MECHANICAL)

STRUCTURAL DECK ABOVE MAY VARY - FIELD 

VERIFY

DEFLECTION HEAD TRACK - TYP.

CEILING TYPE VARIES (REF. RCP & 

SCHEDULES), TYP.

BASE (REF. FINISH INFORMATION & 

SCHEDULE)

METAL RUNNER TRACK, (TYP)

METAL STUDS

5/8" GYPSUM BOARD (EACH SIDE) U.N.O.

A3 PROVIDE 3 5/8" STUDS

A6 PROVIDE 6" STUDS

DUCTWORK (REF. MECHANICAL)

STRUCTURAL DECK ABOVE MAY VARY - FIELD 

VERIFY

DEFLECTION HEAD TRACK - TYP.

CEILING TYPE VARIES (REF. RCP & 

SCHEDULES), TYP.

BASE (REF. FINISH INFORMATION & SCHEDULE)

METAL STUDS

5/8" GYPSUM BOARD (EACH SIDE)

DUCTWORK (REF. MECHANICAL)

G3 PROVIDE 3 5/8" STUDS

G6 PROVIDE 6" STUDS

CEILING TYPE VARIES (REF. RCP & 

SCHEDULES), TYP.

METAL RUNNER TRACK, (TYP)

BRACE TO STRUCTURE @ 4'-0" OC, 

TYP

BASE (REF. FINISH INFORMATION & 

SCHEDULE)

METAL RUNNER TRACK, (TYP)

METAL STUDS

5/8" GYPSUM BOARD (EACH SIDE) U.N.O.

R
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S

METAL RUNNER TRACK

B1 PROVIDE 1 5/8" STUDS

B2 PROVIDE 2 1/2" STUDS

B3 PROVIDE 3 5/8" STUDS

METAL TUBE SUPPORT - REF 

PLANS

BASE (REF. FINISH INFORMATION & SCHEDULE)

METAL STUDS

5/8" GYPSUM BOARD (EACH SIDE)

DUCTWORK (REF. MECHANICAL)

D3 PROVIDE 3 5/8" STUDS

D6 PROVIDE 6" STUDS

SOUND BATT INSULATION

CEILING TYPE VARIES (REF. RCP & 

SCHEDULES), TYP.

METAL RUNNER TRACK, (TYP)

ACOUSTICAL SEALANT

BRACE TO STRUCTURE @ 4'-0" OC, 

TYP4
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1" = 1'-0"
E

TYPICAL ACOUSTIC ASSEMBLY (50-STC) TYPE "E"
1" = 1'-0"

C
TYPICAL ACOUSTIC ASSEMBLY (45-STC) TYPE "C"

1" = 1'-0"
F

TYPICAL FULL HEIGHT FURRING TYPE "F"

1" = 1'-0"
A

TYPICAL FULL HEIGHT PARTITION TYPE "A"

1" = 1'-0"
G

TYPICAL PARTIAL HEIGHT FURRING TYPE "G"

1" = 1'-0"
B

TYPICAL PARTIAL HEIGHT PARTITION TYPE "B"

1" = 1'-0"
D

TYPICAL PARTIAL HEIGHT PARTITION TYPE "D"
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LEGEND FOR WALL TAGS

WALL TYPE:

X WALL TAG DENOTES WALL/PARTITION ASSEMBLY TYPE. REFERENCE TYPICAL PARTITIONS, DETAILS, AND SPECIFICATIONS.
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7TH FLOOR

N

4' 8' 16'

1/8" = 1'-0"

0'

1/8" = 1'-0"
A

7TH FLOOR ANNOTATION PLAN - AREA B

1/4" = 1'-0"
1

7TH FLOOR ANNO/DIM ICU ROOM 100.972
1/4" = 1'-0"

2
7TH FLOOR ANNO/DIM ICU ROOM 100.588

2' 4' 8'0'

1/4" = 1'-0"

2' 4' 8'0'

1/4" = 1'-0"

No. Date Description
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A6.1

CAULKING @ EA. SIDE

HEADER, REF. STRUCT.

H.M. FRAME W/ MIN. 3 
ANCHORS EA. SIDE -
REF. SCHED.

DOOR PER SCHED.

GYP. BD. & MTL. STUD WALL 
PER PART. SCHED.

CAULKING @ EA. SIDE

DOOR PER SCHED.

H.M. FRAME W/ MIN. 3 
ANCHORS EA. SIDE -
REF. SCHED.

GYP. BD. & MTL. STUD WALL 
PER PART. SCHED.

20 GA. DBL STUDS @ 
JAMBS, TYP.

U
.N

.O
.

4
" 

T
Y

P
.

5/8" GYP BD

6" FACED BATT INSUL.

BLDG. WRAP OVER 5/8" EXT GYP 
SHEATHING ON 6" STRUCT. MTL. 
STUDS @ 16" O.C.

FACE BRICK W/ BRICK TIES 
@ 16" O.C. BOTH HORIZ. & 
VERT. - REF. SPECS

SEALANT & 
BACKER ROD

20 GA. MIN. DBL. 
STUDS @ JAMB

CAULKING
H.M. FRAME W/ MIN. 3 
ANCHORS EA. SIDE -
REF. SCHED.

DOOR PER SCHED.

5"

PT 2x BLKN'G.

6" 8"

1' - 2"

WRAP ALL EXT. OPENINGS W/ 
FLEXIBLE ADHESIVE FLASHING 
OVER SHEATHING & INTO ROUGH 
OPNG, TYP.

FACED BATT INSUL.

DOOR PER SCHED.

H.M. FRAME W/ MIN. 3 
ANCHORS EA. SIDE -
REF. SCHED.

5/8" GYP BD ON 6" MTL. 
STUDS @ 16" O.C.

1/2" CEMENT BOARD OVER 
TYVEX DRAINAGE WRAP 
OVER 5/8" GYP. BD. 
SHEATHING - REF. SPECS

SPLIT-FACED CMU W/TIES @ 
16" O.C. BOTH HORIZ. & 
VERT. - REF. SPECS

20 GA. MIN. DBL. 
STUDS @ JAMB

1 1/2" RIGID INSUL. ON 5/8" 
EXT. GYP. BD. SHEATHING -
REF. SPECS

BACKER ROD & SEALANT

8"

PT WD. SHIM AS REQ'D.

5/8" GYP BD

6" FACED BATT INSUL.

BLDG. WRAP OVER 5/8" EXT GYP 
SHEATHING ON 6" STRUCT. MTL. 
STUDS @ 16" O.C.

FACE BRICK W/ BRICK TIES 
@ 16" O.C. BOTH HORIZ. & 
VERT. - REF. SPECS

SEALANT & BACKER ROD

20 GA. MIN. DBL. 
STUDS @ JAMB

CAULKING

ANODIZED ALUM. STOREFRONT OR 
CURTAINAWLL W/ 1" INSUL. 
GLAZING, TYP.

6" 6"

1' - 0"

3"

WRAP ALL EXT. OPENINGS W/ 
FLEXIBLE ADHESIVE FLASHING 
OVER SHEATHING & INTO ROUGH 
OPNG, TYP.

5/8" GYP BD

6" FACED BATT INSUL.

SEALANT & 
BACKER ROD

20 GA. MIN. DBL. 
STUDS @ JAMB

GROUT

H.M. FRAME W/ 
MIN. 3 ANCHORS 
EA. SIDE - REF. 
SCHED.

DOOR PER 
SCHED.

WRAP ALL EXT. OPENINGS W/ 
FLEXIBLE ADHESIVE FLASHING 
OVER SHEATHING & INTO 
ROUGH OPNG, TYP.

EIFS (2" THICKNESS) W/ MOISTURE 
DRAINAGE SYSTEM OVER LIQUID 
APPLIED MEMBRANE ON 5/8" EXT. 
GYP. BD. SHEATHING ON 6" 
STRUCT. MTL. STUDS @ 16" O.C. -
REF. SPECS.

REINFORCING 
MESH WRAPPED TO 
BACKSIDE MIN. 2"

5/8" GYP BD

6" FACED BATT INSUL.

BLDG. WRAP OVER 5/8" EXT GYP 
SHEATHING ON 6" STRUCT. MTL. 
STUDS @ 16" O.C.

FACE BRICK W/ BRICK TIES 
@ 16" O.C. BOTH HORIZ. & 
VERT. - REF. SPECS

SEALANT & BACKER ROD

CONT. THRU-WALL 
FLASHING W/ WEEPS 
@ 24" O.C.

MTL. STUD BOX LINTEL -
REF STRUCT

STL. LINTEL - REF. 
STRUCT.

CAULKING
4" H.M. HEAD FRAME W/ MIN. 
3 ANCHORS EA. SIDE - REF. 
SCHED.

DOOR PER SCHED.

FOAM INSUL., TYP.

6" 6"

1' - 0"

3"

WRAP ALL EXT. OPENINGS W/ 
FLEXIBLE ADHESIVE FLASHING 
OVER SHEATHING & INTO 
ROUGH OPNG, TYP.

GYP. BD. & MTL. STUD WALL PER 
PART. SCHED.

ALUM. FRAME - REF. SCHED.

SHIM, AS REQUIRED

20 GA. DBL STUDS @ 
JAMB, TYP.

GLAZING - REF. SCHED. 
& SPECS

CAULK JT @ EA. SIDE

J-MOLD, TYP. EA. SIDE

SHIM AS REQ'D

ALUM. FRAME - REF. SCHED.

ALUM. DOOR - REF. SCHED.

GLAZING, REF. SCHED. & SPECS

CAULKING @ EA. SIDE

GYP. BD. & MTL. STUD WALL 
PER PART. SCHED.

DBL. 20 GA. MTL. STUDS @ 
JAMB, TYP.

J-MOLD EA. SIDE, TYP.

COMPRESSIBLE FILLER

SEALANT

A.D.A. COMPLIANT 
ALUM. THRESHOLD SET 
IN MASTIC

INTERIOR EXTERIOR

ALUM DOOR PER SCHED.

1/4"/FT.

1/2" EXP. JOINT

GLAZING - REF. SCHED. 
& SPECS
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1/4" = 1'-0"
DOOR FRAME ELEVATIONS

1/4" = 1'-0"
DOOR TYPE ELEVATIONS

1/4" = 1'-0"
W1

WINDOW ELEVATIONS

GENERAL DOOR NOTES

# NOTE

1. AT RATED WALLS - DOOR FRAME THROAT SIZE TO BE VERIFIED BY CONTRACTOR.

2. DOORS, DOOR HARDWARE, AND DOOR SYSTEMS MUST BE COORDINATED WITH MERCY
DOOR HARDWARE CONSULTANT AND STANLEY SECURITY SYSTEMS.

3. ALL DOORS TO BE SOLID CORE WOOD DOORS, TYPICAL UNLESS OTHERWISE NOTED.

4. ALL DOOR FRAMES TO BE 2" PAINTED HOLLOW METAL WELDED FRAMES, TYPICAL,
UNLESS OTHERWISE NOTED.

5. USE 2" PAINTED HOLLOW METAL WELDED BLANK FRAMES AT ALL CASED OPENINGS,
TYPICAL, UNLESS OTHERWISE NOTED.

6. ALL DOOR HARDWARE TO BE BRUSHED STAINLESS STEEL FINISH THROUGHOUT,
UNLESS NOTED OTHERWISE.

7. ALL WOOD DOOR CLOSERS TO BE SURFACE MOUNTED UNLESS OTHERWISE NOTED.

8. ALL GLASS DOORS TO HAVE TOP AND BOTTOM PIVOTS AND CONCEALED CLOSERS IN
HEAD UNLESS OTHERWISE NOTED.  COORDINATE DETAILS IN PARTITION / SOFFIT TO
ACCOMMODATE CONCEALED HARDWARE.

9. MAXIMUM UNDERCUT ON EXTERIOR DOORS SHALL BE 3/8" TO ACCOMMODATE ADA
THRESHOLD.

10. ALL LOCKS SHALL BE MATERKEYED TO OWNERS SATISFACTION.

11 WEATHERSTRIP ALL EXTERIOR DOOR & FRAMES, UNLESS NOTED OTHERWISE.

1 1/2" = 1'-0"
1

HM DOOR (HEAD)
1 1/2" = 1'-0"

2
HM DOOR (JAMB)

1 1/2" = 1'-0"
3

BRICK ON MTL STUD @ HM DR (JAMB)

1 1/2" = 1'-0"
5

SPLIT-FACE CMU ON MTL STUD (JAMB)

1 1/2" = 1'-0"
4

BRICK ON MTL STUD @ ALUM WINDOW (JAMB)

1 1/2" = 1'-0"
X7

EIFS ON MTL STUD (JAMB)
1 1/2" = 1'-0"

6
BRICK ON MTL STUD @ HM (HEAD)

1 1/2" = 1'-0"
7

ALUM STOREFRONT INTERIOR (HEAD/JAMB)

1 1/2" = 1'-0"
13

ALUM DR & SIDELT (JAMB)
1 1/2" = 1'-0"

20
ALUM DR TO EXTERIOR (SILL)

No. Date Description
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DOOR SCHEDULE

DOOR
NO. SIZE HDWR SET FIRE RATING

DOOR FRAME DETAILS

REMARKSTYPE MAT'L GLASS TYPE MAT'L GLASS HEAD JAMB THRESHOLD

701.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

701A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

702.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

702A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

703.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

703A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

704.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

704A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

705 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

705.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

706.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

706A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

707.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

707A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

708.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

708A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

709.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

709A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

710.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

710A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

711.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

711A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

712.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

712A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

714.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

714.2A 6'-0" x 7'-8" UNIT G ALUM - ALUM

714A 6'-0" x 7'-8" UNIT G ALUM - ALUM

715.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

715.2A 6'-0" x 7'-8" UNIT G ALUM - ALUM

715A 6'-0" x 7'-8" UNIT G ALUM - ALUM

716.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

716.2A 6'-0" x 7'-8" UNIT G ALUM - ALUM

716A 6'-0" x 7'-8" UNIT G ALUM - ALUM

717.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

717.2A 6'-0" x 7'-8" UNIT G ALUM - ALUM

717A 6'-0" x 7'-8" UNIT G ALUM - ALUM

718.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

718A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

719.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

719A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

720.1A 4' x 7'-0" x 1 3/4" F 4 HM 1 2

720A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

721A 3'-0" x 7'-0" x 1 3/4" A WD 1 HM 1 2

722.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

722A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

723.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

723A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

724.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

724A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

725.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

725A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

726.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM 1 2

726A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

727.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM

727A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

728.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM

728A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

729.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM

729A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

730.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM

730A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

731.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM

731A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

732 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

732.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM

733.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM

733A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

734.1A 4' x 7'-0" x 1 3/4" F WD 4 ALUM

734A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" A WD 5 HM 1 2

7501A 3'-6" x 7'-0" x 1 3/4" PR 45 MIN H WD 6 HM

7503A 3'-0" x 7'-0" x 1 3/4" A WD 1 HM 1 2

7504A 3'-6" x 7'-0" x 1 3/4" A WD 1 HM

7505A 3'-6" x 7'-0" x 1 3/4" A WD 1 HM

7506A 3'-0" x 7'-0" x 1 3/4" PR H WD 6 HM

7517A 3'-0" x 7'-0" x 1 3/4" A WD 1 HM 1 2

7518A 3'-0" x 7'-0" x 1 3/4" A WD 1 HM 1 2

7519A 3'-0" x 7'-0" x 1 3/4" A WD 1 HM 1 2

7520A 3'-6" x 7'-0" x 1 3/4" 45 MIN A WD 1 HM

7521A 3'-6" x 7'-0" x 1 3/4" A WD 1 HM

7522A 3' - 1" x 7' - 0" x 1 3/4" F WD 4 ALUM

7523A 3'-6" x 7'-0" x 1 3/4" A WD 1 HM

7524A 3'-0" x 7'-0" x 1 3/4" A WD 1 HM 1 2

7603A 3'-6" x 7'-0" x 1 3/4" A WD 1 HM

7604A 3'-6" x 7'-0" x 1 3/4" A WD 1 HM

7605.1A 3'-6" x 7'-0" x 1 3/4" A WD 1 HM

7605A 3'-6" x 7'-0" x 1 3/4" A WD 1 HM

7606A 3'-6" x 7'-0" x 1 3/4" A WD 1 HM

7716A 3'-0" x 7'-0" x 1 3/4" A WD 1 HM 1 2

7717A 3'-0" x 7'-0" x 1 3/4" 45 MIN A WD 1 HM 1 2

7718A 3'-0" x 7'-0" x 1 3/4" A WD 1 HM 1 2

7719A 3'-0" x 7'-0" x 1 3/4" 45 MIN A WD 1 HM 1 2

7720-A 3'-0" x 7'-0" x 1 3/4" 45 MIN A WD 1 HM 1 2

7720-B 3'-0" x 7'-0" x 1 3/4" 45 MIN A WD 1 HM 1 2

7801-A 4' 0" x 7' 0" x 1 3/4" + 2' 0" x 7' 0" x 1 3/4" 45 MIN A WD 5 HM 1 2

7820A 3'-0" x 7'-0" x 1 3/4" 45 MIN A WD 1 HM 1 2

7821A 3'-0" x 7'-0" x 1 3/4" A WD 1 HM 1 2

7822A 4'-0" x 7'-0" x 1 3/4" 45 MIN E WD 1 HM

7823A 3'-6" x 7'-0" x 1 3/4" A WD 1 HM

7824A 3'-6" x 7'-0" x 1 3/4" A WD 1 HM

7825A 3'-0" x 7'-0" x 1 3/4" 45 MIN A WD 1 HM 1 2

7826A Interior - Double Barn Slider I WD 7 ALUM

C780A 3'-6" x 7'-0" x 1 3/4" PR 20 MIN J WD 8 HM

C-750A 3'-6" x 7'-0" x 1 3/4" PR 20 MIN J WD 8 HM
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1. SOFFIT ACCENT COLORS WILL BE NOTED ON OVERALL AND ENLARGED REFLECTIVE 
CEILING PLANS AND/OR INTERIOR ELEVATIONS.

2. REF. MECHANICAL FOR FIRE SPRINKLERS, EXIT SIGNS & SMOKE DETECTORS

3. PROVIDE SOUND BATTS IN EXAM ROOMS, PROCEDURE ROOMS, CONFERENCE 
ROOMS, TOILET ROOMS, AND OFFICES UNLESS NOTED OTHERWISE.

4. REF. ELECTRICAL AND MECHANICAL DRAWINGS FOR DEVICES IN CEILINGS 
REQUIRING COORDNIATION.

5. COORDINATE LOW VOLTAGE SYSTEMS W/ OWNER.

6. REF. NURSE CALL REFERENCE DRAWINGS FOR COORDINATION.

7. COORDINATE FIRE ALARM AND HORN/ STROBE/ EMERGENCY LIGHTS WITH    
ELECTRICAL.

8. SAT CEILING AND GRID, REF. FINISH SCHEDULE

9. NOT ALL CEILING DETAILS MAY BE USED. REFER TO REFLECTED CEILING PLAN(S) FOR 
LOCATIONS.

10. ROOM TAG DEPICTS CEILING MATERIAL/ FINISH. REFERENCE COLOR SCHEDULE KEY 
FOR FINISH INFORMATION.
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1. SOFFIT ACCENT COLORS WILL BE NOTED ON OVERALL AND ENLARGED REFLECTIVE 
CEILING PLANS AND/OR INTERIOR ELEVATIONS.

2. REF. MECHANICAL FOR FIRE SPRINKLERS, EXIT SIGNS & SMOKE DETECTORS

3. PROVIDE SOUND BATTS IN EXAM ROOMS, PROCEDURE ROOMS, CONFERENCE 
ROOMS, TOILET ROOMS, AND OFFICES UNLESS NOTED OTHERWISE.

4. REF. ELECTRICAL AND MECHANICAL DRAWINGS FOR DEVICES IN CEILINGS 
REQUIRING COORDNIATION.

5. COORDINATE LOW VOLTAGE SYSTEMS W/ OWNER.

6. REF. NURSE CALL REFERENCE DRAWINGS FOR COORDINATION.

7. COORDINATE FIRE ALARM AND HORN/ STROBE/ EMERGENCY LIGHTS WITH    
ELECTRICAL.

8. SAT CEILING AND GRID, REF. FINISH SCHEDULE

9. NOT ALL CEILING DETAILS MAY BE USED. REFER TO REFLECTED CEILING PLAN(S) FOR 
LOCATIONS.

10. ROOM TAG DEPICTS CEILING MATERIAL/ FINISH. REFERENCE COLOR SCHEDULE KEY 
FOR FINISH INFORMATION.
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KEY 

FINISH PLAN & SCHEDULE: GENERAL NOTES

A. ALL FLOORING TRANSITIONS OCCUR AT THE CENTERLINE OF THE DOOR. FLOOR COVERINGS SHALL BE BUILT UP OR CUT DOWN TO EXISTING SLAB TO HAVE MINIMAL HEIGHT TRANSITIONS.
B. REFERENCE FLOOR FINISH PLAN FOR FLOOR FINISH PATTERNS.
C. REFERERENCE SPECIFICATIONS, ELEVATIONS, AND DETAIL DRAWINGS FOR SPECIAL MATERIALS.
D. WOOD GRAIN LAMINATES TO BE INSTALLED WITH WOOD GRAIN RUNNING VERTICALLY U.N.O.
E. REFER TO ELEVATIONS FOR TILE PATTERNS.
F. ALL SOFFITS ABOVE WALL AND TALL CABINETS TO BE PLASTIC LAMINATE. TO BE INSTALLED FLUSH WITH CABINET DOORS AND OVERHANG FINISHED END BY 3/4". 
G. REFERENCE RCP FOR CEILING HEIGHTS AND SOFFIT ACCENT PAINT LOCATIONS.
H.ALL GYP BD CEILINGS TO BE PAINTED PURE WHITE (SW6126), U.N.O.
I. PROVIDE CAULK JOINT TCNA EJ171 AT ALL INSIDE AND OUTSIDE TILED CORNERS (INSIDE CORNERS: BETWEEN TILE TO TILE; OUTSIDE CORNERS: BETWEEN TILE AND METALTRIM). 
J. INSTALL SCHLUTER TRIM AT ALL OUTSIDE CORNERS, COVE, AND TOP OF TILE.
K. PROVIDE CAULK AT FLOORING ADJACENT TO DOOR JAMBS FOR SMOOTH INSTALLATION, FREE OF GAPS.
L. REFER TO FINISH PLAN AND/OR ELEVATIONS FOR MULTIPLE FINISH LOCATIONS AND ADDITIONAL MATERIALS NOT NOTED IN SCHEDULE.
M.  CONTRACTOR'S RESPONSIBILITY TO NOTIFY ARCHITECT/DESIGNER OF ANY DISCREPENCY BETWEEN FINISH SCHEDULE, PLANS AND ELEVATIONS BEFORE PROCEEDING WITH WORK.
N.  ANY DIMENSIONAL ADJUSTMENT NEEDED TO UPPER OR LOWER MILLWORK TO PROVIDE PROPER OPERATION OF THE MILLWORK & ITS ACCESSORIES IS THE RESPONSIBILITY OF THE MILLWORK SUPPLIER. 
O.  NOTE: THIS PLAN DEPICTS FLOOR FINISH MATERIALS & ACCENT PAINT LOCATIONS IN AREAS OF SPECIAL SIGNIFICANCE (IE. BORDER AREAS, PATTERNS, AND MATERIAL CHANGES WITHIN A SINGLE ROOM OR   
      SPACE).
P.  FINISH TAGS & FINISH SCHEDULE INDICATE FIELD FINISHES OF EACH ROOM ONLY, REFERENCE FINISH PLAN FOR ACCENTS AND SPECIAL MATERIALS.
Q. CONTRACTOR TO NOTIFY ARCHITECT DURING BIDDING OR PRIOR TO DETERMINATION OF GMP FOR ANY DISCREPENCIES WITHIN DRAWINGS REGARDING FINISHES AND MATERIALS.
R.  CONTRACTOR TO VERIFY LEAD TIMES OF MATERIALS AT COMPLETION OF THE GMP OR BIDDING & NOTIFY ARCHITECT OF ANY DELAYS SO A SOLUTION CAN BE REACHEED IN A TIMELY MANNER TO MINIMIZE     
     SCHEDULE IMPACTS.
S.  FLOOR FINISH AS INDICATED ON FINISH PLAN TO BE CONTINUOUSLY INSTALLED AND EXTEND UNDERNEATH OPEN MILLWORK, TYPICAL, U.N.O.
T. INSTALL ALL WALL CORNER GUARDS, END GUARDS, & ANGLE GUARDS ABOVE FLOOR BASE. 
U. INSTALL ALL RIGID VINYL SHEET ACCORDING TO MANUFACTURER'S INSTRUCTIONS. 
V. REFER TO COLOR SCHEDULE KEY AND SPECIFICATIONS MANUAL FOR WALL PROTECTION MANUFACTURER, SIZE & COLOR.
W. ENSURE OUTLETS, MED GAS, AND ANY WALL MOUNTED EQUIPMENT DOES NOT OVERLAP THE THE TOP EDGE OF WALL PROTECTION.

CASEWORK FINISH TAG:

X

X 

REFERS TO HORIZONTAL 
MILLWORK SURFACE

REFERS TO VERTICAL 
MILLWORK SURFACE

REFERS TO FIELD WALL FINISH

REFERS TO FLOOR FINISH

REFERS TO WALL BASE TYPEX

ROOM FIELD FINISH TAG:

X

X 

ALT-X

ALTERNATE TAG:

REFERS TO ALTERNATE #. 
REF. SPEC

SUGGESTED FLOORING DIRECTION

FLOOR FINISHES:

XX.XX

CASEWORK TYPE TAG:
CASEWORK TYPE;
REFERENCE COHEN MILLWORK 
CATALOG

WALL PROTECTION TAG:

REFERS TO WALL PROTECTION TYPE. 
REF. COLOR SCHEDULE KEY

XXX

MERCY STANDARD INTERIOR FINISH NOTES:

1. REPRESENTATIVES LISTED ARE PRIVY TO STOCK AVAILABILITY AND MERCY PRICING AND SHOULD BE CONTACTED IN COMBINATION WITH LOCAL REPRESENTATION IF APPLICABLE.
2. ALL FLOORING PATTERN/GRAIN TO RUN IN SAME DIRECTION WITHIN A ROOM OR CONNECTED SPACE. DO NOT CHECKERBOARD PRODUCTS, MONOLITHIC OR BRICK INSTALLATION PER MANUFACTURER’S 
RECOMMENDATIONS. CARPET TILE INSTALLATION PER MANUFACTURER’S RECOMMENDATIONS. IN CORRIDORS,THE FLOORING GRAIN SHOULD RUN CROSS 
CORRIDOR INSTEAD OF DOWN THE CORRIDOR. SEE FLOOR FINISH PLANS FOR DIRECTIONS.
3. FOR ALL PORCELAIN TILE AND RESILIENT FLOORING, CENTER TILES WITHIN ROOM WITH EQUAL CUTTERS ON OPPOSITE SIDES AS SHOWN ON PLAN.
4. ALL PORCELAIN TILE AND CERAMIC TILE SHOULD USED A BRICK OR 1/3 RUNNING BOND INSTALLATION METHOD. LARGE FORMAT TILE SHOULD BE INSTALLED WITH A 1/3 RUNNING BOND INSTALLATION METHOD.
5. WHERE PORCELAIN TILE IS USED AS A BASE, USE COVE BASE AND OFFSET GROUT JOINT TO “BRICK” FLOOR TILE BELOW, TYPICAL.
6. PROVIDE APPROPRIATE ADA COMPLIANT TRANSITION/REDUCER STRIPS AND MATCH ADJACENT FLOORING MATERIALS.
7. WHERE METAL IS CALLED OUT AND/OR IS EXPOSED, IT IS TO BE BRUSHED STAINLESS STEEL FINISH.
8. ALL HARDWARE TO BE BRUSHED STAINLESS STEEL FINISH.
9. FOR ANY MATERIALS WITH NATURAL VARIATION (IE: STONE, WOOD, ETC.), CONTRACTOR TO LAY OUT MATERIAL ON FLOOR FOR DESIGNER TO REVIEW THAT MATERIAL IS WELL BLENDED PRIOR TO 
INSTALLATION.
10.  FABRIC WRAPPED PANELS MAY BE APPLIED TO PARTITIONS BY VELCRO, Z-CLIPS OR DIRECT GLUE METHOD.
11. MANUAL ROLLER SHADES TYPICAL THROUGHOUT. MOTORIZED SHADES AT GALLERY/ WAITING AREAS.
12. TYPICAL PAINT SHEENS NOTED BELOW:

- WALL SURFACES (EGGSHELL)
- DOOR FRAMES (EXPOXY SEMIGLOSS)
- CEILING SURFACES/ EXPOSED STRUCTURE (FLAT)

13. ELECTRICAL/COMMUNICATION DEVICES SHOULD BE WHITE THROUGHOUT. FOR SMALL RENOVATIONS, MATCH EXISTING WHERE APPROPRIATE.
14. FLOORING TRANSITIONS AT DOOR LOCATIONS TO BE CENTERED UNDER DOOR WHEN CLOSED.
15. TYPICAL MILLWORK BRACKETS A & M HARDWARE, UNDER- COUNTER BRACKETS 

•  COLOR: WHITE 933-58 AT WHITE SURFACES
•  COLOR: GRAY 961-58 AT SSM4 AND PL3 SURFACES

16. SHEET VINYL BASE TO BE HEAT MOLDED AT CORNERS
17. WINDOW SILLS TO BE SSM1 UNLESS NOTED OTHERWISE

NOTE: THIS PLAN DEPICTS FLOOR FINISH MATERIALS & ACCENT

PAINT LOCATIONS IN AREAS OF SPECIAL SIGNIFICANCE (IE. 

BORDER AREAS, PATTERNS, AND MATERIAL CHANGES WITHIN A 

SINGLE ROOM OR SPACE). REFER TO FINISH SCHEDULE AND

COLOR SCHEDULE KEY IN SPECIFICATIONS FOR THE MATERIAL AND 

COLOR SELECTION OF EACH INDIVIDUAL ROOM NOT OTHERWISE 

DESIGNATED ON THIS PLAN.

MERCY FLOOR FINISH LEGEND

SHEET VINYL (SV1A) SV1A

SEALED CONCRETE (SC) SC

SV2ASHEET VINYL (SV2A)

POURED FLOOR (PF3) PF3

WINDOW TREATMENTS 

ACCENT PAINT OR TILE

CARPET TILE (C8B) C8B

CARPET TILE (C10B) C10B

SHEET VINYL (SV3A) SV3A

SV4ASHEET VINYL (SV4A)

TERAZZO (TZ1) TZ1

PORCELAIN TILE (PC2A) PC2A
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7TH FLOOR

MERCY COLOR SCHEDULE KEY

CODE DESCRIPTION MANUFACTURER STYLE NAME STYLE / COLOR SIZE / TYPE ADDITIONAL INFORMATION
REP INFO & HEALTH TRUST

CONTRACT #

ACT1B ACOUSTICAL CEILING TILE ARMSTRONG ULTIMA HEALTH ZONE SQUARE LAY IN / WHITE 24"x24"x3/4" #1935 15/16 PRELUDE GRID #7301, WHITE BRETT LINDENMEYER 618.830.5462; CONTRACT #6924

ACT6 ACOUSTICAL CEILING TILE ARMSTRONG MESA ANGLED TEGULAR / WHITE 24"x24"x3/4" #681 15/16 PRELUDE GRID #7301, WHITE BRETT LINDENMEYER 618.830.5462; CONTRACT #6924

B5 RUBBER BASE JOHNSONITE COVE COIL VINYL BASE MOONROCK, 29 4"H, 1/8" THICK ADAM GLASER 314.405.0147; CONTRACT #5498

B8 TILE COVE BASE DALTILE PORTFOLIO COVE BASE NOCE, PF11 6" COORDINATES WITH PT2A, PROVIDE MINIMUM SIZE GROUT
JOINTS, TYPICAL.

DALTILE NATIONAL ACCOUNTS 877.556.5728

C8B CARPET TILE TARKETT ETHOS MODULAR MERCY TEXTURE 4 / CUSTOM: 606392015-GR 24"X24" INSTALLATION: VERTICAL ASHLAR ADAM GLASER 314.405.0147; CONTRACT #5498

C10B CARPET TILE TARKETT ETHOS MODULAR SWEATERKNIT G0045 / HAZELWOOD 77203 24"X24" PRODUCT NUMBER: 608376012 – FI; INSTALLATION: VERTICAL
ASHLAR

ADAM GLASER 314.405.0147; CONTRACT #5498

CG2 CORNER GUARD INPRO CORP. 160BN BLU NOSE ANTIQUE WHITE 2"X2" WINGS FULL HEIGHT INSTALLATION TOM FORSTER 314.894.9324; CONTRACT #44661

CG3 END WALL GUARD INPRO CORP. 160DBN HIGH IMPACT ANTIQUE WHITE SURFACE MOUNT FULL HEIGHT INSTALLATION TOM FORSTER 314.894.9324; CONTRACT #44661

CT6A WALL TILE (RESTROOMS) DALTILE COLORWHEEL CLASSICS ARCTIC WHITE 0190 3"X6" GROUT COLOR: LATACRETE-18 SAUTERENE; RESTROOM WET
WALLS AND ADJACENT TWO WALLS, HEIGHT 66"AFF, TILE
UNDER/AROUND MIRRORS; INSTALL METHOD: BRICK

DALTILE NATIONAL ACCOUNTS 877.556.5728

CT7 WALL TILE (BREAKROOMS) DALTILE COLORWHEEL LINEAR URBAN PUTTY 0161 4"X16" GROUT COLOR: MAPEI 39 IVORY; SCHLUTER TRIM: 12" JOLLY,
S1/212J; STAFF BREAK ROOM BACKSPLASH; INSTALLATION
METHOD: BRICK OR 1/3 RUNNING BOND

DALTILE NATIONAL ACCOUNTS 877.556.5728

GT1 MOSAIC TILE ROCA BC PENNY ROUND
MOSAIC

MINT GREEN / UFCC127-12M 12"X12" GROUT COLOR: TBD TRENDS IN TILE, ST LOUIS, MO

P1.1 WALL PAINT (FIELD) SHERWIN WILLIAMS - NAVAJO WHITE / SW6126 LATEX / EGGSHELL - HANK MEINKING 314.281.7485; CONTRACT #5893

P1.1A WALL PAINT (FIELD) SHERWIN WILLIAMS - NAVAJO WHITE / SW6126 EPOXY / EGGSHELL - HANK MEINKING 314.281.7485; CONTRACT #5893

P1.2 CEILING PAINT SHERWIN WILLIAMS - PURE WHITE / SW7005 LATEX / FLAT - HANK MEINKING 314.281.7485; CONTRACT #5893

P1.2A RESTROOM CEILING PAINT SHERWIN WILLIAMS - PURE WHITE / SW7005 EPOXY / EGGSHELL - HANK MEINKING 314.281.7485; CONTRACT #5893

P1.3 DOOR FRAME PAINT SHERWIN WILLIAMS - INTELLECTUAL GRAY / SW7045 EPOXY / SEMIGLOSS HANK MEINKING 314.281.7485; CONTRACT #5893

P2 WALL PAINT (ACCENT) SHERWIN WILLIAMS - CACHET CREAM/  SW6365 EPOXY / SEMIGLOSS HANK MEINKING 314.281.7485; CONTRACT #5893

P3 WALL PAINT (ACCENT) SHERWIN WILLIAMS - HALCYON GREEN /  SW6213 LATEX / EGGSHELL HANK MEINKING 314.281.7485; CONTRACT #5893

P5 WALL PAINT (ACCENT) SHERWIN WILLIAMS - RAINWASHED / SW6211 LATEX / EGGSHELL HANK MEINKING 314.281.7485; CONTRACT #5893

P6 WALL PAINT (ACCENT) SHERWIN WILLIAMS - BANANA CREAM / SW6673 LATEX / EGGSHELL HANK MEINKING 314.281.7485; CONTRACT #5893

P9A WALL PAINT (ACCENT) SHERWIN WILLIAMS - RYEGRASS / SW6426 LATEX / EGGSHELL HANK MEINKING 314.281.7485; CONTRACT #5893

P12 WALL PAINT (ACCENT) SHERWIN WILLIAMS - TONY TAUPE / SW7038 LATEX / EGGSHELL HANK MEINKING 314.281.7485; CONTRACT #5893

PC1 PRIVACY CURTAIN STANDARD TEXTILE CONJUNCTION CM005102 BREEZY 02 -

PF3A POURED FLOOR STONHARD CUSTOM-STONSHIELD XVI-CS-75D -

PL2 PLASTIC LAMINATE (CABINETS) FORMICA - NEUTRAL WEFT / 5875-58 MATTE NOTE: CABINET INTERIORS TO BE WHITE MELAMINE RICHELE SMITH 816.377.6235

PL4 PLASTIC LAMINATE (CABINETS) FORMICA - PECAN WOODLINE / 5883-58 MATTE NOTE: CABINET INTERIORS TO BE WHITE MELAMINE RICHELE SMITH 816.377.6235

PL7 METAL BASE CHEMETAL - NATURAL BRUSHED ALUMINUM / 791 RICHELE SMITH 816.377.6235

PT2A PORCELAIN TILE DALTILE PORTFOLIO NOCE PF11 UNPOLISHED 12"X24" GROUT: LATICRETE EPOXY FINISH, COLOR: NATURAL GREY 24;
NOTE: 1/3 RUNNING BOND INSTALLATION METHOD

DALTILE NATIONAL ACCOUNTS 877.556.5728

RVS2 RIGID VINYL SHEET INPRO CORP. PALLADIUM; TEXTURE,
VELVET

ANTIQUE WHITE 4X8 SHEET, .040 THICK COORDINATES WITH P1.1 TOM FORSTER 314.894.9324; CONTRACT #44661

SC SEALED CONCRETE -

SC1A WINDOW SHADES MECHO SYSTEMS THERMO VEIL DENSE
VERTICAL WEAVE, 1000
SERIES

PORCELAIN 1011; FACIA COLOR: ALABASTER OPENNESS: 2-3% -

SC2A WINDOW SHADES (BLACKOUT) MECHO SYSTEMS EQUINOX BLACKOUT 0100
SERIES

FLAX 0103; FACIA COLOR: ALABASTER OPENNESS: BLACKOUT -

SP1 SHOWER PANEL SUPERIOR HOME PRODUCTS CULTURED MARBLE SILVERSTONE ALL SHOWER SURROUNDS TO BE SEAMLESS TO CREATE
COMPLETE MOISTURE BARRIER. ACCESSORY SHELF: CORNER
SOAP AND SHAMPOO HOLDER.

-

SSM1C SOLID SURFACE MATERIAL WILSONART - FROSTY WHITE / 1573SL - GEMSTONE 1812 UVO-ADA INTEGRAL SINK (POLAR WHITE)
WITH CHICAGO 895 SERIES FAUCET

SANDRA DEWITT 314.809.5114

SSM4 SOLID SURFACE MATERIAL CORIAN - SANDSTONE - JOSH WELCH 314.254.6634

ST2A MOSAIC STONE TILE- TRAVERTINE DALTILE 1X2 SPLIT FACE T730 MEDITERRANEAN IVORY PART: T73012SF1S -

SV1A SHEET VINYL FLOORING TARKETT IQ OPTIMA MALT WB / 324860 ROLL LENGTH: 82'-7";
WIDTH: 6'

WELD ROD: 1287039; NO WAX PRODUCT; MUST FOLLOW
MANUFACTURER'S INSTALLATION INSTRUCTIONS.

ADAM GLASER 314.405.0147; CONTRACT #5498

SV2A SHEET VINYL FLOORING TARKETT IQ OPTIMA SLATE WG / 324897 ROLL LENGTH: 82'-7";
WIDTH: 6'

WELD ROD: 1287170; NO WAX PRODUCT; MUST FOLLOW
MANUFACTURER'S INSTALLATION INSTRUCTIONS

ADAM GLASER 314.405.0147; CONTRACT #5498

SV3A SHEET VINYL FLOORING TARKETT IQ OPTIMA SPANISH TURTLE WB / 324903 ROLL LENGTH: 82'-7";
WIDTH: 6'

WELD ROD: 1287240; NO WAX PRODUCT; MUST FOLLOW
MANUFACTURER'S INSTALLATION INSTRUCTIONS.

ADAM GLASER 314.405.0147; CONTRACT #5498

SV4A SHEET VINYL FLOORING TARKETT IQ OPTIMA OLD BARK / 324900 ROLL LENGTH: 82'-7";
WIDTH: 6'

WELD ROD: 1287013; NO WAX PRODUCT; MUST FOLLOW
MANUFACTURER'S INSTALLATION INSTRUCTIONS

ADAM GLASER 314.405.0147; CONTRACT #5498

TB1 TERRAZZO BASE MISSOURI TERRAZZO EPOXY MATRIX: CLINTON BROWN (T&M# 8707)
AGGREGATE MIX:
 CRYSTAL CLEAR GLASS #1- 25%
 CRYSTAL CLEAR GLASS #2- 25%
 ONE-SIDED MIRROR #1- 20%
 ONE SIDED MIRROR #2- 25%
 MOTHER OF PEARL #2- 5%

6"H BASE RICHARD DREYFUS 314.361.8090

TZ1 TERRAZZO FLOORING MISSOURI TERRAZZO EPOXY MATRIX: CLINTON BROWN (T&M# 8707)
AGGREGATE MIX:
 CRYSTAL CLEAR GLASS #1- 25%
 CRYSTAL CLEAR GLASS #2- 25%
 ONE-SIDED MIRROR #1- 20%
 ONE SIDED MIRROR #2- 25%
 MOTHER OF PEARL #2- 5%

FLOOR POLISHED TO AN 800 GRIT LEVEL AND A VITRIFICATION
PROCESS
OR 3M SCOTCHGARD STONE FLOOR PROTECTOR

RICHARD DREYFUS 314.361.8090

VF1 VINYL FILM INFINITE OPTIKS - CLEAR SAND BLAST / IOP-415-02 KELLY FORD 636.391.3888

WD1A WOOD DOORS MASONITE ARCHITECTURAL PLAIN SLICE WHITE
MAPLE

CLEAR STAIN -

MERCY FINISH SCHEDULE - AREA A

RM # ROOM NAME FLOOR BASE
WALL
FINISH CABINETS COUNTERTOPS

CEILING

TYPE

100.37 MECH. CHASE

705.2 ALCOVE SV2A B5 P1.1 PL2 SSM1C

706 INTERMEDIATE CARE SV1A B5 P1.1 PL2 SSM1C

706.1 TLT/SHWR PF3 PF3 P5

707 INTERMEDIATE CARE SV1A B5 P1.1 PL2 SSM1C

707.1 TLT/SHWR PF3 PF3 P5

707.2 ALCOVE SV2A B5 P1.1 PL2 SSM1C

708 INTERMEDIATE CARE SV1A B5 P1.1 PL2 SSM1C

708.1 TLT/SHWR PF3 PF3 P5

709 INTERMEDIATE CARE SV1A B5 P1.1 PL2 SSM1C

709.1 TLT/SHWR PF3 PF3 P5

709.2 ALCOVE SV2A B5 P1.1 PL2 SSM1C

710 INTERMEDIATE CARE SV1A B5 P1.1 PL2 SSM1C

710.1 TLT/SHWR PF3 PF3 P5

711 INTERMEDIATE CARE SV1A B5 P1.1 PL2 SSM1C

711.1 TLT/SHWR PF3 PF3 P5

711.2 ALCOVE SV2A B5 P1.1 PL2 SSM1C

712 INTERMEDIATE CARE SV1A B5 P1.1 PL2 SSM1C

712.1 TLT/SHWR PF3 PF3 P5

713 EQUIP. ALCOVE SV1A,2A,3A,4A B5 P1.1

714 CRITICAL CARE (AII) SV1A SV1A P1.1A PL2 SSM1C

714.1 TLT/SHWR, ADA PF3 PF3 P5

714.2 ANTE ROOM SV1A SV1A P1.1A PL2 SSM1C

714.3 ALCOVE SV2A B5 P1.1 PL2 SSM1C

715 CRITICAL CARE (AII) SV1A SV1A P1.1A PL2 SSM1C

715.1 TLT/SHWR, ADA PF3 PF3 P5

715.2 ANTE ROOM SV1A SV1A P1.1A PL2 SSM1C

716 CRITICAL CARE (AII) SV1A SV1A P1.1A PL2 SSM1C

716.1 TLT/SHWR, ADA PF3 PF3 P5

716.2 ANTE ROOM SV1A SV1A P1.1A PL2 SSM1C

716.3 ALCOVE SV2A B5 P1.1 PL2 SSM1C

717 CRITICAL CARE (AII) SV1A SV1A P1.1A PL2 SSM1C

717.1 TLT/SHWR, ADA PF3 PF3 P5

717.2 ANTE ROOM SV1A SV1A P1.1A PL2 SSM1C

718 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

718.1 TLT/SHWR PF3 PF3 P5

718.2 ALCOVE SV2A B5 P1.1 PL2 SSM1C

719 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

719.1 TLT/SHWR PF3 PF3 P5

720 CRITICAL CARE PATIENT OF SIZE
ROOM

SV1A B5 P1.1 PL2 SSM1C

720.1 POS TLT/SHWR PF3 PF3 P5

720.2 ALCOVE SV2A B5 P1.1 PL2 SSM1C

721 STOR.

722 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

722.1 TLT/SHWR PF3 PF3 P5

722.2 ALCOVE SV2A B5 P1.1 PL2 SSM1C

723 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

723.1 TLT/SHWR PF3 PF3 P5

724 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

724.1 TLT/SHWR, ADA PF3 PF3 P5

724.2 ALCOVE SV2A B5 P1.1 PL2 SSM1C

725.1 TLT/SHWR PF3 PF3 P5

725.2 ALCOVE SV2A B5 P1.1 PL2 SSM1C

7716 MEDS SV4A B5 P1.1

7717 SOILED HOLDING SV1A SV1A P1.1A

7718 CLEAN SUPPLY SV4A B5 P1.1

7801 EQUIP. STOR. SV1A B5 P1.1

7811 NURSE STATION SV4A B5 P1.1

7812 NURSE STATION SV4A B5 P1.1

7813 NURSE STATION SV4A B5 P1.1

7814 NURSE STATION SV4A B5 P1.1

7815 LINEN SV4A B5 P1.1

7816 EQUIP. SV4A B5 P1.1

7817 NOURISH SV4A B5 P1.1

7818 LINEN SV4A B5 P1.1

7819 EQUIP SV4A B5 P1.1

7820 SOILED WORK SV1A SV1A P1.1A

7821 MEDS SV4A B5 P1.1

7822 EQUIP SV4A B5 P1.1

7823 STAFF TOILET PT2A B8 P2 | CT6A

7824 TOILET PT2A B8 P2 | CT6A

7825 CLEAN / EQUIP SV4A B5 P1.1

7826 DOCUMENTATION SV4A B5 P1.1

7827 TRASH/LINEN CHUTE

C-765 CORRIDOR SV1A,2A,3A,4A B5 P1.1

C-770 CORR. SV1A,2A,3A,4A B5 P1.1

C-775 CORRIDOR SV1A,2A,3A,4A B5 P1.1

C-780 CORR. SV1A B5 P1.1

C-7800 STAFF ELEVATOR LOBBY SV4A B5 P1.1

EL. 11 ELEV. #11

ST-705 STAIRS

N

4' 8' 16'

1/8" = 1'-0"

0'

1/8" = 1'-0"
A

7TH FLOOR FINISH PLAN - AREA A

No. Date Description

INDEX
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FINISH PLAN & SCHEDULE: GENERAL NOTES

A. ALL FLOORING TRANSITIONS OCCUR AT THE CENTERLINE OF THE DOOR. FLOOR COVERINGS SHALL BE BUILT UP OR CUT DOWN TO EXISTING SLAB TO HAVE MINIMAL HEIGHT TRANSITIONS.
B. REFERENCE FLOOR FINISH PLAN FOR FLOOR FINISH PATTERNS.
C. REFERERENCE SPECIFICATIONS, ELEVATIONS, AND DETAIL DRAWINGS FOR SPECIAL MATERIALS.
D. WOOD GRAIN LAMINATES TO BE INSTALLED WITH WOOD GRAIN RUNNING VERTICALLY U.N.O.
E. REFER TO ELEVATIONS FOR TILE PATTERNS.
F. ALL SOFFITS ABOVE WALL AND TALL CABINETS TO BE PLASTIC LAMINATE. TO BE INSTALLED FLUSH WITH CABINET DOORS AND OVERHANG FINISHED END BY 3/4". 
G. REFERENCE RCP FOR CEILING HEIGHTS AND SOFFIT ACCENT PAINT LOCATIONS.
H.ALL GYP BD CEILINGS TO BE PAINTED PURE WHITE (SW6126), U.N.O.
I. PROVIDE CAULK JOINT TCNA EJ171 AT ALL INSIDE AND OUTSIDE TILED CORNERS (INSIDE CORNERS: BETWEEN TILE TO TILE; OUTSIDE CORNERS: BETWEEN TILE AND METALTRIM). 
J. INSTALL SCHLUTER TRIM AT ALL OUTSIDE CORNERS, COVE, AND TOP OF TILE.
K. PROVIDE CAULK AT FLOORING ADJACENT TO DOOR JAMBS FOR SMOOTH INSTALLATION, FREE OF GAPS.
L. REFER TO FINISH PLAN AND/OR ELEVATIONS FOR MULTIPLE FINISH LOCATIONS AND ADDITIONAL MATERIALS NOT NOTED IN SCHEDULE.
M.  CONTRACTOR'S RESPONSIBILITY TO NOTIFY ARCHITECT/DESIGNER OF ANY DISCREPENCY BETWEEN FINISH SCHEDULE, PLANS AND ELEVATIONS BEFORE PROCEEDING WITH WORK.
N.  ANY DIMENSIONAL ADJUSTMENT NEEDED TO UPPER OR LOWER MILLWORK TO PROVIDE PROPER OPERATION OF THE MILLWORK & ITS ACCESSORIES IS THE RESPONSIBILITY OF THE MILLWORK SUPPLIER. 
O.  NOTE: THIS PLAN DEPICTS FLOOR FINISH MATERIALS & ACCENT PAINT LOCATIONS IN AREAS OF SPECIAL SIGNIFICANCE (IE. BORDER AREAS, PATTERNS, AND MATERIAL CHANGES WITHIN A SINGLE ROOM OR   
      SPACE).
P.  FINISH TAGS & FINISH SCHEDULE INDICATE FIELD FINISHES OF EACH ROOM ONLY, REFERENCE FINISH PLAN FOR ACCENTS AND SPECIAL MATERIALS.
Q. CONTRACTOR TO NOTIFY ARCHITECT DURING BIDDING OR PRIOR TO DETERMINATION OF GMP FOR ANY DISCREPENCIES WITHIN DRAWINGS REGARDING FINISHES AND MATERIALS.
R.  CONTRACTOR TO VERIFY LEAD TIMES OF MATERIALS AT COMPLETION OF THE GMP OR BIDDING & NOTIFY ARCHITECT OF ANY DELAYS SO A SOLUTION CAN BE REACHEED IN A TIMELY MANNER TO MINIMIZE     
     SCHEDULE IMPACTS.
S.  FLOOR FINISH AS INDICATED ON FINISH PLAN TO BE CONTINUOUSLY INSTALLED AND EXTEND UNDERNEATH OPEN MILLWORK, TYPICAL, U.N.O.
T. INSTALL ALL WALL CORNER GUARDS, END GUARDS, & ANGLE GUARDS ABOVE FLOOR BASE. 
U. INSTALL ALL RIGID VINYL SHEET ACCORDING TO MANUFACTURER'S INSTRUCTIONS. 
V. REFER TO COLOR SCHEDULE KEY AND SPECIFICATIONS MANUAL FOR WALL PROTECTION MANUFACTURER, SIZE & COLOR.
W. ENSURE OUTLETS, MED GAS, AND ANY WALL MOUNTED EQUIPMENT DOES NOT OVERLAP THE THE TOP EDGE OF WALL PROTECTION.

CASEWORK FINISH TAG:

X

X 

REFERS TO HORIZONTAL 
MILLWORK SURFACE

REFERS TO VERTICAL 
MILLWORK SURFACE

REFERS TO FIELD WALL FINISH

REFERS TO FLOOR FINISH

REFERS TO WALL BASE TYPEX

ROOM FIELD FINISH TAG:

X

X 

ALT-X

ALTERNATE TAG:

REFERS TO ALTERNATE #. 
REF. SPEC

SUGGESTED FLOORING DIRECTION

FLOOR FINISHES:

XX.XX

CASEWORK TYPE TAG:
CASEWORK TYPE;
REFERENCE COHEN MILLWORK 
CATALOG

WALL PROTECTION TAG:

REFERS TO WALL PROTECTION TYPE. 
REF. COLOR SCHEDULE KEY

XXX

MERCY STANDARD INTERIOR FINISH NOTES:

1. REPRESENTATIVES LISTED ARE PRIVY TO STOCK AVAILABILITY AND MERCY PRICING AND SHOULD BE CONTACTED IN COMBINATION WITH LOCAL REPRESENTATION IF APPLICABLE.
2. ALL FLOORING PATTERN/GRAIN TO RUN IN SAME DIRECTION WITHIN A ROOM OR CONNECTED SPACE. DO NOT CHECKERBOARD PRODUCTS, MONOLITHIC OR BRICK INSTALLATION PER MANUFACTURER’S 
RECOMMENDATIONS. CARPET TILE INSTALLATION PER MANUFACTURER’S RECOMMENDATIONS. IN CORRIDORS,THE FLOORING GRAIN SHOULD RUN CROSS 
CORRIDOR INSTEAD OF DOWN THE CORRIDOR. SEE FLOOR FINISH PLANS FOR DIRECTIONS.
3. FOR ALL PORCELAIN TILE AND RESILIENT FLOORING, CENTER TILES WITHIN ROOM WITH EQUAL CUTTERS ON OPPOSITE SIDES AS SHOWN ON PLAN.
4. ALL PORCELAIN TILE AND CERAMIC TILE SHOULD USED A BRICK OR 1/3 RUNNING BOND INSTALLATION METHOD. LARGE FORMAT TILE SHOULD BE INSTALLED WITH A 1/3 RUNNING BOND INSTALLATION METHOD.
5. WHERE PORCELAIN TILE IS USED AS A BASE, USE COVE BASE AND OFFSET GROUT JOINT TO “BRICK” FLOOR TILE BELOW, TYPICAL.
6. PROVIDE APPROPRIATE ADA COMPLIANT TRANSITION/REDUCER STRIPS AND MATCH ADJACENT FLOORING MATERIALS.
7. WHERE METAL IS CALLED OUT AND/OR IS EXPOSED, IT IS TO BE BRUSHED STAINLESS STEEL FINISH.
8. ALL HARDWARE TO BE BRUSHED STAINLESS STEEL FINISH.
9. FOR ANY MATERIALS WITH NATURAL VARIATION (IE: STONE, WOOD, ETC.), CONTRACTOR TO LAY OUT MATERIAL ON FLOOR FOR DESIGNER TO REVIEW THAT MATERIAL IS WELL BLENDED PRIOR TO 
INSTALLATION.
10.  FABRIC WRAPPED PANELS MAY BE APPLIED TO PARTITIONS BY VELCRO, Z-CLIPS OR DIRECT GLUE METHOD.
11. MANUAL ROLLER SHADES TYPICAL THROUGHOUT. MOTORIZED SHADES AT GALLERY/ WAITING AREAS.
12. TYPICAL PAINT SHEENS NOTED BELOW:

- WALL SURFACES (EGGSHELL)
- DOOR FRAMES (EXPOXY SEMIGLOSS)
- CEILING SURFACES/ EXPOSED STRUCTURE (FLAT)

13. ELECTRICAL/COMMUNICATION DEVICES SHOULD BE WHITE THROUGHOUT. FOR SMALL RENOVATIONS, MATCH EXISTING WHERE APPROPRIATE.
14. FLOORING TRANSITIONS AT DOOR LOCATIONS TO BE CENTERED UNDER DOOR WHEN CLOSED.
15. TYPICAL MILLWORK BRACKETS A & M HARDWARE, UNDER- COUNTER BRACKETS 

•  COLOR: WHITE 933-58 AT WHITE SURFACES
•  COLOR: GRAY 961-58 AT SSM4 AND PL3 SURFACES

16. SHEET VINYL BASE TO BE HEAT MOLDED AT CORNERS
17. WINDOW SILLS TO BE SSM1 UNLESS NOTED OTHERWISE

NOTE: THIS PLAN DEPICTS FLOOR FINISH MATERIALS & ACCENT

PAINT LOCATIONS IN AREAS OF SPECIAL SIGNIFICANCE (IE. 

BORDER AREAS, PATTERNS, AND MATERIAL CHANGES WITHIN A 

SINGLE ROOM OR SPACE). REFER TO FINISH SCHEDULE AND

COLOR SCHEDULE KEY IN SPECIFICATIONS FOR THE MATERIAL AND 

COLOR SELECTION OF EACH INDIVIDUAL ROOM NOT OTHERWISE 

DESIGNATED ON THIS PLAN.

MERCY FLOOR FINISH LEGEND

SHEET VINYL (SV1A) SV1A

SEALED CONCRETE (SC) SC

SV2ASHEET VINYL (SV2A)

POURED FLOOR (PF3) PF3

WINDOW TREATMENTS 

ACCENT PAINT OR TILE

CARPET TILE (C8B) C8B

CARPET TILE (C10B) C10B

SHEET VINYL (SV3A) SV3A

SV4ASHEET VINYL (SV4A)

TERAZZO (TZ1) TZ1

PORCELAIN TILE (PC2A) PC2A
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7TH FLOOR

MERCY COLOR SCHEDULE KEY

CODE DESCRIPTION MANUFACTURER STYLE NAME STYLE / COLOR SIZE / TYPE ADDITIONAL INFORMATION
REP INFO & HEALTH TRUST

CONTRACT #

ACT1B ACOUSTICAL CEILING TILE ARMSTRONG ULTIMA HEALTH ZONE SQUARE LAY IN / WHITE 24"x24"x3/4" #1935 15/16 PRELUDE GRID #7301, WHITE BRETT LINDENMEYER 618.830.5462; CONTRACT #6924

ACT6 ACOUSTICAL CEILING TILE ARMSTRONG MESA ANGLED TEGULAR / WHITE 24"x24"x3/4" #681 15/16 PRELUDE GRID #7301, WHITE BRETT LINDENMEYER 618.830.5462; CONTRACT #6924

B5 RUBBER BASE JOHNSONITE COVE COIL VINYL BASE MOONROCK, 29 4"H, 1/8" THICK ADAM GLASER 314.405.0147; CONTRACT #5498

B8 TILE COVE BASE DALTILE PORTFOLIO COVE BASE NOCE, PF11 6" COORDINATES WITH PT2A, PROVIDE MINIMUM SIZE GROUT
JOINTS, TYPICAL.

DALTILE NATIONAL ACCOUNTS 877.556.5728

C8B CARPET TILE TARKETT ETHOS MODULAR MERCY TEXTURE 4 / CUSTOM: 606392015-GR 24"X24" INSTALLATION: VERTICAL ASHLAR ADAM GLASER 314.405.0147; CONTRACT #5498

C10B CARPET TILE TARKETT ETHOS MODULAR SWEATERKNIT G0045 / HAZELWOOD 77203 24"X24" PRODUCT NUMBER: 608376012 – FI; INSTALLATION: VERTICAL
ASHLAR

ADAM GLASER 314.405.0147; CONTRACT #5498

CG2 CORNER GUARD INPRO CORP. 160BN BLU NOSE ANTIQUE WHITE 2"X2" WINGS FULL HEIGHT INSTALLATION TOM FORSTER 314.894.9324; CONTRACT #44661

CG3 END WALL GUARD INPRO CORP. 160DBN HIGH IMPACT ANTIQUE WHITE SURFACE MOUNT FULL HEIGHT INSTALLATION TOM FORSTER 314.894.9324; CONTRACT #44661

CT6A WALL TILE (RESTROOMS) DALTILE COLORWHEEL CLASSICS ARCTIC WHITE 0190 3"X6" GROUT COLOR: LATACRETE-18 SAUTERENE; RESTROOM WET
WALLS AND ADJACENT TWO WALLS, HEIGHT 66"AFF, TILE
UNDER/AROUND MIRRORS; INSTALL METHOD: BRICK

DALTILE NATIONAL ACCOUNTS 877.556.5728

CT7 WALL TILE (BREAKROOMS) DALTILE COLORWHEEL LINEAR URBAN PUTTY 0161 4"X16" GROUT COLOR: MAPEI 39 IVORY; SCHLUTER TRIM: 12" JOLLY,
S1/212J; STAFF BREAK ROOM BACKSPLASH; INSTALLATION
METHOD: BRICK OR 1/3 RUNNING BOND

DALTILE NATIONAL ACCOUNTS 877.556.5728

GT1 MOSAIC TILE ROCA BC PENNY ROUND
MOSAIC

MINT GREEN / UFCC127-12M 12"X12" GROUT COLOR: TBD TRENDS IN TILE, ST LOUIS, MO

P1.1 WALL PAINT (FIELD) SHERWIN WILLIAMS - NAVAJO WHITE / SW6126 LATEX / EGGSHELL - HANK MEINKING 314.281.7485; CONTRACT #5893

P1.1A WALL PAINT (FIELD) SHERWIN WILLIAMS - NAVAJO WHITE / SW6126 EPOXY / EGGSHELL - HANK MEINKING 314.281.7485; CONTRACT #5893

P1.2 CEILING PAINT SHERWIN WILLIAMS - PURE WHITE / SW7005 LATEX / FLAT - HANK MEINKING 314.281.7485; CONTRACT #5893

P1.2A RESTROOM CEILING PAINT SHERWIN WILLIAMS - PURE WHITE / SW7005 EPOXY / EGGSHELL - HANK MEINKING 314.281.7485; CONTRACT #5893

P1.3 DOOR FRAME PAINT SHERWIN WILLIAMS - INTELLECTUAL GRAY / SW7045 EPOXY / SEMIGLOSS HANK MEINKING 314.281.7485; CONTRACT #5893

P2 WALL PAINT (ACCENT) SHERWIN WILLIAMS - CACHET CREAM/  SW6365 EPOXY / SEMIGLOSS HANK MEINKING 314.281.7485; CONTRACT #5893

P3 WALL PAINT (ACCENT) SHERWIN WILLIAMS - HALCYON GREEN /  SW6213 LATEX / EGGSHELL HANK MEINKING 314.281.7485; CONTRACT #5893

P5 WALL PAINT (ACCENT) SHERWIN WILLIAMS - RAINWASHED / SW6211 LATEX / EGGSHELL HANK MEINKING 314.281.7485; CONTRACT #5893

P6 WALL PAINT (ACCENT) SHERWIN WILLIAMS - BANANA CREAM / SW6673 LATEX / EGGSHELL HANK MEINKING 314.281.7485; CONTRACT #5893

P9A WALL PAINT (ACCENT) SHERWIN WILLIAMS - RYEGRASS / SW6426 LATEX / EGGSHELL HANK MEINKING 314.281.7485; CONTRACT #5893

P12 WALL PAINT (ACCENT) SHERWIN WILLIAMS - TONY TAUPE / SW7038 LATEX / EGGSHELL HANK MEINKING 314.281.7485; CONTRACT #5893

PC1 PRIVACY CURTAIN STANDARD TEXTILE CONJUNCTION CM005102 BREEZY 02 -

PF3A POURED FLOOR STONHARD CUSTOM-STONSHIELD XVI-CS-75D -

PL2 PLASTIC LAMINATE (CABINETS) FORMICA - NEUTRAL WEFT / 5875-58 MATTE NOTE: CABINET INTERIORS TO BE WHITE MELAMINE RICHELE SMITH 816.377.6235

PL4 PLASTIC LAMINATE (CABINETS) FORMICA - PECAN WOODLINE / 5883-58 MATTE NOTE: CABINET INTERIORS TO BE WHITE MELAMINE RICHELE SMITH 816.377.6235

PL7 METAL BASE CHEMETAL - NATURAL BRUSHED ALUMINUM / 791 RICHELE SMITH 816.377.6235

PT2A PORCELAIN TILE DALTILE PORTFOLIO NOCE PF11 UNPOLISHED 12"X24" GROUT: LATICRETE EPOXY FINISH, COLOR: NATURAL GREY 24;
NOTE: 1/3 RUNNING BOND INSTALLATION METHOD

DALTILE NATIONAL ACCOUNTS 877.556.5728

RVS2 RIGID VINYL SHEET INPRO CORP. PALLADIUM; TEXTURE,
VELVET

ANTIQUE WHITE 4X8 SHEET, .040 THICK COORDINATES WITH P1.1 TOM FORSTER 314.894.9324; CONTRACT #44661

SC SEALED CONCRETE -

SC1A WINDOW SHADES MECHO SYSTEMS THERMO VEIL DENSE
VERTICAL WEAVE, 1000
SERIES

PORCELAIN 1011; FACIA COLOR: ALABASTER OPENNESS: 2-3% -

SC2A WINDOW SHADES (BLACKOUT) MECHO SYSTEMS EQUINOX BLACKOUT 0100
SERIES

FLAX 0103; FACIA COLOR: ALABASTER OPENNESS: BLACKOUT -

SP1 SHOWER PANEL SUPERIOR HOME PRODUCTS CULTURED MARBLE SILVERSTONE ALL SHOWER SURROUNDS TO BE SEAMLESS TO CREATE
COMPLETE MOISTURE BARRIER. ACCESSORY SHELF: CORNER
SOAP AND SHAMPOO HOLDER.

-

SSM1C SOLID SURFACE MATERIAL WILSONART - FROSTY WHITE / 1573SL - GEMSTONE 1812 UVO-ADA INTEGRAL SINK (POLAR WHITE)
WITH CHICAGO 895 SERIES FAUCET

SANDRA DEWITT 314.809.5114

SSM4 SOLID SURFACE MATERIAL CORIAN - SANDSTONE - JOSH WELCH 314.254.6634

ST2A MOSAIC STONE TILE- TRAVERTINE DALTILE 1X2 SPLIT FACE T730 MEDITERRANEAN IVORY PART: T73012SF1S -

SV1A SHEET VINYL FLOORING TARKETT IQ OPTIMA MALT WB / 324860 ROLL LENGTH: 82'-7";
WIDTH: 6'

WELD ROD: 1287039; NO WAX PRODUCT; MUST FOLLOW
MANUFACTURER'S INSTALLATION INSTRUCTIONS.

ADAM GLASER 314.405.0147; CONTRACT #5498

SV2A SHEET VINYL FLOORING TARKETT IQ OPTIMA SLATE WG / 324897 ROLL LENGTH: 82'-7";
WIDTH: 6'

WELD ROD: 1287170; NO WAX PRODUCT; MUST FOLLOW
MANUFACTURER'S INSTALLATION INSTRUCTIONS

ADAM GLASER 314.405.0147; CONTRACT #5498

SV3A SHEET VINYL FLOORING TARKETT IQ OPTIMA SPANISH TURTLE WB / 324903 ROLL LENGTH: 82'-7";
WIDTH: 6'

WELD ROD: 1287240; NO WAX PRODUCT; MUST FOLLOW
MANUFACTURER'S INSTALLATION INSTRUCTIONS.

ADAM GLASER 314.405.0147; CONTRACT #5498

SV4A SHEET VINYL FLOORING TARKETT IQ OPTIMA OLD BARK / 324900 ROLL LENGTH: 82'-7";
WIDTH: 6'

WELD ROD: 1287013; NO WAX PRODUCT; MUST FOLLOW
MANUFACTURER'S INSTALLATION INSTRUCTIONS

ADAM GLASER 314.405.0147; CONTRACT #5498

TB1 TERRAZZO BASE MISSOURI TERRAZZO EPOXY MATRIX: CLINTON BROWN (T&M# 8707)
AGGREGATE MIX:
 CRYSTAL CLEAR GLASS #1- 25%
 CRYSTAL CLEAR GLASS #2- 25%
 ONE-SIDED MIRROR #1- 20%
 ONE SIDED MIRROR #2- 25%
 MOTHER OF PEARL #2- 5%

6"H BASE RICHARD DREYFUS 314.361.8090

TZ1 TERRAZZO FLOORING MISSOURI TERRAZZO EPOXY MATRIX: CLINTON BROWN (T&M# 8707)
AGGREGATE MIX:
 CRYSTAL CLEAR GLASS #1- 25%
 CRYSTAL CLEAR GLASS #2- 25%
 ONE-SIDED MIRROR #1- 20%
 ONE SIDED MIRROR #2- 25%
 MOTHER OF PEARL #2- 5%

FLOOR POLISHED TO AN 800 GRIT LEVEL AND A VITRIFICATION
PROCESS
OR 3M SCOTCHGARD STONE FLOOR PROTECTOR

RICHARD DREYFUS 314.361.8090

VF1 VINYL FILM INFINITE OPTIKS - CLEAR SAND BLAST / IOP-415-02 KELLY FORD 636.391.3888

WD1A WOOD DOORS MASONITE ARCHITECTURAL PLAIN SLICE WHITE
MAPLE

CLEAR STAIN -

N

4' 8' 16'

1/8" = 1'-0"

0'

1/8" = 1'-0"
A

7TH FLOOR FINISH PLAN - AREA B

MERCY FINISH SCHEDULE - AREA B

RM # ROOM NAME FLOOR BASE
WALL
FINISH CABINETS COUNTERTOPS

CEILING

TYPE

100.31 BENCH

100.32 LINEN SV1A B5 P1.1

100.35 MECH. CHASE

100.36 MECH. CHASE

701 INTERMEDIATE CARE SV1A B5 P1.1 PL2 SSM1C

701.1 TLT/SHWR PF3 PF3 P5

701.2 ALCOVE

702 INTERMEDIATE CARE SV1A B5 P1.1 PL2 SSM1C

702.1 TLT/SHWR PF3 PF3 P5

703 INTERMEDIATE CARE SV1A B5 P1.1 PL2 SSM1C

703.1 TLT/SHWR PF3 PF3 P5

703.2 ALCOVE

704 INTERMEDIATE CARE SV1A B5 P1.1 PL2 SSM1C

704.1 TLT/SHWR PF3 PF3 P5

705 INTERMEDIATE CARE SV1A B5 P1.1 PL2 SSM1C

705.1 TLT/SHWR PF3 PF3 P5

725 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

726 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

726.1 TLT/SHWR PF3 PF3 P5

727 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

727.1 TLT/SHWR PF3 PF3 P5

727.2 ALCOVE

728 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

728.1 TLT/SHWR PF3 PF3 P5

728.2 ALCOVE

729 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

729.1 TLT/SHWR PF3 PF3 P5

730 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

730.1 TLT/SHWR, ADA PF3 PF3 P5

730.2 ALCOVE

731 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

731.1 TLT/SHWR PF3 PF3 P5

731.2 ALCOVE

732 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

732.1 TLT/SHWR PF3 PF3 P5

733 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

733.1 TLT/SHWR PF3 PF3 P5

733.2 ALCOVE

734 CRITICAL CARE (ICU) SV1A B5 P1.1 PL2 SSM1C

734.1 TLT/SHWR PF3 PF3 P5

7500 FAMILY WAITING TZ1 | C10B TB1| B5 P1.1

7501 EQUIP. STOR. SV1A B5 P1.1

7502 VENDING

7503 CONSULT/ BEREAVEMENT C8B B5 P1.1

7504 TOILET PT2A B8 P2 | CT6A

7505 TOILET PT2A B8 P2 | CT6A

7506 MULTIPURPOSE ROOM C8B B5 P1.1

7511 NURSE STATION SV4A B5 P1.1

7512 NURSE STATION SV4A B5 P1.1

7513 LINEN SV4A B5 P1.1

7514 NOURISH SV4A B5 P1.1

7515 LINEN SV4A B5 P1.1

7516 EQUIP SV4A B5 P1.1

7517 CLEAN SUPPLY SV4A B5 P1.1

7518 STAFF LOUNGE SV4A B5 P1.1

7519 STAFF TOILET PT2A B8 P2 | CT6A

7520 SOILED WORK SV1A SV1A P1.1A

7521 MEDS SV4A B5 P1.1 PL2 SSM1C

7522 DOCUMENTATION SV4A B5 P1.1

7523 OFFICE C8B B5 P1.1

7524 PATIENT MONITORING SV4A B5 P1.1

7600 ELEC. SC B5 P1.1

7601 MTS SC B5 P1.1

7602 MTS SC B5 P1.1

7603 NURSE OFFICE C8B B5 P1.1

7604 NURSE OFFICE C8B B5 P1.1

7605 SLEEP C8B B5 P1.1

7605.1 T/S PT2A B8 P2 | CT6A

7606 EVS SV4A SV4A P1.1A

7711 NURSE STATION SV4A B5 P1.1

7712 NURSE STATION SV4A B5 P1.1

7713 EQUIP SV4A B5 P1.1

7714 NOURISH SV4A B5 P1.1

7715 LINEN SV4A B5 P1.1

7719 RT STOR SV4A B5 P1.1

7720 RT CLEAN SV4A B5 P1.1

C-750 CORRIDOR SV1A,2A,3A,4A B5 P1.1

C-755 CORRIDOR SV1A B5 P1.1

C-760 CORR. SV1A B5 P1.1

C-785 CORRIDOR SV1A,2A,3A,4A B5 P1.1

C-790 CORRIDOR SV1A B5 P1.1

E-08 ELEV. #8

ST-703 STAIRS
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FURNISHINGS SYMBOLS LEGEND

DESK 
CHAIR

EXAM RM 
CHAIR

SOFA LOUNGE 
CHAIR

STACKABLE 
CHAIR

FGI CLEARANCE

OR

SIDE 
TABLES

OFFICE 
DESK

WAITING 
RM CHAIR

BARIATRIC 
WAITING 

RM CHAIR

PATIENT 
SLEEPER 

SOFA
RECLINER

FURNISHINGS & EQUIPMENT NOTES
1.  FURNISHINGS AS INDICATED BY DASHED LINES  
2.  FURNISHINGS ARE PROVIDED BY OWNER - INSTALLED BY OWNER UNLESS NOTED  
     OTHERWISE.
3.  CONTRACTOR TO PROVIDE POWER DATA FOR OWNER PROVIDED EQUIPMENT LIST EVEN IF
     NOT SHOWN ON PLAN.
4.  HALF-TONED OBJECTS INDICATE THAT THEY ARE EXISTING.
5.  REFERENCE COHEN MILLWORK STANDARDS FOR CASEWORK SECTIONS.
6.  COORDINATE ELECTRICAL CONNECTIONS WITH M.E.P AND NOTIFY ARCHITECT OF   
      DISCREPENCIES.
7.   ALL WALL MOUNTED EQUIPMENT TO BE SUPPORTED WITH FIRE TREATED BLOCKING 
      AS REQUIRED. 
8.   NOTE THAT NOT ALL WALL MOUNTED EQUIPMENT WILL BE ELEVATED, REF.
      EQUIPMENT PLANS AND ENLARGED PLANS.
9.   CONTRACTOR TO SCHEDULE AND NOTIFY ARCHITECT, OWNER, USER GROUPS, AND 
      ASSOCIATED CONTRACTORS FOR A "BOX-WALK" IN WHICH ALL MEP, LOW VOLTAGE, AND  
      OWNER PROVIDED SYSTEMS REPRESENTATIVES MEET TO REVIEW THE ROUGH-IN AND 
      DEVICE LOCATIONS OF EACH TYPICAL SPACE.  THE DEVICE LOCATIONS SHALL BE IDENTIFIED 
      PRIOR TO CONDUIT, CONDUCTORS, PLUMPING, PIPING, OR OTHER INFRASTRUCTURE IS  
      EXTEND TO THE END DEVICE.  ANY ADJUSTMENTS RECOMENDED AND APPROVED BY   
      OWNER (AS PERMITTED BY CODES) WILL BE DOCUMENTED BY CONTRACTOR, SHARED WITH 
      THE AEC AND OWNER TEAM, AND INSTALLED PER THE DOCUMENTATION.
10. EQUIPMENT RESPONSIBILITY INDICATED ON EQUIPMENT SCHEDULE.
11. FINAL POWER AND DATA TO BE COORDINATED WITH FURNITURE LAYOUT FROM 
      OWNER'S FURNITURE VENDOR.
12. OWNER PROVIDED FURNITURE SHOWN FOR SPACE PLANNING PURPOSES ONLY, FINAL 
      LAYOUT DETERMINED WITH OWNER'S FURNITURE VENDOR.
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7TH FLOOR

EQUIPMENT SCHEDULE

EQUIPMENT
NUMBER EQUIPMENT DESCRIPTION PROVIDED BY INSTALLED BY

REQUIREMENTS

NOTESELEC. DATA MECH. PLUMB.

EQ001 SOAP DISPENSER OWNER CONTRACTOR

EQ002 PAPER TOWEL DISPENSER OWNER CONTRACTOR

EQ010 SHARPS CONTAINER OWNER CONTRACTOR

EQ011 HAND SANITIZER, WALL MT OWNER CONTRACTOR

EQ018 WASTE CAN, BIO-HAZARD OWNER OWNER

EQ027A TOILET PAPER DISPENSER, 2 ROLL OWNER CONTRACTOR

EQ028 BABY CHANGING TABLE OWNER CONTRACTOR

EQ034 MICROWAVE OWNER OWNER Yes

EQ035 COFFEE MAKER, AUTOMATIC OWNER OWNER Yes Yes

EQ036 ICE MACHINE DISPENSER, CTOP OWNER CONTRACTOR Yes Yes

EQ041 UC REFRIGERATOR OWNER OWNER Yes

EQ058 MULTI FUNCTION PRINTER OWNER OWNER

EQ063 LINEN SUPPLY CART, 60" OWNER OWNER

EQ067 UTILITY CART, STAINLESS OWNER OWNER

EQ103 BED, ELECTRIC OWNER OWNER Yes

EQ106 SHELVING MODULAR STORAGE, WALL MT
74X36

OWNER CONTRACTOR

EQ109 CLOCK- WALL MOUNTED <varies> CONTRACTOR

EQ112 DRY ERASE WHITEBOARD, 24X36 OWNER CONTRACTOR

EQ113 DRY ERASE WHITEBOARD, 48X96 OWNER CONTRACTOR

EQ115 WIRE SHELVING, MOBILE, 24X60 OWNER OWNER

EQ116 CYLINDER CART OWNER OWNER

EQ120 RESUSCITATION CART (CRASH CART) OWNER OWNER

EQ133B OMNICELL AUXILLARY OWNER OWNER Yes Yes

EQ140 INFUSION PUMP & STAND OWNER OWNER

EQ159 PATIENT LIFT, STAND ASSIST OWNER OWNER

EQ161 DIGITAL SCALE, ADULT OWNER OWNER Yes

EQ166 PEG BOARD, STAINLESS STEEL OWNER CONTRACTOR

EQ167 ECG CART OWNER OWNER Yes

EQ168 PATIENT LIFT, BATTERY POWERED OWNER OWNER Yes

EQ169 SPHYGMOMANOMETER, MOBILE OWNER OWNER

EQ171 UROLOGY ULTRASOUND, MOBILE OWNER OWNER Yes

EQ173 SHELF, SS, BOBRICK B-296X18 OWNER CONTRACTOR

EQ174 SHELF, SS, BOBRICK B-298X24 OWNER CONTRACTOR

EQ179 BED, BARIATRIC, ELECTRIC OWNER OWNER Yes

EQ180 VENTILATOR, ADULT/PEDS/NEONATAL OWNER OWNER Yes

EQ181 VENTILATOR, ADULT/PEDIATRIC OWNER OWNER Yes Yes

EQ185 SHARPS DISPOSAL, FLOOR CART OWNER OWNER

EQ186 WASTE CAN, 40 GAL OWNER OWNER

EQ187 WASTE CAN, BIO 55 GAL OWNER OWNER

EQ188 STRETCHER PROCEDURE/RECOVERY OWNER OWNER Yes

EQ189 COMMODE, BARIATRIC OWNER OWNER

EQ190 VENDING MACHINE, FOOD OWNER OWNER Yes

EQ191 VENDING MACHINE, DRINK OWNER OWNER Yes

MTS003 PHYSIO MONITOR, WALL MT OWNER OWNER Yes Yes

MTS014 PSYIOLOGIC VITAL SIGNS MONITOR WITH
STAND

OWNER OWNER Yes

EQ000 PPE ORGANIZER OWNER CONTRACTOR

EQ006 DISPENSER, GLOVE TRIPLE BOX OWNER CONTRACTOR

EQ027 TOILET PAPER DISPENSER, 4 ROLL OWNER CONTRACTOR

EQ029 DISPENSER CLEANING SOLUTION, WALL MT OWNER CONTRACTOR Yes

EQ033 REFRIGERATOR WITH FREEZER OWNER OWNER Yes

EQ043 WASTE CAN OWNER OWNER

EQ053 WHEELCHAIR, ADULT, LARGE OWNER OWNER

EQ068 DEFIBRILLATOR OWNER OWNER Yes

EQ069 SUCTION PUMP, PORTABLE OWNER OWNER Yes

EQ101 DISINFECTANT WIPES, WALL MT OWNER CONTRACTOR

EQ104 OVERBED TABLE OWNER OWNER

EQ105 CUP DISPENSER, WALL MOUNTED OWNER CONTRACTOR

EQ113 MODULAR SHELVING, MOBILE OWNER OWNER

EQ119 WASTE CAN, SWING TOP OWNER OWNER

EQ121 OTO/OPTH SCOPE SET, DESKTOP OWNER OWNER Yes

EQ133A OMNICELL MEDICATION DISPENSER OWNER OWNER Yes Yes

EQ170 STEP STOOL WITH HANDRAIL OWNER OWNER

EQ172 HOUSEKEEPING CART OWNER OWNER

EQ175 LOW PROFILE TV MOUNT, WALL OWNER CONTRACTOR

EQ176 WARMING CABINET, DUAL OWNER CONTRACTOR Yes Yes

EQ177 LINEN HAMPER OWNER OWNER No

EQ178 PHARMACEUTICAL CONTAINER OWNER OWNER

EQ182 VENTILATOR, TRANSPORT OWNER OWNER

EQ183 CART/ TRUCK SOILED UTILITY OWNER OWNER

EQ184 CART/ TRUCK LINEN BULK OWNER OWNER

MTS001 MONITOR BRACKET, WALL OWNER CONTRACTOR

MTS005 49" TELEVISION OWNER OWNER Yes Yes

MTS006 32" TELEVISION OWNER OWNER

TA12 BEDPAN RACK, WALL MT OWNER CONTRACTOR

N

4' 8' 16'

1/8" = 1'-0"

0'

1/8" = 1'-0"
1A

7TH FLOOR EQUIPMENT PLAN - AREA A

1/4" = 1'-0"
1

7TH FLOOR EQUIPMENT INTERMEDIATE CARE
ROOM 709

1/4" = 1'-0"
2

7TH FLOOR EQUIPMENT CRITICAL CARE AII /ANTE
ROOM 715

1/4" = 1'-0"
3

7TH FLOOR EQUIPMENT PATIENT OF SIZE ROOM
720

No. Date Description
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FURNISHINGS SYMBOLS LEGEND

DESK 
CHAIR

EXAM RM 
CHAIR

SOFA LOUNGE 
CHAIR

STACKABLE 
CHAIR

FGI CLEARANCE

OR

SIDE 
TABLES

OFFICE 
DESK

WAITING 
RM CHAIR

BARIATRIC 
WAITING 

RM CHAIR

PATIENT 
SLEEPER 

SOFA
RECLINER

FURNISHINGS & EQUIPMENT NOTES
1.  FURNISHINGS AS INDICATED BY DASHED LINES  
2.  FURNISHINGS ARE PROVIDED BY OWNER - INSTALLED BY OWNER UNLESS NOTED  
     OTHERWISE.
3.  CONTRACTOR TO PROVIDE POWER DATA FOR OWNER PROVIDED EQUIPMENT LIST EVEN IF
     NOT SHOWN ON PLAN.
4.  HALF-TONED OBJECTS INDICATE THAT THEY ARE EXISTING.
5.  REFERENCE COHEN MILLWORK STANDARDS FOR CASEWORK SECTIONS.
6.  COORDINATE ELECTRICAL CONNECTIONS WITH M.E.P AND NOTIFY ARCHITECT OF   
      DISCREPENCIES.
7.   ALL WALL MOUNTED EQUIPMENT TO BE SUPPORTED WITH FIRE TREATED BLOCKING 
      AS REQUIRED. 
8.   NOTE THAT NOT ALL WALL MOUNTED EQUIPMENT WILL BE ELEVATED, REF.
      EQUIPMENT PLANS AND ENLARGED PLANS.
9.   CONTRACTOR TO SCHEDULE AND NOTIFY ARCHITECT, OWNER, USER GROUPS, AND 
      ASSOCIATED CONTRACTORS FOR A "BOX-WALK" IN WHICH ALL MEP, LOW VOLTAGE, AND  
      OWNER PROVIDED SYSTEMS REPRESENTATIVES MEET TO REVIEW THE ROUGH-IN AND 
      DEVICE LOCATIONS OF EACH TYPICAL SPACE.  THE DEVICE LOCATIONS SHALL BE IDENTIFIED 
      PRIOR TO CONDUIT, CONDUCTORS, PLUMPING, PIPING, OR OTHER INFRASTRUCTURE IS  
      EXTEND TO THE END DEVICE.  ANY ADJUSTMENTS RECOMENDED AND APPROVED BY   
      OWNER (AS PERMITTED BY CODES) WILL BE DOCUMENTED BY CONTRACTOR, SHARED WITH 
      THE AEC AND OWNER TEAM, AND INSTALLED PER THE DOCUMENTATION.
10. EQUIPMENT RESPONSIBILITY INDICATED ON EQUIPMENT SCHEDULE.
11. FINAL POWER AND DATA TO BE COORDINATED WITH FURNITURE LAYOUT FROM 
      OWNER'S FURNITURE VENDOR.
12. OWNER PROVIDED FURNITURE SHOWN FOR SPACE PLANNING PURPOSES ONLY, FINAL 
      LAYOUT DETERMINED WITH OWNER'S FURNITURE VENDOR.

AREA A AREA B

KEY PLAN

NOT IN PROJECT SCOPE

NOT IN PROJECT SCOPE

A
R

E
A

 A

MULTIPURPOSE
ROOM
7506

TOILET

7505

TOILET

7504

CONSULT/
BEREAVEMENT

7503

(48 REQ. SEATS)

/
A

A
1
.2

A

IN
T

E
R

M
E

D
IA

T
E

C
A

R
E

7
0
5

IN
T

E
R

M
E

D
IA

T
E

C
A

R
E

7
0
4

IN
T

E
R

M
E

D
IA

T
E

C
A

R
E

7
0
3

IN
T

E
R

M
E

D
IA

T
E

C
A

R
E

7
0
2

IN
T

E
R

M
E

D
IA

T
E

C
A

R
E

7
0
1

TLT/SHWR

705.1

TLT/SHWR

704.1

TLT/SHWR

703.1

TLT/SHWR

702.1

TLT/SHWR

701.1

CRITICAL
CARE
(ICU)
733

TLT/SHWR

733.1

CRITICAL
CARE
(ICU)
734

TLT/SHWR

734.1

CRITICAL
CARE
(ICU)
732

TLT/SHWR

732.1

CRITICAL
CARE
(ICU)
726

TLT/SHWR

726.1

CRITICAL
CARE
(ICU)
727

TLT/SHWR

727.1

TLT/SHWR

731.1

CRITICAL
CARE
(ICU)
731

CRITICAL
CARE
(ICU)
729

CRITICAL
CARE
(ICU)
728

TLT/SHWR,
ADA

730.1

CRITICAL
CARE
(ICU)
730

TLT/SHWR

729.1

TLT/SHWR

728.1

STAIRS

ST-703

VENDING

7502

ELEC.

7600

MTS

7601

MTS

7602

/
A

A
1
.2

A

A11.1B

2
A11.1B

1

LINEN

7715

NURSE
OFFICE

7603

NURSE
OFFICE

7604

SLEEP

7605

T/S

7605.1

EVS

7606

NURSE
STATION

7712

EQUIP

7713

NOURISH

7714

NURSE
STATION

7711

RT STOR

7719

RT CLEAN

7720

STAFF
LOUNGE

7518

CLEAN
SUPPLY

7517

SOILED
WORK
7520

MEDS
7521

NURSE
STATION

7511

EQUIP
7516

NOURISH
7514

OFFICE

7523

PATIENT
MONITORING

7524

DOCUMENTATION
7522

NURSE
STATION

7512

LINEN
7513

EQUIP.
STOR.
7501

STAFF
TOILET
7519

LINEN
7515

FAMILY
WAITING

7500

CORRIDOR
C-750

CORRIDOR
C-785

CORR.
C-760

MECH.
CHASE

MECH.
CHASE

NOT IN 

PROJECT SCOPE

ALCOVE

701.2

ALCOVE

703.2

ALCOVE

727.2

ALCOVE

728.2

ALCOVE

730.2

ALCOVE

731.2

ALCOVE
733.2

CORRIDOR
C-755

CORRIDOR
C-790

VENTILATOR,
ADULT/PEDS/NEONATAL

VENTILATOR,
ADULT/PEDIATRIC

VENTILATOR,
TRANSPORT

WASTE
CAN,

SWING
TOP

WASTE
CAN

DRY
ERASE

WHITEBOARD,
48X96

WASTE
CAN

SHELF,
SS,

BOBRICK
B-296X18

SHELF,
SS,

BOBRICK
B-298X24

DISPENSER
CLEANING
SOLUTION,

WALL
MT

HAND
SANITIZER,

WALL
MT

HOUSEKEEPING
CART

OMNICELL
AUXILLARY

OMNICELL
MEDICATION
DISPENSER

SHELVING
MODULAR
STORAGE,

WALL
MT

74X36

WASTE
CAN,

SWING
TOP

UC
REFRIGERATOR

SHARPS
CONTAINER

DRY
ERASE

WHITEBOARD,
48X96

HAND
SANITIZER,

WALL
MT

WARMING
CABINET,

DUAL

HAND
SANITIZER,

WALL
MT

CLOCK-
WALL

MOUNTED

WASTE
CAN

OTO/OPTH
SCOPE

SET,
DESKTOP

WHEELCHAIR,
ADULT,
LARGE

RESUSCITATION
CART

(CRASH
CART)

SUCTION
PUMP,

PORTABLE

DEFIBRILLATOR

REFRIGERATOR
WITH

FREEZER

ICE
MACHINE

DISPENSER,
CTOP

COFFEE
MAKER,

AUTOMATIC

MICROWAVE

CUP
DISPENSER,

WALL
MOUNTED

MULTI
FUNCTION
PRINTER

DRY
ERASE

WHITEBOARD,
24X36

CLOCK-
WALL

MOUNTED

COFFEE
MAKER,

AUTOMATIC

CUP
DISPENSER,

WALL
MOUNTED

HAND
SANITIZER,

WALL
MT

MICROWAVE

REFRIGERATOR
WITH

FREEZER

WASTE
CAN,

SWING
TOP

WIRE
SHELVING,

MOBILE,
24X60

WIRE
SHELVING,

MOBILE,
24X60

S
T

R
E

T
C

H
E

R
P

R
O

C
E

D
U

R
E

/R
E

C
O

V
E

R
Y

S
T

R
E

T
C

H
E

R
P

R
O

C
E

D
U

R
E

/R
E

C
O

V
E

R
Y

S
T

R
E

T
C

H
E

R
P

R
O

C
E

D
U

R
E

/R
E

C
O

V
E

R
Y

TOILET
PAPER

DISPENSER,
4 ROLL

WASTE
CAN HAND

SANITIZER,
WALL

MT

BABY
CHANGING

TABLE

WASTE
CAN

HAND
SANITIZER,

WALL
MTTOILET

PAPER
DISPENSER,

4 ROLL

WASTE
CAN

WASTE
CAN,

SWING
TOP

DRY
ERASE

WHITEBOARD,
48X96

49"
TELEVISION

LOW
PROFILE

TV
MOUNT,

WALL

WASTE
CAN

DISINFECTANT
WIPES,
WALL

MT

HAND
SANITIZER,

WALL
MT

WASTE
CAN

WASTE
CAN,

SWING
TOP

ELEV. #8
E-08

ELEV. #9
E-09

ELEV, #7
E-07

FLOOR 

TRANSITION

CRITICAL
CARE
(ICU)
729

4
' 
- 

0
"

5
' 
- 

0
"

1' - 0"

5' - 0"CRITICAL
CARE
(ICU)
733

4
' 
- 

0
"

5
' 
- 

0
"

1' - 0"

5' - 0"

Sheet 

No.

S
ig
n
 
&
 
S
e
a
l:

A
rc
h
it
e
c
t
s
 
L
o
g
o
:

B
u
il
d
in
g
 
N
a
m
e
:

Floor 

No.

S
h
e
e
t
 
N
a
m
e
:

D
a
t
e
:

S
c
a
le
:

Kansas City: 2380 McGee Street, Suite 310, Kansas City MO  64108  816.249.1500 | Tulsa: 320 S Boston, Suite 1400, Tulsa OK 74103 918.398.6400 | Bentonville: 206 SW 8th Street, Suite 206, Bentonville AR 72712 479.448.4099 | Wichita: 330 N Mead Street, Suite 100, Wichita KS 67202 316.262.2500 | www.hfgarchitecture.com

PROGRESS

DRAWING

NOT FOR

CONSTRUCTION

A
s 

in
d

ic
a

te
d

9/29/2024 7:06:31 PM

0
9

/3
0

/2
0

2
4

7
T

H
 F

L
O

O
R

 E
Q

U
IP

M
E

N
T

 P
L
A

N
 -

A
R

E
A

 B

A11.1B

M
E

R
C

Y
 N

W
A

 H
O

S
P

IT
A

L

R
O

G
E

R
S

 7
T

H
 F

L
O

O
R

 I
C

U
2

7
1

0
 R

IF
E

 M
E

D
IC

A
L 

LA
N

E
, 

R
O

G
E

R
S

, 
A

R
 7

2
7

5
8

M
e

rc
y

 P
ro

je
ct

 N
o

.:
 2

0
4

0
-8

2
1

2
0

3

B
u

il
d

in
g

 N
o

.:
 1

3
8

8

7TH FLOOR

EQUIPMENT SCHEDULE

EQUIPMENT
NUMBER EQUIPMENT DESCRIPTION PROVIDED BY INSTALLED BY

REQUIREMENTS

NOTESELEC. DATA MECH. PLUMB.

EQ001 SOAP DISPENSER OWNER CONTRACTOR

EQ002 PAPER TOWEL DISPENSER OWNER CONTRACTOR

EQ010 SHARPS CONTAINER OWNER CONTRACTOR

EQ011 HAND SANITIZER, WALL MT OWNER CONTRACTOR

EQ018 WASTE CAN, BIO-HAZARD OWNER OWNER

EQ027A TOILET PAPER DISPENSER, 2 ROLL OWNER CONTRACTOR

EQ028 BABY CHANGING TABLE OWNER CONTRACTOR

EQ034 MICROWAVE OWNER OWNER Yes

EQ035 COFFEE MAKER, AUTOMATIC OWNER OWNER Yes Yes

EQ036 ICE MACHINE DISPENSER, CTOP OWNER CONTRACTOR Yes Yes

EQ041 UC REFRIGERATOR OWNER OWNER Yes

EQ058 MULTI FUNCTION PRINTER OWNER OWNER

EQ063 LINEN SUPPLY CART, 60" OWNER OWNER

EQ067 UTILITY CART, STAINLESS OWNER OWNER

EQ103 BED, ELECTRIC OWNER OWNER Yes

EQ106 SHELVING MODULAR STORAGE, WALL MT
74X36

OWNER CONTRACTOR

EQ109 CLOCK- WALL MOUNTED <varies> CONTRACTOR

EQ112 DRY ERASE WHITEBOARD, 24X36 OWNER CONTRACTOR

EQ113 DRY ERASE WHITEBOARD, 48X96 OWNER CONTRACTOR

EQ115 WIRE SHELVING, MOBILE, 24X60 OWNER OWNER

EQ116 CYLINDER CART OWNER OWNER

EQ120 RESUSCITATION CART (CRASH CART) OWNER OWNER

EQ133B OMNICELL AUXILLARY OWNER OWNER Yes Yes

EQ140 INFUSION PUMP & STAND OWNER OWNER

EQ159 PATIENT LIFT, STAND ASSIST OWNER OWNER

EQ161 DIGITAL SCALE, ADULT OWNER OWNER Yes

EQ166 PEG BOARD, STAINLESS STEEL OWNER CONTRACTOR

EQ167 ECG CART OWNER OWNER Yes

EQ168 PATIENT LIFT, BATTERY POWERED OWNER OWNER Yes

EQ169 SPHYGMOMANOMETER, MOBILE OWNER OWNER

EQ171 UROLOGY ULTRASOUND, MOBILE OWNER OWNER Yes

EQ173 SHELF, SS, BOBRICK B-296X18 OWNER CONTRACTOR

EQ174 SHELF, SS, BOBRICK B-298X24 OWNER CONTRACTOR

EQ179 BED, BARIATRIC, ELECTRIC OWNER OWNER Yes

EQ180 VENTILATOR, ADULT/PEDS/NEONATAL OWNER OWNER Yes

EQ181 VENTILATOR, ADULT/PEDIATRIC OWNER OWNER Yes Yes

EQ185 SHARPS DISPOSAL, FLOOR CART OWNER OWNER

EQ186 WASTE CAN, 40 GAL OWNER OWNER

EQ187 WASTE CAN, BIO 55 GAL OWNER OWNER

EQ188 STRETCHER PROCEDURE/RECOVERY OWNER OWNER Yes

EQ189 COMMODE, BARIATRIC OWNER OWNER

EQ190 VENDING MACHINE, FOOD OWNER OWNER Yes

EQ191 VENDING MACHINE, DRINK OWNER OWNER Yes

MTS003 PHYSIO MONITOR, WALL MT OWNER OWNER Yes Yes

MTS014 PSYIOLOGIC VITAL SIGNS MONITOR WITH
STAND

OWNER OWNER Yes

EQ000 PPE ORGANIZER OWNER CONTRACTOR

EQ006 DISPENSER, GLOVE TRIPLE BOX OWNER CONTRACTOR

EQ027 TOILET PAPER DISPENSER, 4 ROLL OWNER CONTRACTOR

EQ029 DISPENSER CLEANING SOLUTION, WALL MT OWNER CONTRACTOR Yes

EQ033 REFRIGERATOR WITH FREEZER OWNER OWNER Yes

EQ043 WASTE CAN OWNER OWNER

EQ053 WHEELCHAIR, ADULT, LARGE OWNER OWNER

EQ068 DEFIBRILLATOR OWNER OWNER Yes

EQ069 SUCTION PUMP, PORTABLE OWNER OWNER Yes

EQ101 DISINFECTANT WIPES, WALL MT OWNER CONTRACTOR

EQ104 OVERBED TABLE OWNER OWNER

EQ105 CUP DISPENSER, WALL MOUNTED OWNER CONTRACTOR

EQ113 MODULAR SHELVING, MOBILE OWNER OWNER

EQ119 WASTE CAN, SWING TOP OWNER OWNER

EQ121 OTO/OPTH SCOPE SET, DESKTOP OWNER OWNER Yes

EQ133A OMNICELL MEDICATION DISPENSER OWNER OWNER Yes Yes

EQ170 STEP STOOL WITH HANDRAIL OWNER OWNER

EQ172 HOUSEKEEPING CART OWNER OWNER

EQ175 LOW PROFILE TV MOUNT, WALL OWNER CONTRACTOR

EQ176 WARMING CABINET, DUAL OWNER CONTRACTOR Yes Yes

EQ177 LINEN HAMPER OWNER OWNER No

EQ178 PHARMACEUTICAL CONTAINER OWNER OWNER

EQ182 VENTILATOR, TRANSPORT OWNER OWNER

EQ183 CART/ TRUCK SOILED UTILITY OWNER OWNER

EQ184 CART/ TRUCK LINEN BULK OWNER OWNER

MTS001 MONITOR BRACKET, WALL OWNER CONTRACTOR

MTS005 49" TELEVISION OWNER OWNER Yes Yes

MTS006 32" TELEVISION OWNER OWNER

TA12 BEDPAN RACK, WALL MT OWNER CONTRACTOR

N

4' 8' 16'

1/8" = 1'-0"

0'

1/8" = 1'-0"
A

7TH FLOOR EQUIPMENT PLAN - AREA B

1/4" = 1'-0"
2

7TH FLOOR EQUIPMENT ICU ROOM 729
1/4" = 1'-0"

1
7TH FLOOR EQUIPMENT ICU ROOM 733

No. Date Description
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