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GENERAL NOTES

1 REFER TO SHEET M-001 FOR MECHANICAL NOTES,

ABBREVIATIONS, AND LEGEND SYMBOLS.

KEYED NOTES

1 INSTALL NEW EXHAUST FAN AND ADAPTER

CURB ON EXISTING ROOF CURB.

2 EXISTING ROOF-MOUNTED EXHAUST FANS.

ENSURE WEATHERTIGHT ABANDON IN PLACE.

3 NEW STAGE SMOKE VENT. REFER TO M-601.
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