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NOTE: EXISTING GRIDIRON LIGHTING
FIXTURES TO BE REUSED WITH
POWER FED FROM 1/MZC-2.
SEE MZC-2 SCHEDULE FOR
ADDITIONAL NOTES.
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Notes

1. CROMWELL ARCHITECTS ENGINEERS, INC.
ALL RIGHTS RESERVED

2. THIS SHEET DESIGNED FOR COLOR PRINTING.
CRITICAL INFORMATION MAY BE LOST WITH
BLACK AND WHITE PRINTING.
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