
LIFT LINE TERMINATION
SCREW-PIN SHACKLE 
WITH MOUSING WIRE

TRIM CHAIN WITH (4) ADDITIONAL LINKS - 
SEE SPECIFICATIONS

TRIM CHAIN WRAPS 
AROUND PIPE 1-1/2 TURNS

SECTION VIEWELEVATION VIEW

1-1/2" SCH 40 STEEL PIPE
BATTEN TYPE PER SCHEDULE

WIRE ROPE LIFT LINE 

WIRE ROPE - SEE 
SPECIFICATIONS

JAW TO JAW TURNBUCKLE 
WITH MOUSING WIRE

1-1/2" SCH 40 STEEL PIPE 
BATTEN TYPE PER SCHEDULE

BATTEN CLAMP

WIRE ROPE TERMINATION 

ELEVATION SECTION

TYPE II LIFT LINE TO 
BATTEN CONNECTION

ELEVATION VIEW

PLUG STRIP AND MOUNTING 
BRACKET - REFER TO DIVISION 
OF RESPONSIBILITY TABLE

PIPE MOUNTED TERMINAL BOX

1-1/2" SCH 40 
STEEL PIPE

LIFT LINE - SEE LINE SET ELEVATION 
FOR HOIST LINE TERMINATION TO 

BATTEN CONNECTION TYPE

PANTOGRAPH - REFER TO DIVISION 
OF RESPONSIBILITY TABLE

MAX

5' - 0"

AS REQUIRED

COORDINATE CONNECTION TO 
PLUG STRIP WITH 11 61 63

XX

XX

MAX

2' - 0"

MAX

2' - 6"

SECTION VIEW

1'
 - 

10
"

STANDARD PATTERN THIMBLE

SWAGE SLEEVE (TYP)

LENGTH OF TAIL NOT LESS THAN THE
DIAMETER OF THE CABLE - EPOXY SEALED

WIRE ROPE LIFT LINE

SEE SPEC. 11 61 33 FOR 
HARDWARE REQUIREMENTS

ELEVATIONSECTION

0' - 1 3/8"

0' - 1 3/16"

0' - 1 5/16"

0' - 0 3/32"

PIN RAIL HOLE SIZE
DO NOT OVERSIZE

1'
 - 

9"

0'
 - 

1"
0'

 - 
7 

11
/1

6"

10'-0"
TO A.F.F.

WELD TO HANGER

SUPPORT BRACKET
ATTACHED TO WALL

OR T-BAR TRACK
FRAME - 10'-0" O.C.

MAXIMUM SPACING

CONTINUOUS 1-1/2" I.D.
SCHEDULE 40 STEEL PIPE -

SUPPORT BOTH ENDS WITH
WALL BRACKETS - 50PLF

TYPICAL LOAD

INDEX STRIP LIGHT FURNISHED
AND INSTALLED BY 11 61 33 -

ELECTRICAL CONNECTIONS BY DIV. 26

500# PLF

:)

ROPE LOCK

INDEX CARD LOCATION

LOCKING RAIL

STEEL SUPPORT
5'-0" O.C. MAX

STAGE FLOOR

RIGGING WALL - ARBOR GUIDES, 
BLOCKS, AND OTHER 

HARDWARE, NOT SHOWN

2'
 - 

3 
1/

2"

ANCHOR TO CONCRETE 
AS REQUIRED

EXISTING HEAD BLOCK BEAMS,
REFER TO STRUCTURAL DRAWINGS

LIFT LINES TO LOFT BLOCKS

HEAD BLOCK ASSEMBLY

OPERATING LINE.

TO ARBOR 
TOP

BASE ANGLES

CLIP TO BEAM FLANGE, TYP

GRADE 5 BOLT, TYP

EXISTING RIGGING 
WALL

OFFSTAGE BOLTS TIGHT 
TO FLANGE, TYP

SHEAVE GROOVED FOR LINE DIAMETERS 
PER SPECIFICATIONS - PROVIDE (1) 

GROOVE FOR EACH LIFT LINE AND EACH 
PURCHASE LINE - TYPICAL

BASE ANGLES TURN IN

1.
2.

NOTES: 
PLACE LINESET PIPE WEIGHT IN THE LEAST ACCESSIBLE LOCATION WITHIN THE ARBOR.
SEE SPECIFICATIONS FOR ADDITIONAL DETAILS.

(3) TIE WRAPS

LIFT LINE TERMINATION 
AT TOP OF ARBOR

TOP TIE- (2) HALF HITCHES 
USING ROPE THIMBLE AT RING.

ARBOR GUIDE TRACK

STEEL OUTSIDE PLATE

STEEL ROD AS PART OF FRONT 
LOADING, SELF-ENGAGING GATE.

COUNTERWEIGHT SHELF WITH 
SLIGHT SLOPE TO THE BACK.

"LIVE" COUNTERWEIGHT SLOTTED TO 
PAIR WITH SELF-ENGAGING GATE.

BOTTOM TIE- (2) HALF HITCHES 
USING ROPE THIMBLE AT RING.

(3) TIE WRAPS

ARBOR GUIDE ASSEMBLY

CAPSTAN WINCH EYE BOLT

OPERATING LINE

BATTEN CLAMP

OVERLAP CLAMP

TRACK

CARRIER

TRIM CHAIN

SELF-CLOSING CURTAIN CLIP

CURTAIN

CENTER PIPE SUPPORT

BATTEN CLAMP

TRACK CLAMP

TRACK

CARRIER

TRIM CHAIN

SELF-CLOSING CURTAIN CLIP

CURTAIN

BOLTS OR 
PLUG WELDS

3/8" x 2-14" HEX BOLT 
W/NYLON LOCK NUT

BOLTS OR PLUG WELD - 
FRONT & BACK OF PIPE

1-1/2" SCHEDULE 40 
STEEL PIPE BATTEN

ALL PIPE SPLICES TO BE INTERNAL SLEEVES, 
HELD IN PLACE BY BOLTS ON BOTH SIDES OF 
SPLICE, OR PLUG WELDS ON ONE SIDE AND 
BOLTED ON THE OTHER - AS DESCRIBED IN 

SPECIFICATION SECTION 11 61 33

0' - 4"0' - 4"

2' - 0"

0' - 4" 0' - 4"

BOTH ENDS PAINTED YELLOW.

SAFETY CAP

LINE SET NUMBERS 
PER SPECIFICATION 

2' - 0"

XX

1-1/2" SCHEDULE 40 
STEEL PIPE BATTEN

0' - 6"

VALCO B-160 BUTTON COUPLER, TYP
7/16" HOLE FOR 
EACH BUTTON

3/4" I.D. IMC CONDUIT

1" I.D. SCH 40 PIPE
IN 10'-0"  SECTIONS

1" I.D. SCH 40 PIPE
IN 10'-0"  SECTIONS

0' - 6"0' - 6"
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THEATRICAL RIGGING -
DETAILS

TR 401

09-10-2026

 1 1/2" = 1'-0"6 DETAIL - TYPE I LIFT LINE TERMINATION TO BATTEN

 1 1/2" = 1'-0"10 DETAIL - TYPE II LIFT LINE TERMINATION TO BATTEN

 1" = 1'-0"13 DETAIL - TYPE III BATTEN FOR STAGE LIGHTING ELECTRIC WITH PLUG STRIP AND PANTOGRAPH

 3" = 1'-0"11 DETAIL - WIRE ROPE TERMINATION

 3" = 1'-0"9 DETAIL - WOOD BELAYING PIN

 1/2" = 1'-0"14 DETAIL - RIGGING WALL WORK LIGHT OUTRIGGER LED
 1" = 1'-0"15 DETAIL - LOCKING RAIL FLOOR MOUNTED

 1 1/2" = 1'-0"7 DETAIL - HEAD BLOCK UNDERHUNG

 1 1/2" = 1'-0"3 DETAIL - HEAD BLOCK UNDER HUNG SECTION

 1 1/2" = 1'-0"12 DETAIL - FRONT-LOADING COUNTERWEIGHT ARBOR

 1 1/2" = 1'-0"8 DETAIL - CHANNEL CURTAIN TRACK - DOUBLE

 1 1/2" = 1'-0"4 DETAIL - CHANNEL CURTAIN TRACK - SINGLE
 1 1/2" = 1'-0"5 DETAIL - BATTEN SPLICE

 1 1/2" = 1'-0"1 DETAIL -  TYPICAL BATTEN END
 3" = 1'-0"2 DETAIL - SOFT GOOD BOTTOM PIPE SPLICE


