
NOTE: FOLLOW MANUFACTURER'S RECOMMENDATIONS

FOR INSTALLATION

WALLBOARD,

GYPSUM

4-HR FIRE 
RATED SEALANT

4-HR FIRE 
RATED WRAP 

STRIP

RIGID METAL

CONDUIT

WOOD STUDS

METAL OR

NOTE: FOLLOW MANUFACTURER'S RECOMMENDATIONS

WALL ASSEMBLY

FOR INSTALLATION.

CONCRETE FLOOR OR

EQUAL.)

4 HR. FIRE RATED 
SEALANT

4 HR. FIRE RATED 
WRAP STRIP

RIGID METAL CONDUIT

STANDARD 90 DEGREE

RADIUS ELBOW

MIN. 4"

OR AS INDICATED; CAP AND TAG

SERVICE BEING CAPPED.

STUB UP TO 4" ABOVE FIN. GRADE

WITH THE APPROPRIATE UTILITY OR

GRADE

RGC TO PVC THREADED

FEMALE ADAPTER.

INDICATED ON PLAN.

PVC CONDUIT SIZE AS

PROVIDE PVC COATED RIGID

GALVANIZED STEEL CONDUIT

CONCRETE SLAB

PIPE AND/OR CONDUIT

BUILDING EXTERIOR

SPECIFICATIONS

ARCHITECTURAL

MATERIAL PER

WEATHERPROOFING

CONDUIT

CAREY TREAD BASE

ROOF DECK

GALVANIZED
STAINLESS STEEL
SPLIT CLAMP

"PHP" PIPE SUPPORT MODEL
#PP10 WITH CHANNEL

CONCRETE

FINISHED GRADE

DISCONNECT

UNISTRUT
RACK

NEMA 3R

PANELBOARD

KNOCKOUTS

COVER PLATE

CONDUIT

OUTLET BOX

INTERIOR WALL PARTITION

TO UNISTRUT

UNISTRUT SUPPORT

COVER PLATE WITH

WEATHERPROOF

UNDERGROUND SCHEDULE 40

"FD" BOX. BOLT

MALLEABLE IRON

PVC CONDUIT

PVC-RGS ADAPTOR
(TYPICAL)

3/4" MINIMUM RGS

CONDUIT OR PVC COAT

RGS IN PENETRATING

SLAB ON GRADE

LEVITON #8899G

GFCI RECEPTACLE

GASKET - LEVITON

#5977-GY

CB

4-WIRE PANEL SECTION 1 OF 1

208Y/120V, 3-PHASE,
480Y/277V, 3-PHASE,

4-WIRE PANEL
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CONDUIT AS SCHEDULED
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GROUNDING
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NOT TO SCALE1

1 AND 2 HR. GYPSUM WALLBOARD
PIPE PENETRATION

NOT TO SCALE2

2-4 HR. PENETRATIONS FOR
CONCRETE

NOT TO SCALE3
CONDUIT STUB-UP

NOT TO SCALE4

PIPE AND/OR CONDUIT
PENETRATION

NOT TO SCALE5
CONDUIT SUPPORT

NOT TO SCALE6
UNISTRUT RACK DETAIL

NOT TO SCALE7
BACK-TO-BACK OUTLETS

NOT TO SCALE8
RECEPTACLE MOUNTING

NOT TO SCALE9
TRANSFORMER WIRING SCHEMATIC
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