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SCALE:  1" = 60'-0"1 PHASING PLAN

1. CONTRACTOR SHALL SET AND HOST COORDINATION MEETINGS WITH EXISTING HANGAR
TENANTS FOR DISPLACEMENT AND RELOCATION IMPACT COORDINATION DURING THE PROJECT.

2. HANGARS ARE SHOWN WITH TWO PRIMARY WORK AREAS, WORK AREA 1 INCLUDES HANGARS
300, 400, AND 500, WORK AREA 2 INCLUDES HANGARS 200N AND 200S. WITHIN EACH WORK AREA,
THE CONTRACTOR IS ONLY PERMITTED TO WORK IN ONE HANGAR AT A TIME, BUT BOTH WORK
AREA 1 AND 2 MAY BE WORKED CONCURRENTLY.

3. CONTRACTOR SHALL PROVIDE COORDINATED SCHEDULE FOR REVIEW BY OWNER AND
ENGINEER PRIOR TO BEGINNING WORK. WORK SEQUENCE SHOWN ON THIS SHEET IS THE
PREFERRED METHOD, ALTERNATES ARE PERMITTED AND SHALL BE SUBMITTED PRIOR TO
PRE-CONSTRUCTION MEETING FOR REVIEW AND DISCUSSION.
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BUILDING 1000
WORK AREA 3

BUILDING 500
WORK AREA 1

BUILDING 400
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BUILDING 300
WORK AREA 1

GATE 175 - CONTRACTOR
ACCESS

BUILDING 200 SOUTH
WORK AREA 2

BRACKETED PHASES INDICATE THAT THE WORK WITHIN THIS PHASE CAN BE
COMPLETED AT ANY DATE WITHIN THE BRACKETS SHOWN AS LONG AS IT IS
COORDINATED WITH THE RPR BEFORE PHASED WORK BEGINS.
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CONTRACT TIME - 240 CALENDAR DAYS
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